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I. General Provisions 
1. Authority 

A. The Plymouth Village Water & Sewer District (the “District”) hereby establishes 

the following Regulations for the use of the public water supply and distribution 

system, the use of public and private sewers, and providing penalties for violations 

thereof, within District Territory, pursuant to the following enabling authority: the 

District’s Charter, the Laws of 1893, Chapter 228; the Laws of 1963, Chapter 375; 

the Laws of 1971, Chapter 487; RSA 38:36; RSA 38:28; RSA149-I; RSA 485; 

RSA 485-A.  These Regulations are a subsidiary to any state or federal laws or 

regulations which may govern water and wastewater service within the State of 

New Hampshire.  The District suggests the current version of the International 

Plumbing Code as a guideline for water and sewer service design. 

B. The right to grant final project approval and to issue applicable permits shall 

reside with the Board of Commissioners (the “Board”) unless delegated to the 

District Administrator or the Superintendent to administer, implement, and 

enforce the provisions of these Regulations.  Any powers or duties granted to the 

Superintendent may be delegated by the Superintendent to other District personnel 

or agents of the District. 

C. These Regulations authorize the District to set fees for the equitable distribution of 

costs resulting from the program established herein. 

2. Jurisdiction 

A. The jurisdictional area of these Regulations shall include any territory situated 

within or outside of the District boundaries, which is presently or in the future 

located within the District water and/or sewer service areas and/or served with 

District water and/or sewer service.  The District currently serves the Towns of 

Plymouth and Holderness, Grafton County, New Hampshire. See District Map at 

Appendix G.  

3. Purpose and Policy  

A. These Regulations set forth uniform requirements for Users of the Publicly Owned 

Treatment Works (“POTW”) of the District and enable the District to comply with 

all applicable state and federal laws, including the Safe Drinking Water Act (42 

U.S.C § 300f et seq.), the Clean Water Act (33 U.S.C. § 1251 et seq.), the General 

Pretreatment Regulations (40 C.F.R. Part 403), Pretreatment of Industrial 

Wastewater (Env-Wq 305) and the Standards of Design and Construction for 

Sewerage and Wastewater Treatment Facilities (Env-Wq 700).   

B. The District establishes the following general objectives of these Regulations: 

C. To promote the health, safety, and general welfare of the Users of the District and 

its environs; and  

D. To provide the Users of the District and its environs with efficient and economical 

water and/or wastewater service. 

4. Formation of Contract 

A. Applicable portions of these Regulations are hereby made a part of the contract 

with every user provided with District water and/or sewer service.  
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5. Owner’s Duty to Use District Water & Sewer Service 

A. Subject to the provisions of RSA 362:4, IV and V, the owner of any house, 

building, or other property used for human occupancy, business, employment, or 

recreation, which property abuts on any street or public right-of-way in which 

there is (or may be located) a sewer main, within two hundred and fifty (250) feet 

from the owner's building, shall, at the owner's expense, make connection to the 

District’s main, and install suitable sewer service facilities therein.  Property 

owners who can demonstrate the ability to comply with RSA 485-A:29 and :30-b, 

which set standards for private septic systems and wells are not required to 

connect to the District’s water main. 

i. If the owner of any building located within the District and benefited, 

improved, served or accommodated by any public water and/or sewer, or to 

which any public water and/or sewer is available, after sixty (60) days’ 

notice from the District, shall fail to connect such building as required, the 

owner shall be in violation of these Regulations and the District shall have 

the full authority to make such connection and may collect from such owner 

the costs and expenses thereof by such legal proceeding as may be permitted 

by law.  

6. Access to User’s Premises 

A. Access at reasonable hours to a User’s premises by authorized District employees 

shall be assumed to have been granted to the District by the User during the time 

the User accepts District water and/or sewer service for the purpose of reading 

meters, testing, repairing, removing or exchanging any or all equipment belonging 

to the District, examining pipes and fixtures and the manner the water is used or 

the discharge made, or for the purpose of ensuring that a User is in compliance 

with the Regulations.  The User(s) must always, frankly and without concealment, 

answer all questions asked of them by District employees relative to the 

consumption of water or discharge of sewage or other pollutants.  Access shall 

also be granted to District employees to shut off the water supply in absence or 

malfunction of an outside shut-off valve.  If access is denied the District may 

install a shut-off valve at the User’s expense and shut the water off. 

7. Permit Required for Service Connection, Extension, or Use 

A. No persons shall unearth and/or make any connections with, or opening into, 

extend, use, alter, or disturb the water and/or sewer system of the District until all 

applicable Federal, State, and local permits have been obtained and applicable fees 

paid.  Failure to obtain the appropriate permits prior to connecting to the water 

and/or sewer system shall result in a penalty, pursuant to RSA 149: I-6.  In 

addition, a fine under 149: I-6 will be sought by the District for connecting to the 

water and/or sewer system when not specifically permitted by the District.   

8. Service Connection Permit Approval 

A. Service Connection Permit applications and supplements required under these 

regulations shall be filed at the District Office.  No application for connection will 

be reviewed by the District unless deemed complete as required herein.  The 

Superintendent or Administrator shall then have the authority to approve 

applications for water and/or sewer connection permits for all projects.    The 
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permits will be approved or denied within sixty (60) days of the date of a complete 

application. 

9. Service Connection Permit Denial 

A. The Board, Superintendent, or Administrator may deny a Service Connection 

Permit for any of the following reasons: 
i. The applicant's property is not within the District's boundaries; 

ii. The applicant's property is more than 250 feet from the nearest water or 

sewer main; 

iii. The water or sewer system has reached its allowable capacity as determined 

by the District from time to time;  

iv. The District determines that the applicant's connection to the water or sewer 

system may have an adverse impact to existing water consumers by reducing 

water pressure, or may impair or jeopardize fire protection for existing 

customers or sewer system Users due to capacity issues; 

v. The proposed connection fails to comply with Federal, State and/or local 

regulations; 

vi. The development approval is denied by the Town Planning Board; or 

vii. Federal, State, or District action or policy specifically prohibits connection to 

the public water and/or sewer system. 

10. Non-Transfer of Permits  

A. Connection Permits not used within a year may not be assigned, transferred, or in 

any other way conveyed to another owner or property. 

11. Miscellaneous Devices 

A. The District may require a User to install, as a condition of continued water and/or 

sewer service and at the User’s expense, an approved backflow prevention device, 

an approved pressure reducing device, an approved pumping device, or any other 

similar type device that the District deems necessary to protect the water or the 

sewer system, its service products, or its Users’ facilities.   

B. The customer shall be responsible for the testing, operation, and maintenance of 

all such devices.  The District may also require the customer to submit semi-

annual test results on such devices certifying that the devices have been checked 

by an authorized service representative and are in good working order. 

12. Conditions of Service 

A. Service shall be provided by the District only under and in accordance with the 

Regulations contained herein by modifications or additions thereto lawfully made, 

and under such applicable ordinances, resolutions, rate schedules, and contracts as 

may from time to time be lawfully established. 

13. Interruptions of Service 

A. The District reserves the right to temporarily interrupt water and/or sewer service 

to its Users for addressing emergency situations or making connections, 

extensions, repairs, replacements, and/or additions to the water and/or the sewer 

system. Whenever possible the District shall give reasonable notice to its Users in 

advance of undertaking such work. 

14. Liability of District 

A. The District shall only be responsible to a User for providing water and/or sewer 

service in accordance with the conditions set forth herein. 
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B. The District shall not be responsible for inconvenience, damage, or injury to 

persons or property resulting from the District’s termination, shutoff, or 

interruption of District water and/or sewer service to any property in accordance 

with these Regulations.   

C. The District shall not be responsible for providing District water service to a User 

at a pressure greater than or less than the pressure existing in the water main at the 

point of delivery of the customer in question.   

D. The District does not guarantee the User a full volume of water and sewer or the 

required pressure necessary to effectively operate sprinkler systems or other 

appliances, or equipment the same being subject to all the variable conditions that 

may take place in the use of water and sewer from the main.   

E. The District will not be responsible for damages caused by “discolored” water 

resulting from the opening or closing of any gate, the use of any hydrant, the 

breaking of any pipe, water main flushing, or any other cause due to operation of 

the water system. 

F. The District is responsible for water facilities up to the point of delivery.  All 

facilities from a building to the corporation stop (shut off) are the responsibility of 

the property Owner/User.   

G. The District is responsible for sewer facilities up to the point of connection with 

the main.  All sewer facilities from the building to and including the service “Y” 

or “T” at the main are the responsibility of the property Owner/User.   

H. The District assumes no liability for conditions which exist in User’s pipes and 

cause trouble coincident to or following the repairs of any Main Line, service line, 

meter, or other facilities belonging to the District. 

I. The Superintendent shall determine whether a line is a service line or a portion of 

the public water or sewer system if a discrepancy occurs. 

J. No User shall be entitled to damages, or to have payment refunded, for any 

interruption of supply occasioned either by accident to any portion of the works, 

or by the shutting off of water or sewer for any purpose, or by the stoppage or 

shortage of supply or collection due to causes beyond the control of the District, 

including without limitation thereof, drought, earthquake, fire, or flood. 

15. Unauthorized Acts 

A. Any person violating the following provisions shall be prosecuted for criminal 

mischief and/or disorderly conduct and subject to immediate arrest and/or fines 

under charge of disorderly conduct pursuant to the local laws and shall also be 

subject to penalties under state and federal statutes. RSA 634:2; RSA 644:2. 

B. No person shall make connections with the water and/or sewer system when the 

District has disconnected a User’s service line, or turn User’s water on or off, 

without first obtaining permission to do so from the Superintendent. 

C. Any person causing any damage to any property such as pump stations, storage 

tanks, and any other equipment or property of any nature shall be held liable and 

will be prosecuted to the full extent of the law.  

D. No person(s) shall maliciously, willfully, or negligently break, damage, destroy, 

uncover, deface, or tamper with any structure, appurtenance, or equipment that is 

part of the District’s water or sewer system. 
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E. Use of water and/or sewer is confined to the premises named on the service 

connection permit.   

F. No User shall extend the use of water and/or sewer to another or allow it to be 

used for any purpose not mentioned in the permit.   

G. No person shall obtain access to water and/or sewer service from any hydrant, 

foundation, manhole, or other fixture of the District without previous consent of 

the Superintendent. 

H. Removing a meter to repair internal plumbing is considered tampering with 

District property.   

I. No person shall take or use water and/or sewer contrary to these regulations of the 

District or take or use water and/or sewer illegally or in such a way as to evade the 

scheduled rates or meter charges.  Evidence of the existence of a bypass, the 

bypassing of water around meters, or the unauthorized piping or selling of water 

and/or sewer by the User to another premises, or any other use of unmetered water 

and/or sewer shall be deemed fraudulent use. 

J. All curb stops, valves, hydrants, meters, manholes, mains, services, etc., which are 

the property of the District, shall not be opened, closed, or tampered with in any 

way by any person other than an authorized employee of the District or person 

authorized by the District.  Plumbers and contractors are expressly prohibited 

from operating curb shut off valves without permission. 

K. In addition to any other available remedies, anyone violating these provisions, 

found tampering, or any property owner allowing the tampering for their benefit, 

with District Property shall be charged and shall pay costs incurred in rectifying 

the tampering and any other damages resulting there from; and subject to a fine 

pursuant to RSA 149:I-6. 

L. Failure to obtain the appropriate permit prior to connecting to the District water 

system constitutes illegal tampering with District property and shall result in a 

penalty assessment, the maximum of which $10,000.00, pursuant to RSA 149:I-6, 

and may be subject to any other penalties pursuant to these Regulations. 

16. Non-Compliance 

A. Any person who shall fail to comply with these Regulations after being given a 

written notice of the nature of the violation, and after being given a reasonable 

period of time to comply with the Regulations herein, shall be subject to shutoff or 

termination of District water and/or sewer service.  Provided, that in emergency 

situations, as determined at the sole discretion of the District, such service may be 

shutoff or terminated without notice.  District water and/or sewer service shall not 

be restored until the violation is corrected and full compliance is assured.  Further, 

once service has been shutoff or terminated for non-compliance with these 

Regulations, it shall not be restored until the User involved pays to the District any 

applicable charges for shutoff or termination and/or reestablishment of service.  In 

addition, persons failing to obey promulgated rules and regulations shall be 

subject to penalties. 

17. Administrative Actions 

A. When the Superintendent determines that a User has violated any provision of 

these Regulations, an Industrial Discharge Permit (IDP) or order issued hereunder, 

or any other standard or requirement, the Superintendent may serve upon that User 
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a written Notice of Violation, Consent Order (as described in Section H below), or 

a Cease and Desist Order (as described in Section G below). 

B. Within the time period specified in the Notice of Violation, Consent Order, or 

Cease and Desist Order, the User shall provide to the Superintendent a written 

explanation of the violation and a plan for the satisfactory correction and 

prevention of recurrence thereof, including specific required actions and 

timeframe for compliance. 

C. Submittal of this written explanation and plan in no way relieves the User of 

liability for any violations occurring before or after receipt of the Notice of 

Violation, Consent Order, or Cease and Desist Order.  Nothing in this Section 

shall limit the authority of the Superintendent to act, including emergency actions 

or any other enforcement action, without initially issuing a Notice of Violation, 

Consent Order, or Cease and Desist Order. 

D. Compliance Schedule Development 
i. If  B. and C. above cannot be satisfied, the Superintendent may also require 

any User that has violated or continues to violate any provision of these 

Regulations, an IDP or order issued hereunder, or any other pretreatment 

standard or requirement, to develop a compliance schedule subject to 

following conditions: 

a. The schedule shall contain progress increments in the form of dates for 

the commencement and completion of major events leading to the 

construction and operation of additional facilities required for the User 

to meet the applicable standards including, but not limited to, retaining 

an engineer, completing preliminary and final design plans, executing 

contracts for major components, commencing and completing 

construction, and beginning and conducting routine operation; 

b. No increment referred to above shall exceed six (6) months; 

c. The User shall submit a progress report to the Superintendent no later 

than five (5) days following each date in the schedule and the final date 

of compliance which identifies, as a minimum, whether or not it 

complied with the increment of progress, the reason for any delay, and, 

if appropriate, the action being taken by the User to return to the 

established schedule; and in no event shall more than thirty (30) days 

elapse between such progress reports to the Superintendent. 
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E. Best Management Practice Plan 

i. The District may require any User that has violated or continues to violate 

any provision of these Regulations, an IDP, order issued hereunder, or any 

other standard or requirement to develop a Best Management Practices 

Plan (also referenced as a pollution prevention plan for sewer Users), in 

accordance with Appendix B of these Regulations.  The Plan must 

specifically address violation(s) for which this action was undertaken.  The 

Plan shall be developed using sound engineering judgment and shall be 

submitted to the Superintendent no later than thirty (30) days after the User 

was notified of this requirement. 

F. Cease and Desist Orders  

i. When the Superintendent determines that a User has violated, continues to 

violate, or will imminently violate any provision of the Regulations, an IDP, 

an order issued hereunder, any other standards or requirements, the District 

may issue an order to the User directing it to cease and desist all such 

violations or imminent violations and directing the User to: 

a. Immediately comply with all requirements; and 
b. Implement such appropriate remedial or preventive action as may be 

needed to properly address a continuing or threatened violation, 

including halting operations and/or terminating the discharge. 

c. Issuance of a cease and desist order shall not be a bar against, or a 

prerequisite for, taking any other action against the User including 

terminating water and/or sewer service. 

G. Consent Orders  

i. The Superintendent may enter Consent Orders, assurances of voluntary 

compliance, or other similar documents, that establish that the User accepts 

responsibility for noncompliance. Such orders shall include specific action to 

be taken by the User to correct the noncompliance within a time period also 

specified by the order.  Orders may also contain such other requirements as 

might be reasonably necessary and appropriate to address the 

noncompliance, including the installation of pretreatment systems, backflow 

devices, additional self-monitoring, and management practices.  Such orders 

shall have the same force and effect as administrative orders issued pursuant 

to these Regulations and shall be enforceable by law. 
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H. Emergency Suspensions  

i. The Superintendent may immediately suspend a User’s service, subsequent 

to notice as is reasonable under the circumstances to the User, whenever such 

suspension is necessary to terminate an actual or threatened service that 

reasonably appears to present or cause an imminent or substantial 

endangerment to the health or welfare of POTW personnel or the public.  

The Superintendent may also immediately suspend a User’s service, after 

notice and opportunity to respond, that threatens to interfere with the 

operation of the POTW, or that presents, or may present, an endangerment to 

the environment. 

ii. Any User notified of a suspension of its service shall immediately terminate 

or eliminate its water usage and sewer discharge.  In the event of a User’s 

failure to immediately comply with the suspension order, the Superintendent 

may: 

a.  Implement such steps as deemed necessary, including immediate 

disconnection of the water and/or sewer connection, to prevent or 

minimize damage to the POTW, its receiving stream, or endangerment to 

any individuals.  

b. Allow the User to recommence its service when the User has 

demonstrated to the satisfaction of the Superintendent that the period of 

endangerment has passed, unless the termination proceedings in these 

Regulations are initiated against the User. 

 

iii. A User that is responsible, in whole or in part, for any services presenting 

imminent endangerment shall submit a detailed written statement describing 

the causes of the harmful contribution and the measures implemented to 

prevent any future occurrence to the Superintendent.  This is to be submitted 

prior to the date of any appeal of an order or termination hearing under these 

Regulations. 

18. Judicial Enforcement Remedies 

A. Injunctive Relief 

i. When the District determines that a User has violated, or continues to violate, 

any provision of these Regulations, or an IDP, or order issued hereunder, or 

any other standards or requirements as hereinafter amended, the District may 

petition the Grafton County Superior Court through the District’s Attorney 

for the issuance of a temporary or permanent injunction, as appropriate, that 

restrains or compels the specific performance of the IDP, order, or other 

requirement imposed by these Regulations on activities of the User.  The 

District may also seek such other action as is appropriate for legal and/or 

equitable relief, including a requirement for the User to conduct 

environmental remediation.  A petition for injunctive relief shall not be a bar 

against or a prerequisite for implementing any other action against the User. 
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B. Civil Penalties and Fines 

i. The District may pursue any other or any combination of remedies for 

enforcement of these Regulations available to it under applicable law.  Each 

day in which any such violation shall continue shall be deemed a separate 

offense. 

ii. Any person or User who has violated or continues to violate any provision of 

these Regulations, an IDP, or order issued hereunder, or any other standards 

or requirements as hereinafter amended shall be liable to the District for a 

maximum civil penalty of $10,000 per violation, as authorized by RSA 149-

I:6, per day plus actual damages incurred by the POTW.  In the case of a 

monthly or other long-term average discharge limit, penalties shall accrue for 

each day during the period of the violation. 

iii. The Board of Commissioners may recover legal fees, court costs, and other 

expenses associated with enforcement activities, including sampling and 

monitoring expenses and the cost of any actual damages incurred by the 

District.  The Board of Commissioners may petition the Court to impose, 

assess, and recover such sums. 

iv. In determining the amount of civil liability, the Court may consider all 

relevant circumstances including, but not limited to, the extent of harm 

caused by the violation, the magnitude and duration of the violation, any 

economic benefit gained through the User’s violation, corrective actions by 

the User, the compliance history of the User, and any other factor as justice 

requires. 

v. Filing a suit for civil penalties shall not be a bar against, or a prerequisite for, 

implementing any other action against a User. 

vi. The District shall give notice of the alleged violation to the NHDES within 

10 days of the commencement of any action under this section. RSA 149-I:6. 

C. Criminal Prosecution 

i. Any person who willfully or negligently violates any provision of these 

Regulations, an IDP, or order issued hereunder, or any other standards or 

requirements as hereinafter amended shall be subject to criminal prosecution.  

The District shall cooperate with all law enforcement officials having 

jurisdiction over such criminal conduct if a prosecution is undertaken.  Every 

separate provision violated shall constitute a separate violation.  Persons 

convicted shall be subject to criminal penalties and prison time according to 

applicable statutes. Every day that a violation occurs shall be deemed a 

separate violation.  Additionally, any violation may be referred to the State 

for criminal prosecution under its power.  RSA 485-A:22; RSA 485-A:5; 

RSA 47:17,I.  
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D. Nonexclusive Remedies 

i. The remedies provided for in these Regulations are not exclusive.  The 

District may take any, all, or any combination of these actions against a non-

compliant User.   Enforcement of violations will generally be in order of 

potential impact as determined by the Superintendent. The District may 

pursue other action against any User without limitation, including ex parte 

temporary judicial relief to prevent a violation of these Regulations.  Further, 

the District is empowered to pursue more than one enforcement action 

against any non-compliant User. 

19. Right of Appeal 

A. Any party aggrieved by any decision, regulation, or provision under these 

Regulations, as amended from time to time, shall have the right of appeal within 

thirty (30) calendar days of said decision to the Board of Commissioners, who 

shall issue a decision within thirty (30) calendar days.  If said appeal is denied by 

the Board of Commissioners, then the aggrieved party shall have the right to 

appeal to the Grafton County Superior Court for equitable relief, provided that 

said appeal is entered within thirty (30) calendar days from the date of the 

decision of the Board of Commissioners. 

B. If a party fails to appeal to the Board of Commissioners or to the Grafton County 

Superior Court as described in the preceding paragraph, the decision, regulation, 

or provision under these Regulations shall be final and no further appeals may be 

filed. 

20. Interpretation Requirements 

A. The provisions of these Regulations with respect to the meaning of technical terms 

and phrases, the classification of different types of water and/or sewers, the 

regulations with respect to installing or constructing connections to water and/or 

sewer, and other technical matters shall be interpreted and administered by the 

Superintendent.  

21. Severability 

A. If any part of these Regulations is found to be unenforceable by a court of law, 

such findings shall not affect the remaining parts, which shall remain in full force 

and effect.  
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II. Initiation and Termination of Service Connections &       

Main Line Extensions 
1. Service Connection Applications Required 

A. A person requesting to establish a Service Connection for District water and/or 

sewer service with the District shall make written application for such service 

with the District.  Applications are available at the District Office.  There shall be 

two (2) classes of Service Connection permits:  

i. Residential (Producing only sanitary sewage and domestic wastewater) and; 

ii. Commercial and Industrial 

B. For a Residential Service Connection, the District application shall be made at 

least thirty (30) days prior to said service connection.  For an establishment 

discharging commercial or industrial wastewater the application shall be made at 

least ninety (90) days prior to said service connection to include review by 

NHDES, as deemed necessary. 

C. After approval by the District, the application to establish a Service Connection 

for water and/or sewer service shall constitute the agreement between the District 

and the User that the rules and regulations provided herein shall serve as the 

contract between said parties.  Existing Users hereby agree to accept the rules and 

regulations provided herein as their contract with the District upon passage of said 

rules and regulations by the Board of Commissioners.  A copy of these 

Regulations shall be made available upon request from the District. 

2. Service Connection Application Provisions 

A. An application to establish a Service Connection for District water and/or sewer 

service shall include:  

i. A statement that the applicant agrees to pay the District all applicable 

charges for such service when it is provided;  

ii. A statement that the applicant agrees to abide by all District regulations 

governing such service, including but not limited to these Regulations.  An 

application shall be deemed incomplete if the appropriate application fees 

(Appendices A & B hereto) have not been paid to the District at the time of 

filing.  In addition to regular application fees, the District may charge an 

applicant engineering, legal, or other fees as necessary for the District to 

review the application.  The Applicant shall pay a deposit on such additional 

fees based on the District’s estimate.  Any difference in estimated 

engineering, legal, or other fees will be collected or reimbursed, as 

appropriate, upon completion of review. 

iii. The application shall be supplemented by any plans, specifications, or other 

information considered pertinent. 

3. Service Connection Applicants 

A. A person requesting to establish a Service Connection for District water and/or 

sewer service must be the owner of the property to be served or a certified agent 

of the owner.  The service application shall include the name and mailing address 

of the owner of the property involved.  It shall be the responsibility of the property 

owner to maintain on file with the District the owner’s current mailing address.  
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The owner of the property shall be held ultimately responsible for payment of 

water and sewer service regardless of amount used by tenants of rental properties.   

4. Information to Be Provided by Applicant 

A. A person requesting to establish a Service Connection for District water and/or 

sewer service shall, upon request by the District furnish any information necessary 

to verify identity of applicant and service address, including ownership, tenancy, 

or relationship of applicant.  The Service Connection Application shall be 

supplemented by any plans, specifications, or other information (including 

pollution prevention studies) considered pertinent in the judgment of the District.  

B. Accounts will only be established in the name of the owner of the real property.  

Tenants may request that their names also be placed on the account and a copy of 

the quarterly bill be mailed directly to them.  In the event this information, or any 

other information required to be submitted under these rules and regulations is not 

furnished, service to the applicant or service address involved shall be denied, 

shutoff or terminated until such information is provided.  In addition, prior to 

restoring any service, the applicant must first pay to the District any applicable 

charges for shutoff or termination and reestablishment of service. 

5. Service Connection Application Pre-Requisites 

A. The District shall accept an application to establish a Service Connection for 

District water and/or sewer service only for property that:  

i. Is located within the District’s water and/or sewer service territory; 

ii. Obtains Plymouth Planning Board Approval; 

iii. Has a sewer Main Line in a street or right-of-way abutting on the premises 

within 250 feet of the building on the property to be served (an exception to 

this is if a Mainline Extension is being sought); 

iv. Has building and yard plumbing meeting the requirements of the latest 

edition of the International Plumbing Code; and 

v. Has paid to the District all applicable connection fees, as applicable. (See 

Appendices A and B) 

B. Acceptance of a Service Connection Application shall in no way obligate the 

District to extend its mains to service the premises except as herewith provided. 

C. Applicants are reminded to call the District Office and Dig Safe prior to 

excavation so existing utilities can be located and marked. 

D. Applicants shall comply with all other local, State, or Federal laws and permits. 

6. Service Connection Permit is Required 

A. When unauthorized persons uncover, make any connection with or opening into, 

use, alter, repair, extend, or otherwise disturb any water or sewer service line, 

private fire protection line, any connection of a water service line, private fire 

protection line, or combination thereof with the water or the sewer system, or any 

appurtenances thereto.  
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B. When working within an easement of the District, a User must provide a plan of 

the proposed work for the District’s review.  Any person who wishes to build or 

rebuild any walk or driveway or do any other work that may in any way affect any 

property of the District, such as, but not limited to the amount of cover over any 

existing water main or service line, must first obtain the District’s permission to 

do so. Constructing any type of structure over a main or service line within the 

District’s right-of-way or easement is strictly prohibited.  

C. District contractors will not be subject to the permit requirements set forth in this 

section when stubbing-out service lines, private fire protection lines, or 

combinations thereof in conjunction with District construction projects which 

have been previously approved in writing for construction by the District. 

7. Any person proposing to construct or modify any of the following or any combination 

of the following shall submit an application for a sewer connection permit to the DES: 

A. Any extension of a collector or interceptor, whether public or private, regardless 

of flow; 

B. Any wastewater connection or other discharge in excess of 5,000 gallons per day 

(gpd); 

C. Any wastewater connection or other discharge to a WWTP operating in excess of 

80 percent design flow capacity or design loading capacity based on actual 

average flow or loadings for 3 consecutive months; 

D. Any   industrial   wastewater   connection   or   change in   existing   discharge   of   

industrial wastewater, regardless of quality or quantity; 

E. Any sewage pumping station greater than 50 gpm or serving more than one 

building; or 

F. Any proposed sewer that serves more than one building or that requires a manhole 

at the connection. 

8. Main Line Extensions 

A. Where an application for a Service Connection requires the extension of a 

main(s), or other facilities from the existing water and/or sewer system, the 

Applicant will apply for a Main Line Extension and will enter into a Main Line 

Extension agreement with the District. 

B. Owners of new developments which require Main Line Extensions shall be 

responsible for all costs incidental to said extension required to serve said 

development including, but not limited to: necessary improvements to the 

downstream collection system and the POTW, legal fees, engineering, 

construction, inspection, and administrative costs.   

C. No additional Users for water and/or sewer service will be served from an existing 

extension built under the provisions of these regulations, except by signing a Main 

Line Extension Agreement and becoming a party thereto.  The agreement shall 

provide for equitable and proportional distribution of the original cost to the 

original developer.   

D. When water and/or sewer service is extended to an area not currently served, the 

developer shall extend the sewers to the farthest property corner away from the 

existing sewer on the road of a lot fronting on a Town right-of-way where there is 

either existing developed or potentially developable lot or lots.  After completion 

of such projects, the Owner/developer shall prepare and submit a set of as-built 
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plans showing the location, size, and depth of all water and/or wastewater 

facilities.  The Commissioners may make such changes and extensions as they 

deem necessary for the best interests of the public, for fire protection, and for 

improving the water and/or sewer System.  Location of Main Line Extensions 

(accessibility), to the maximum extent possible, will be located along existing and 

proposed roadways. Cross-county locations are to be avoided. Layout and 

locations are subject to the approval of the District.  All mains and apparatus must 

be physically accessible to the District maintenance vehicles.  All mains and 

appurtenances are to be in the Rights-of-Way or easement providing legal access 

to the District.  Legal documents providing such must be submitted and approved 

by the District. 

E. Persons who contract to make connections to the water and/or the sewer system, 

or to install main lines, private fire protection lines, appurtenances, or 

combinations thereof, or to make repairs, alterations, or extensions to such 

facilities, shall file with the District a bond in such amount as deemed appropriate 

by the District.  Said bond shall be in a form approved by the District legal 

counsel and shall indemnify and hold the District harmless from any loss or 

damage that may directly or indirectly be occasioned by the installation, repair, 

alteration, or extension of such main lines, appurtenances, private fire protection 

lines, or the connection of same with public water and sewer.  The contractor will 

restore the streets, sidewalks, and pavements over pipe they may lay, and fill all 

excavations made by them to leave such streets, sidewalks, and pavements in as 

good condition as they found them.   

F. In addition, said persons shall file with the District a certificate of public liability 

insurance in an amount acceptable to the District.  Said certificate shall be in a 

form approved by the District legal counsel and shall be conditioned to hold the 

District harmless from any damage or injury whatsoever to any person or property 

of any description, however owned, by reasons of any work performed in making 

connections with public water mains and sanitary sewers, installing main lines, 

appurtenances, or private fire protection lines, or making repairs, alterations, or 

extensions to such facilities.  Said persons may furnish a yearly bond and 

insurance certificate conditioned as herein above set forth. 

G. Owners/Users and any Owners’ contractors who contract to make connections to 

the water and/or the sewer system, or install main lines, private fire protection 

lines, appurtenances, or combinations thereof, or to make repairs, alterations, or 

extensions to such facilities, shall guarantee all materials and equipment furnished 

and work performed for a period of one (1) year from the date of completion of 

said work.  Said persons warrant and guarantee for a period of one (1) year from 

the date of completion of the work that said completed work is free from all 

defects due to faulty materials or workmanship and such persons shall promptly 

make such corrections as may be necessary because of such defects, including the 

repairs of any damages to the public water and/or sewer resulting from such 

defects.  The District shall give notice of observed defects with reasonable 

promptness.   

H. In the event the persons performing such work should fail to make such repairs, 

adjustments or other work that may be made necessary by such defects, the 
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District may arrange the performance of such work by others and charge such 

persons the cost thereby incurred.  This express warranty and guarantee shall not 

be construed to deny the District or any other affected person the right to make 

claim on any applicable warranty implied by law. 

I. The proposed location, size, and distance of any proposed Main Line Extension’s 

shall be approved by the District and must: 

i. Conform to the District hydraulic system requirements; 

ii. Satisfy these Regulations, and; 

iii. Be sufficiently sized and located to meet the District’s requirements, hydrant 

requirements, and any specific requests by the Plymouth Fire Chief. 

D. The District will extend mains only in highways, streets, roads, or public Right-

Of-Ways within the District boundaries and are dedicated for public use.  All 

Main Line Extensions will be constructed in accordance with the specifications of 

the District and under the direct oversight of the Superintendent.  All mains, 

appurtenances, and other facilities comprising the main extension on private 

property shall be owned by the User.  All mains, appurtenances, and other 

facilities comprising the main extension within a public right of way shall be 

owned and maintained by the District once accepted.  Main Line extensions 

crossing a NHDOT limited or controlled access highways are required to first 

apply for an NHDOT “Use and Occupancy Permit” and are subject to a Main 

Line Extension Agreement which will require maintenance of the line by the 

applicant into perpetuity.  Ownership of any Main Lines under such NHDOT 

highways shall not be a burden on the District.  A service line from the limits of 

the public highway rights-of-way shall be installed, owned, and maintained by the 

Applicant and User including condominium developments.     

9. Transfer of Service Account 

A. A User requesting to have User’s District water and/or sewer service account 

transferred to a new address may do so by telephone provided that the User has an 

established account for District water and/or sewer service.  If the applicant does 

not have an established account with the District, then the provisions of a new 

Service Connection Application submission shall apply.  Whenever a sale or 

transfer of property for which application for service has been granted, the 

Owner/Agent shall promptly notify the District business office of the name and 

address of the new owners who must immediately file a Change of Ownership 

form to continue for further service.  New Users have no right to the use of water 

at the premises until such notice has been given and all outstanding bills, if any, of 

the prior owners are paid in full.  Failure to comply with this rule may result in 

termination of service. 

10. Shutoff or Termination of Service by User 

A. Once District water and/or sewer service is initiated, a User shall be responsible 

for payment to the District for any water and/or sewer service that is provided, 

including any minimum charges due, until the User requests the shutoff or 

termination of said service.   

B. A User shall, under normal circumstances, contact the District at least 48 hours in 

advance of the need to terminate the User’s District water and/or sewer service, 

Saturdays, Sundays, and holidays, excluded. 
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11. Shutoff or Termination of Service by District 

A. The District may, in accordance with RSA 38:31, discontinue, shutoff, or 

terminate water and/or sewer service to any User as provided below or as may be 

provided elsewhere herein these rules and regulations: 

i. Without Notice: 

a. In the event of any condition determined to be hazardous to property 

and/or persons. 

b. In the event a User operates equipment in such a manner that adversely 

affects the water and/or sewer system or that adversely affects District 

water and/or sewer service to other Users. 

c. In the event of any unauthorized use or diversion of District water 

and/or sewer service or when any evidence of tampering with or 

bypassing of the District water meter is found. 

d. Upon written receipt of orders from government authority to shutoff or 

terminate District water and/or sewer service. 

ii. Upon Not Less Than 24 Hours Notice: 

a. For violation and/or non-compliance with any applicable Federal, State, 

or local laws, and regulations contained herein. 

b. For failure of a User to permit representatives of the District reasonable 

access to the User’s premise for the purposes set forth in Section I (6) 

above under “Access to User’s Premises”. 

c. For failure of a User to fulfill contractual obligations for service, 

including, but not limited to, nonpayment of current water/wastewater 

bill.  All unpaid charges for water shall be subject to a lien on the 

property in accordance with the terms of RSA 38:22.  (See V.2, below) 

iii. Upon 10 Days Written Notice: 

a. For failure of a User to keep the water service line, meter box/vault, 

fixtures, and/or any other appurtenances in good repair and in a safe 

and operable condition. 

b. For failure of a User to keep the building sewer and appurtenances in 

good repair and in a safe and operable condition. 

B. Whenever service is terminated under this section, or any other section contained 

in these Regulations, (Sections I.16, II.8.A.ii, III.4 and 4A and XII.21.c) the 

provisions regarding “Non-Compliance” shall apply.  Services, once terminated, 

may not be reconnected until the cause of the complaint resulting in the 

termination of service has been removed and until the reconnection charge has 

been paid.   

C. Upon delinquency, a shut off notice will be issued to be executed ten (10) days 

after bill due date issue.   

D. Further, for the purposes set forth under this section, or any other section 

contained in these Regulations, written notice shall he deemed to have been given 

by the District when such notice is mailed first class to the name and address of 

the owner of the property in question currently on file with the District as required 

under the provisions of “Service Connection Applicants”. 
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E. The District shall not disconnect service to a User if any part of the service 

provided accrues to the benefit of one or more parties known by the District to be 

residential tenants, unless the District gives written notice to the tenants.  Such 

notice shall set forth: 

i. The date on or after which the District proposes to disconnect service. 

ii. A statement that the reason for disconnection is a dispute between the 

District and the landlord. 

iii. A statement that the tenant should contact the landlord for more information. 

iv. An address and telephone at which the tenant may contact the District to 

plan to maintain service. 

F. The District shall refrain from terminating service to the affected premises if so 

requested by the tenant, provided that the tenant agrees to be responsible for 

service provided as of the date of the tenant’s request.  However, the District may 

continue to list the landlord’s past due balance on the tenant’s bill, and the lien 

created pursuant to NH RSA 38:22 shall include any past due charges which 

accrue after the District begins billing the tenant.  The District shall provide direct 

service to the person requesting it on terms and conditions applicable to all 

residential Users. 

G. Immediately upon learning that a tenant has been disconnected without the notice 

required pursuant to this sub paragraph, the District shall reconnect service and 

may charge a reasonable reconnection fee which may be added to the existing 

arrearage.  The notice required by this sub paragraph shall be provided to the 

tenant no less than 7 days in advance of the proposed disconnection, by posting a 

conspicuously lettered notice on the main entrance door to each building in which 

service is being terminated.  In addition, the District shall post the notice on a 

back door or side door to which the District has reasonable access, or in a 

common area of each building. The District, at its option, may notify the tenants 

in the affected property by mail rather than by posting. The notice to tenants 

required by this sub paragraph shall not be required when necessary to avoid 

danger to life or property, and upon the order of a duly constituted public 

authority such as police, firefighters, public health officer, and building 

inspectors. 

With respect to the termination of services to Users with infants, Users claiming serious illness 

and elderly Users the District will follow the provisions of NH Admin. Code Puc 1203.11 (d), 

(e), (f) & (h) but, as a municipal entity, it is not bound to observe all the procedural requirements 

therein. 
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III. Turn On and Turn Off Service 
1. General 

A. The District shall not turn the water on at the curb valve to any property until the 

User has established a District water/sewer account as required to establish a 

service connection and, in addition, has paid to the District a turn-on fee, if 

applicable. 

2. Operation of Curb Valves 

A. Only authorized representatives of the District shall turn water on or off at a User’s 

curb valve.  The District will not turn the water on at a User’s curb valve unless the 

User or an authorized agent thereof is at the User’s premise at that time to check 

for open faucets and/or leaking fixtures and plumbing. 

3. Inspection of Meter and Appurtenances Required 

A. At the time the water is turned on, a District representative shall inspect the 

District water meter in question for evidence of tampering/bypassing.  

Commercial (or Industrial) properties shall be required to install an approved 

backflow prevention device at the property owner (s) expense. 

4. Turn-Off for Non-Payment and/or Non-Compliance 

A. The District normally shall not turn the water off on the day preceding Saturday, 

Sunday or a legal holiday for non-payment of charges for District water and/or 

sewer service or for non-compliance with these Regulations.  However, the 

District may do so in those cases set forth under “Termination of Service by 

District”. 

5. Turn-On and Turn-Off Liability Disclaimer 

A. The District shall not be liable for any damage to persons or property that may 

result from the turning on or turning off of the water to a User’s premise as 

provided for in these Regulations or from the water being left on when the 

premise may be unoccupied. 

6. Landlord Responsibility 

A. The property owner of a rental property shall be primarily responsible for the 

payment in full of all water and sewer bills generated by the property so billed for 

said water and sewer use.  Failure of the real property owner to pay the bill as and 

when rendered will subject the property to termination of service.  Please refer to 

the provisions of Section II(8)(E) through (H). 
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IV. Temporary and Construction Service 
1. Temporary Water and/or Sewer Service 

A. District water and/or sewer service provided for a shorter period than 6 months 

shall be considered temporary, and in such cases, the User shall be required to 

reimburse the District for the cost of installing and removing the District water 

meter involved.  Further, the User is responsible for the expense to install in 

accordance with District standards, any needed water service lines/building sewers 

required to connect such temporary service as well as remove such facilities, if 

required, when service is terminated. 

2. Construction Water Permit Required 

A. It is prohibited for any contractor or other person engaged in construction work to 

utilize District water and/or sewer service without first obtaining a written permit 

from the District and paying to the District the appropriate fees and charges for 

such service. 

3. Service for Building Construction 

A. An owner or authorized owner’s agent shall apply for and have received a permit 

for use of any District water and/or sewer service in connection with the 

construction of a building, and all such service shall be deemed temporary and 

subject to the provisions of “Temporary Water And/or Sewer Service”.  All water 

passing through the District water meter shall be billed to the applicant for such a 

permit at least monthly, and the charges for such service shall be calculated using 

the current minimum and metered water service schedules of the District.  Such 

bills shall be due and payable when rendered.  Failure of the applicant to pay the 

bill within 30 days after mailing shall be deemed sufficient cause to immediately 

remove the District water meter.  Once removed, the District water meter shall not 

be reset for an applicant until all outstanding bills for construction water are paid 

and the applicant has reimbursed the District for its expenses in removing and 

installing the meter.  In addition, regular District water and/or sewer service to any 

new building shall not be initiated until all charges for temporary service, including 

any minimum service charges due, have been paid in full to the District. The entire 

cost of installation from the nearest available main, and maintenance of the service 

including any trench backfill or patch, shall be at the User’s expense.  Any expense 

of the District for said Users requiring temporary water service shall be reimbursed 

to the District for all its expenses in connection with providing the necessary 

temporary service connections.    

B. No fire hydrant shall be used for temporary service connection unless authorized 

by the Superintendent and notification is provided to the Plymouth Fire Chief.  

4. Temporary Fire Suppression Service 

A. Water provided or made available to a User for temporary fire suppression through 

a sprinkler system shall be billed to such a customer at least quarterly.  Such bills 

shall be due and payable to the District when rendered.  Failure to pay the bill 

within thirty (30) days after mailing shall be deemed sufficient cause to 

immediately disconnect the sprinkler interconnection. 
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V. Billing 
1. Billing Period 

A. The operation and maintenance charges for District water and sewer services 

together shall be billed at least quarterly.  To meet unusual conditions, such as 

terminations, the District may render bills for service at other than the 

aforementioned intervals.  Nothing in this paragraph modifies or limits the 

authority of the Board of Commissioners to charge, assess, or otherwise cause the 

levy of such rates and fees as the Board may deem appropriate. 

2. Bills Due 

A. All bills must be paid at the District Office, on the PVWSD website at pvwsd.com 

or mailed to the District Office promptly when due.  Bills are due upon receipt but 

shall become delinquent thirty (30) days from the date the billing is mailed.  Users 

shall be notified of any delinquency by the District at the time of delinquency and 

shall be notified that the District will shut off or terminate the service.  Non-receipt 

of the quarterly bill does not relieve the Owner/User of the obligation of timely 

payment.  Upon failure to pay the delinquent account in full within such 

notification period, the District shall post a 24-hour shut off notice on the door of 

the service address prior to shut off and the service will be shut off.  (See Section 

II.8 above).  Before water service shall be turned back on, it shall be obligatory 

upon said User to pay the entire delinquent bill, the cost of shutting off and turning 

service back on.  All delinquent amounts plus additional charges, including but not 

limited to interest must be paid in full before services will be turned back on.  If 

any such delinquent User desires to have service turned on outside of regular 

working hours weekends or holidays, the User must pay the labor rate for outside 

regular working hours in advance.  As provided in RSA 38:22, the non-payment of 

bills can lead to the District placing a lien on the said property owned by the User. 

3. Information on Bills 

A. As a minimum, a bill for District water and/or sewer service shall show the User’s 

name and mailing address as entered on the Service Connection Application, the 

billing date, the billing period, the User’s account number, the service address, the 

previous and present meter readings, the actual or estimated water usage in gallons, 

the current and past due charges, the previous balance, and the total amount due.  

All bills will be sent to the address entered on the Service Connection Application 

unless the District is notified of a change in billing address in writing or in person 

at the District office. Failure to receive bills will not be considered an excuse for 

non-payment.  

4. Refusal of Service 

A. The District may refuse service to any delinquent User or to other members of the 

delinquent User’s household or business when the request by such person for 

service may be an attempt to evade payment of unpaid District water and sewer 

charges.   
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5. Bill Disputes 

A. All questions regarding User’s bills will first be referred to the District Office 

Manager.  To help determine the reason for a disputed bill amount, the User may 

request: 

i. A new actual meter reading to confirm usage billed. 

ii. A meter test by the District at the User’s expense, unless the meter proves to be 

malfunctioning, in which case the testing fee will be refunded, and prior 

charges will be adjusted. 

iii. If the User still disputes the amount of the bill, he/she may request an 

abatement. Abatements must be applied for in writing to the Board of 

Commissioners, and are submitted to the District Office Manager, for review 

and recommendation by the Administrator and/or Superintendent, and the final 

decision by the Board of Commissioners. 

iv. The User may apply for abatement consideration for the property, pursuant to 

149-I:18. 

v. Resolution of dispute between a User and tenant is the sole responsibility of the 

User.   

6. Multiple Owners 

A. Where District water and/or sewer service is provided through a single meter to 

property having multiple owners, the District will not apportion the charges for the 

use of water and sewer service among the various owners.  The bill for such 

service shall be charged against the person in whose name the account stands.  

However, if the User in whose name the account stands fails, refuses, or is unable 

to pay such bill, the remaining owners shall be responsible for the unpaid District 

water/sewer charges.  Such unpaid bills may be cause for discontinuing service to 

the property involved until the total amount due is paid plus payment of any 

applicable charges for shutoff or termination and/or reestablishment of service.  In 

instances where more than one service connection is served by a single curb stop, 

the District may install, or hire a contractor to install,  separate curb stops to any or 

all the services in the event the account becomes delinquent.  All charges 

associated with the installation of the curb stop as well as any reconnection charges 

must be paid by the property owner before reestablishment of service. 

7. Payment Transfers 

A. Where a User is liable to the District for District water and/or sewer service at one 

address and is thereafter located at some other address, any amounts due to service 

furnished at any previous location may be transferred to the User’s account at the 

User’s current location.  Water service may be shutoff or terminated at the User’s 

current location until all outstanding accounts are paid in full plus payment of any 

applicable charges for shutoff or termination and/or reestablishment of service. 

8. Bill Payment Stub 

A. To ensure proper crediting, submit stub with payment. 

9. Estimates 

A. In instances where the District determines that a meter is not reading accurately, 

the District may use estimated water usage and/or sewer contributions in 

determining a User’s water/sewer bill. 
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10. Adjustments of Sewer Bills 

A. The sewer rates, charges, and fees may be adjusted, as applied to a premise by the 

procedure set forth below, where it appears that: 

i. The character of the sewer from any manufacturing, industrial, or other plant, 

building, or premises is such that the sewer rates provided are unfair, 

inequitable, unreasonable, or inadequate to pay the cost of sewer service to 

such premises; 

ii. The entire amount of water delivered through the metered line, such as a line 

with a deduct meter for outdoor use, to any premises is used for such a purpose 

and in such a manner as to establish beyond reasonable doubt that such water 

does enter the sewer collection system; 

iii. The entire amount of water delivered through a deduct meter on any premises is 

used for such a purpose and in such a manner as to establish beyond reasonable 

doubt that water so delivered does not enter the sewer collection system.  

Deduct meters shall be furnished at the User’s expense and shall be of a type, 

size, and make and set at such place as shall be designated by the 

Superintendent. 

B. Any person who considers the sewer rates, charges, and fees applicable to their 

premises unfair, inequitable, or unreasonable may present their complaints to the 

Board of Commissioners, stating the facts and grounds of complaint.  The Board of 

Commissioners shall advise the District Administrator and/or Superintendent of 

any need for investigation and a report of the investigation shall be made to the 

District.  The Board of Commissioners shall consider all of such complaints and 

reports and coordinate its recommendations with the District Administrator and/or 

Superintendent.  Where the entire amount of water or any metered portion thereof 

delivered to any premises does not enter the sewer collection system, this fact shall 

be part of the report.  When the Board of Commissioners finds that the sewer rates, 

charges, and fees applicable to any premises are unfair, inequitable, unreasonable, 

or inadequate, the Board shall have the right to order a public hearing as to any 

such matter, and if convinced that an adjustment of the sewer rates, charges, and 

fees for such premises is necessary to provide equality with those charged to 

others, it shall so provide, either by amendatory ordinance, or by resolutions, 

special sewer rates and charges for individual premises during the period of 

continuance of special circumstances which make the standard rates and charges 

unfair, inequitable, unreasonable, or inadequate. 
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VI. Rates, Charges, and Fees 
1. General 

A. All rates, charges, and fees for District water and/or wastewater service shall be 

adopted by the Board of Commissioners by resolution as such may be lawfully 

changed from time to time.  Further, no person shall be permitted to use or enjoy 

the benefit of the water and/or sewer system unless the full and established rate for 

service is paid. 

2. Quarterly Metered Water Charges 

A. Any quarterly metered water charges adopted by the Board of Commissioners, or 

as much may be lawfully changed from time to time, shall apply to all Users that 

have either direct or indirect water service connections with the water system.  The 

quarterly metered water charge shall be based upon those standards set forth in 

Appendix A hereof.  Quarterly metered water charges are due and payable as set 

forth in Section V(2) above, “Bills Due”.  Water hauled from fire hydrants will be 

metered and the charge will be based upon the 1000-gallon volume charge for 

District services stated in Appendix A.  Charges will be determined based on 

quarterly meter readings typically spanning a period of 91 days of water use. 

3. Quarterly Volume Sewer Charges 

A. Any quarterly volume sewer charges adopted by the Board of Commissioners, or 

as such may be lawfully changed from time to time, shall apply to all Users that 

have building sewers connected to the sewer collection system.  The quarterly 

volume sewer charges for all District accounts shall be billed based upon the 

volume of water used quarterly, which shall be determined by taking the total 

number of gallons of water registered quarterly on the District water meter, or such 

other approved water/sewer meter that serves the account in question.  In the event 

a User has a deduct meter for outdoor water use, the quarterly volume sewer 

charges shall be calculated by taking the total number of gallons registered 

quarterly on the District water meter and subtract the total number of gallons 

registered quarterly on the User’s deduct meter.  The difference in gallons shall be 

considered the User’s discharge to the sewer collection system.   

B. If a large User (> 5,000 gpd) can demonstrate to the Superintendent that a 

substantial quantity (greater than 50%) of metered water is not discharged into the 

sewer collection system, the User may submit a request to have a sewer meter 

installed as a basis of establishing sewer discharge.  Sewer meter(s) when approved 

by the District shall be installed, maintained, inspected, and tested by a qualified 

third party at the User's expense.  An alternate method may be considered when the 

entire flow of a branch of the water service lines within a facility does not enter the 

sewer system. In this case a separate meter may be installed, maintained, inspected, 

and tested annually by a qualified third party at the User’s expense on the water 

service line that the entire respective flow does not enter the sewer system.  A 

deduction of flow which is metered shall be applied to the User’s consumption 

total.  An additional meter reading and account administration charge shall apply 

for each additional meter.   
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C. Any User that discharges pollutants (as defined in these Regulations), which cause 

an increase in the cost of managing the effluent or the sludge from the District's 

POTW, or any User that discharges any substance, which singly or by interaction 

with other substances causes identifiable increases in the cost of operation, 

maintenance, or replacement of the POTW, shall be required to cease or control the 

discharge or required to pay for such increased costs.  The charge to each such 

User shall be calculated to recover the District’s actual costs caused by such 

discharges, as determined by the Administrator and/or Superintendent and 

approved by the Board of Commissioners.  Quarterly volume sewer charges are 

due and payable as set forth in Section V(2) above, “Bills Due”. 

4. Minimum Quarterly Water and/or Sewer Charges 

A. The minimum quarterly charges shall be based on a range of water and/or Sewer 

usage of 0-5,000 gallons referred to as the “basic charge”.  Minimum quarterly 

water and sewer charges shall apply for any and all Users, whether or not a water 

or sewer service connection is established and in use per section I.5.A.: Owners 

Duty to Use District Water and Sewer Service in these Regulations.  Minimum 

quarterly water and sewer charges are due and payable a set forth in Section V(2) 

above, “Bills Due”. 

5. Charges for Re-establishment of Water and/or Sewer Service 

A. Any charges for re-establishment of water and/or sewer service adopted by the 

Board of Commissioners, or as such may be lawfully amended from time to time, 

shall apply to any User that has had the water and/or sewer service to their property 

shutoff or terminated for failure to pay District water/sewer charges or for failure 

to comply with the Regulations set forth herein.  The charge for re-establishment of 

water and/or sewer service shall be subdivided into two classifications, which are 

“regular working hours” and “outside regular working hours.”  Once the water 

and/or sewer service to a customer has been shutoff or terminated, such service 

shall not be restored until the User involved is in full compliance with these 

Regulations and has paid to the District the applicable charge for reestablishment 

of District water and/or sewer service, plus payment of any outstanding charges for 

such service. 

6. Wastewater Strength Surcharges 

A. A wastewater strength surcharge adopted by the Board of Commissioners, or as 

such may be lawfully amended from time to time shall apply to all Users building 

sewers connected with the sewer collection system and that discharge wastewater 

to the system with strength concentration more than the normal allowable limits of 

250 mg/l of 5-day Biochemical Oxygen Demand (BOD) and 250 mg/l of Total 

Suspended Solids (TSS).  The strength surcharge shall be based upon two 

categories of strength levels as follows: 

i. Category A - Medium strength greater than or equal to 250 mg/l and less than 

400 mg/l of BOD & or TSS. 

ii. Category B - High strength greater than or equal to 400 mg/l of BOD & or TSS. 

This category shall include All Food Preparation Establishments without an 

Approved Grease Removal System. 

B. Charges will be handled on a case-by-case basis and will be based on the extra cost 

realized by the District in handling such concentrations.  Users contributing high 
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strength wastewater to the sewer collection system shall pay wastewater strength 

surcharges to the District in addition to the quarterly volume sewer charges.  Each 

User’s strength classification shall be determined by the highest classification of 

any use within a facility as shown in the User Table or by proving otherwise by 

taking a representative 24hr composite sample.   

i. All Users contributing wastewater whose waste strength is greater than normal 

sanitary sewage (BOD/TSS >250 mg/L) shall prepare and file with the District 

a self-monitoring report that shall include pertinent data relating to the 

wastewater characteristics, including the methods of sampling and 

measurement to obtain these data, and these data shall be used to calculate the 

sewer rate for that user. The District shall have the right to gain access to the 

waste stream and to take samples.  Should the District do so, and should the 

results be substantially different from the data submitted by the User, the sewer 

rate for that User shall be revised for the next billing cycle/period.  Wastewater 

strength surcharges are due and payable as set forth in “Bills Due”. 

7. Septage Disposal Charge 

A. There shall be a Septage Disposal Charge as established by the Rates and Fees 

Schedule in Appendix A for the receipt of septage into the District’s POTW for 

treatment.  All permitees shall be charged based on volume by weight or by other 

method determined by the Superintendent.   

i. Refer to Appendix I – Hauler’s Guide for the current method of Septage 

Disposal Charge determination.  There shall be a surcharge as established by 

the District’s current Rates and Fee Schedule adopted by the Board of 

Commissioners to be added to the tipping rate for any septage received from a 

Town or City which has banned the Land Application of Septage and/or 

Biosolids as defined in Env-Wq 800 or 1600. The surcharge is intended to 

provide the District the option of an alternate disposal method at its sole 

discretion. 

8. Connection Charges for Water And/or Sewer Service 

A. Any charges for connection of service lines to the water and/or sewer system 

adopted by the Board of Commissioners, or as such may be lawfully amended from 

time to time, shall apply to those desiring to make connections to the existing water 

and/or sewer system (i.e., a previously served tract or parcel).  This fee shall 

include costs of inspecting and oversight by District personnel and/or a District 

appointed field engineer.  For any existing service connection with a change in use 

which increases the quantity or changes the quality of wastewater discharged, a 

discharge permit must be obtained and a connection fee paid for the additional 

quantity of flow that is generated based on the new use.  (See Appendices A and 

B.) 

9. Miscellaneous Water & Sewer Fees and Charges 

A. Any miscellaneous water/sewer fees and charges adopted by the Board of 

Commissioners, or as such may be lawfully amended from time to time, shall 

apply as follow: 

i. Returned Check Charges: Whenever a check or draft presented for payment of 

service is not accepted by the institution on which it is written the District will 

impose a charge.   (See Appendices A and B.) 



29 
 

 

ii. Connection Charges: The connection fee for introduction of water service or 

sewer service to a previously unserved tract or parcel of land shall apply to any 

person submitting such type of application to the District for processing.  The 

purpose of the connection fee is to compensate the District for its expense in 

processing an application for introduction of service, as well as plan review, 

inspection and oversight of the service connection, and the procurement, 

installation, and calibration of appropriate meters.  Any leftover portion of the 

fee will be returned to the Applicant once all fees of the District’s engineer and 

legal counsel have been satisfied.  The fees shall be due and payable at the time 

the service connection application is filed with the District.   (See Appendices 

A and B.) 

iii. Fees for Industrial Pretreatment Program (IDP):  There shall be fees for the 

following requirements of the IDP:  

a. Applications including the cost of processing such applications; 

b. Monitoring, inspection, and surveillance procedures including the cost 

of collection and analyzing a User's discharge, and reviewing 

monitoring reports submitted by Users; 

c. Reviewing and responding to accidental discharge procedures and 

construction; 

d. Filing appeals; 

e. Other fees as the District may deem necessary to carry out the 

requirements contained herein. These fees relate solely to the matters 

covered by these Regulations and are separate from all other fees, fines, 

and penalties chargeable by the District. 

iv. Fee for Performing a Special Meter Accuracy Test:  The fee for performing a 

special meter accuracy test shall apply to any User that desires the District 

water meter serving their property be tested for accuracy, as provided for under 

“Special Meter Accuracy Tests”.  The purpose of the fee for performing a 

special meter accuracy test is to compensate the District for its cost in 

performing such a test in those instances where a test finds the District water 

meter to be within acceptable accuracy limits.  The fee shall be billed to the 

Users account once the test is completed.  

v. Fee for Setting/Removing a Fire Hydrant Meter:  The fee for setting/removing 

a fire hydrant meter shall apply to any person submitting to the District an 

application to obtain construction water by means of a fire hydrant meter, as 

provided for under “Fire Suppression Service”.  The purpose of the fee for 

setting/removing a fire hydrant meter is to compensate the District for its 

expense in setting and removing such a meter.  The fee shall be due and 

payable to the District at the time the application for construction water is filed 

with the District.   

A. Fee for Performing Fire Flow Test: The fee for the performance of a fire flow test 

by the District shall apply to all persons who request the performance of such a 

test.  The purpose of the fire flow test fee is to compensate the District for its 

expenses in performing such a test.  The fee shall be due and payable to the 
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District at the time the request for a fire flow test is filed with the District. (See 

Appendix B.) 

B. Fee for Flushing, Testing, and Chlorinating Water Mains: The fee for flushing, 

testing, and chlorinating water mains shall apply to all persons who request the 

District to perform such work.  The purpose of the fee is to compensate the 

District for its expense in flushing a water main and performing a bacteriological 

test and a chorine residual test on the water contained therein.  The fee shall be 

due and payable to the District at the time the request for such work is filed with 

the District.  The amount of the fee shall be dependent upon the extent of the work 

involved. 

C. Charges for Miscellaneous Work/Service:  The District shall require service 

agreements to be executed by a prospective User prior to performing any work 

and/or service for the User.  All charges for work performed by the District for a 

User shall be adequate to cover the District’s expenses, including by not limited to 

application, license, construction, permit, and legal fees as well as overhead, but 

shall not include any profit for the District.  The District may revise the charges 

from time to time to reflect current costs, and the District may estimate such 

charges prior to performing such work or service.  In addition, the customer shall 

pay to the District an amount equal to the difference between the estimated costs 

and the actual cost in the event the District has underestimated the cost of the 

work performed by the District.  The charges shall be due and payable to the 

District upon completion of the work performed. 

D. Late Payment Interest Charge:  The District shall require delinquent Users to pay a 

late-payment interest charge on any monthly account balances that are not paid in 

full before the next billing period, which is approximately 91 days.  The late 

payment interest charge in the amount of 12% per annum shall be applied on the 

full past due amount, including any special fees or charges.  (See Appendices A 

and B.) 
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VII. Current Rates, Charges, and Fees 
1. The rates, charges, and fees found in Appendix A and Appendix B will be established by 

a vote of the elected governing Board of Commissioners.  All rates, charges, and fees will 

be in effect as of the date of the Board vote.  The rates, charges, and fees in Appendix A 

and/or B are due to change from time to time as costs fluctuate and may be done so by 

amendments to or replacements of Appendix A and/or Appendix B as recommended by 

the Administrator and/or Superintendent and approved by the Board of Commissioners. 
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VIII. Metering 
1. Mandatory Water Meters 

A. Except for private fire protection lines, the District will meter all water service lines 

to single family residences, multi-family buildings including apartments and/or 

condominium units, and commercial and industrial businesses, whether single 

occupancy or multi-unit occupancy.  

B. The District shall normally read all District water meters quarterly to determine 

usage and/or User sewer contributions for billing purposes.  For quarters when the 

District water meter cannot be read, the District may estimate the meter reading and 

use the calculated water usage and/or sewer contribution to render the bill for the 

User involved.  The District shall not estimate a meter reading for a User more than 

four consecutive quarters without first making every effort to read the meter in 

question. 

2. District’s Responsibility 

A. It shall be the District’s responsibility to: 

i. Verify the size of the District water meter to be installed on any water service 

line connected with the District water distribution system; 

ii. Furnish, install, and maintain a District water meter, meter horn, and any required 

remote-reading equipment on every water service line connected with the water 

system; 

iii. Inspect and test all District water meters prior to installation on water service 

lines to ensure that such meters meet or exceed the standards of the American 

Water Works Association (AWWA) for such type meters; 

iv. Replace all 5/8-inch through 1-1/2-inch District water meters at intervals not to 

exceed 15 years; 

v. Test and replace, if needed, all 2-inch District water meters every 10 years and all 

3-inch and larger District water meters every 5 years; and 

vi. Periodically check all District water meters that are in service for tampering, 

bypassing, or any other acts of water theft. 

3. User’s Responsibility 

A. It shall be the User’s responsibility to: 

i. Determine the size of the District water meter to be installed on any water service 

line connected with the District water distribution system and provide 

reimbursement of costs to the District of said meter and installation hardware 

including meter horn; 

ii. Provide a location for installation of the District water meter that is readily 

accessible and that is properly protected from damage due to freezing or other 

adverse conditions; 

iii. Furnish, install, and maintain any pipe, fittings, meter loops, valves, expansion 

tanks, backflow prevention devices and surge protection devices, pressure 

reducing devices, and other appurtenances required to meet the standards of the 

District and the current revision of the International Plumbing Code; 

iv. Obtain an approved service connection permit in advance of installing the 

plumbing for a large District water meter (1” and larger);  

v. Protect the District water meter from tampering, bypassing, or any other acts of 

water theft; and 
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vi. Provide access to premises for the District during all reasonable hours, to permit 

the inspection of plumbing fixtures; to set, remove, or read meters; to ascertain 

the amount of water, and the manner of use; and to enforce these regulations.  

Property owners with meters installed in dangerous or inaccessible locations may 

be required to relocate or modify such meter at the Superintendent’s discretion.   

4. Metering Facilities 

A. The District shall approve an inside District water metering facility prior to its 

installation, shall meet the standards and specifications of the District, and shall meet 

the following requirements: 

i. The District water meter and backflow prevention device shall be installed in a 

horizontal position, not over 3 feet above the floor, and shall be located as close 

as possible to the point where the water service line enters the building; 

ii. The District water meter shall be located near a drain if possible; 

iii. A valve shall be installed just before and one just after the District water meter to 

allow removal and replacement of the meter without first draining the entire 

service line and building plumbing; and 

iv. A District water meter having the size of 2” or larger shall have a valve bypass 

installed around the meter to provide continuous service when the meter is out for 

repair. 

v. Outside metering facilities are prohibited unless an exception is granted at the 

Superintendent’s discretion. 

5. Use of Metering 

A. As a condition of service, a User shall normally provide inside metering facilities 

meeting all the requirements of “User’s Responsibility”.  The District Superintendent 

may also require a User to replace defective outside metering facilities with inside 

metering facilities meeting the requirements of “Metering Facilities” as a condition 

of continuing water and/or sewer service to the property involved. 

6. Permanent and Temporary Meter Installations 

A. When a District water meter is installed at the request of a User, its installation is 

deemed to be permanent unless the User terminates service entirely.  Service on a 

District water meter for a shorter period than 6 months shall be considered temporary 

and subject to the provisions of Section IV of these Regulations.  The User shall be 

required to reimburse the District for the cost of installing and removing a temporary 

District water meter. 

7. Sub Meters  

A. Users desiring one or more sub meters for various tenants shall furnish, install, 

maintain, and read such meters at their own expense. The District shall not furnish, 

install, maintain, read, or bill on such meters. Further, all District water/sewer 

charges for a single water service line shall be billed to and shall be paid by the 

person named on the water and/or sewer account for the property involved.  
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8. Standard Meter and Service Line Sizes 

A. The size of the meter shall be determined by the User’s engineer and reviewed and 

approved by the District, according to AWWA Manual Sizing Water Service Lines 

and Meters (M 22).  The following table shows the minimum size of meter on 

various size water service lines.  Standards of the International Plumbing Code shall 

be used when sizing water meters and lines. 

i. Service Line Diameter-Inches Minimum Size of Meter-Inches 

Line Size Meter Size 

¾” ¾” 

1” ¾” 

1 ½” 1” 

2” 1 ½” 

4” 3” 

6” 4” 

8” 6” 

B. A User requiring a District water meter larger than 6 inches shall be provided with 

multiple meters manifolded together to meet the User’s water demands, with the 

number of meters and their sizes determined by the User’s engineer and verified 

by the District.   

9. Single Meter per Service Line  

A. The District will provide only one District water meter for a single water service 

line except for those that require meters larger than 6 inches. 

10. Interconnected Water Service Lines 

A. Service to any building by two or more water service lines which are 

interconnected shall be prohibited.  

11. Special Meter Accuracy Tests 

A. When a User makes a complaint that the District water/sewer charges for any billing 

period are excessive, the District shall, upon request, have the District water meter 

for the customer involved reread and inspect the User’s plumbing for leaks.  Should 

the User then desire that the District water meter be tested, the User shall make a 

deposit with the District to cover the cost of the test.  The District will then test the 

meter in question.  Should the meter on test show a reading of more than percent 

(4%), the amount deposited shall be refunded to the User and the District shall make 

an adjustment for the estimated excess consumption on the bill immediately 

preceding and/or the current bill.  The excess registration on the reading for the 

previous and/or current month shall be credited to the User’s account.  Where no 

such error is found the amount deposited will be retained by the District to cover the 

expense of performing the test. 
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12. Replacement of Meters 

A. Whenever a User requests the replacement of the District water meter, such 

request shall he treated as a request for a test of the meter.  As such, the District 

will handle it in the manner set forth in Section VIII(11) above, “Special Meter 

Accuracy Tests”. 

13. Standard of Meter Accuracy 

A. The District shall not place in service or allow to remain in service without 

adjustment any District water meter that has a known error in registration of more 

than plus or minus 4%. 

14. Non-Registering Meter 

A. If a meter is found which does not register, or if it is removed for repairs, the 

District will bill for the entire period of non-registration since the last known valid 

reading and shall charge for the water used based on an average of the amount 

registered over a similar period preceding or subsequent thereto.  The District 

shall repair/replace the malfunctioning meter by within one month of the date that 

the meter was discovered to be malfunctioning. 

15. Testing and Repairing Meters 

A. The District may test and/or repair a District water meter at any time, and for this 

purpose the District may temporarily shut off the water to a User.  The District 

shall test the meters before installation and at intervals recommended by the 

AWWA based on meter size.  All other testing of meters will be at the User’s 

request and expense.  There will be no charge for the first test.  For any 

subsequent test, the User will be billed a service charge as referenced in Appendix 

B.  If the meter demonstrates that it can measure not less than 96% and not more 

than 104% of the water that passes through the meter, it will be deemed accurate.  

If the meter over-registers more than four (4%) per cent, a credit adjustment will 

be issued to the User’s account.  If the meter under-registers more than four (4%) 

per cent, a billing adjustment will be made to the User’s account.  The User may 

be present when the District personnel conduct the test.  If the meter is sent out to 

be factory tested, the User shall bear the entire testing fee plus all shipping costs. 

i. Water passing through a meter is considered to be consumed. 

ii. No alteration shall be made to any service or equipment under the authority of the 

District, except by authorized agents of the District. No unauthorized persons 

shall attempt to shut off the supply of water at the curb stop without the express 

consent of the District. 

16. Damaged Meters and Equipment 

A. Whenever a District water meter, meter horn, check valve, cable, remote read 

device, or any other equipment owned by the District is damaged by the 

carelessness or negligence of the User, the District shall repair/replace the 

damaged equipment and charge the cost to the User’s account. Failure to pay this 

charge shall be just cause for the District to shutoff or terminate water and/or 

sewer service to the property involved until the total amount is paid plus payment 

of any applicable charges for shutoff or termination and/or reestablishment of 

service.  (See Sections I.15 and II.8, above) 
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17. Prohibited Taps/Connections 

A. It is prohibited for any User to make a tap or to maintain a connection with the 

User’s water service line at a point located upstream of the District water meter.  

Such taps and/or connections shall be treated as a bypass around the meter and 

subject to the provisions of Section VIII(18) below, “Meter 

Tampering/Bypassing”. 

18. Meter Tampering/Bypassing 

A. It is prohibited for any person to bypass or tamper with a District water meter.  It 

is also prohibited for any person to receive District water and/or sewer service 

knowing that bypassing or tampering is affecting the measurement of such 

services.  In case a meter is deemed suspicious or the working parts of the meter 

have been tampered with or the meter damaged or bypassed, the District will, in 

addition to any other penalties provided by law, estimate the time period that the 

tampering took place and render an estimated bill for that time period to the User 

involved.  The District will also bill the User for the full cost of repairing such 

damage to the meter and may refuse to furnish water until the User’s account is 

paid in full plus payment of any applicable charges for shutoff or termination 

and/or reestablishment of service. 

19. Relocation of Meters 

A. A User requesting relocation of the District water meter after its initial installation 

will bear all the costs associated with relocating the meter. 

20. Maintenance of Outside Meter Boxes/Vaults 

A. Users shall keep an outside meter box/vault and appurtenances in good repair, 

readily accessible, and in a safe and useable condition at all times.  Failure to do so 

shall be deemed just cause to shutoff or terminate District water and/or sewer service 

to the User involved. (See Sections I.15 and II.8, above)  

21. Fire Hydrant Meters 

A. The following provisions and conditions shall govern the setting, use, and 

removal of fire hydrant meters for obtaining water for construction (See Section 

IV, above): 

i. The District reserves the right in all cases to determine upon which fire hydrant a 

fire hydrant meter shall be installed. 

ii. The applicant for a meter shall provide a written request (with the Fire Chief’s 

pre-approval) for such service, shall be responsible for the payment of all fees 

and charges for such service, and shall be responsible for the protection and care 

of the meter while it is in use.  In addition, any damages to public or private 

property, including the fire hydrant meter and the District water supply system, 

caused by the applicant’s use of the fire hydrant meter shall be immediately 

repaired by the applicant at the applicant’s expense.  Further, it shall be the 

applicant’s responsibility to secure the operating valve on the fire hydrant meter 

whenever the applicant is not using the meter to preclude unauthorized use of 

water through the meter. 

iii. Only District personnel shall install and/or relocate a fire hydrant meter.  Further, 

such a meter shall not be installed on a fire hydrant in a manner which will 

interfere with the fire department’s use of the 4-inch pumper nozzle. 
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iv. District shall not relocate a fire hydrant meter for an applicant without the 

applicant’s first having obtained a new request and having again paid to the 

District the appropriate fire hydrant meter setting/removal fee. Such relocations 

shall be limited to a maximum of one per day for each applicant. 

v. Fire hydrant meters shall normally be set based on approval dates, with the 

earliest date having priority. 

vi. Applicants shall provide the District at least 48 hours notice of the need to have a 

Fire hydrant meter installed. 

vii. A fire hydrant meter shall not be installed during months when the weather may 

subject it to freezing (November until April).  Further, since service from a fire 

hydrant meter is considered temporary, such a meter shall not he installed at any 

one location for a period greater than 6 months. 

viii. Applicants for a fire hydrant meter shall ensure that their filling operations do not 

cause a cross connection or excessive pressure surges. Failure to do so shall be 

deemed just cause to immediately remove the fire hydrant meter from service.  

Such service shall not he restored until the applicant takes corrective action, 

submits another fire hydrant meter request, and pays the permit fees to the 

District. 

ix. Any person tampering with or bypassing a fire hydrant meter shall be subject to 

penalties as provided here within. 

22. Wastewater Meters 

A. Wastewater meters that are to be installed under the provisions of this section 

shall be furnished, installed, and maintained by the owners of the property to be 

served by such meters.  In addition, such meters shall be of a size, type, and make 

and set at such place as shall be designated by the District Superintendent.  Such 

meters shall meet or exceed the standards of the American Water Works 

Association AWWA for such type meters. 

23. Deduct Meters 

A. Deduct meters are used to measure the amount of water delivered by the District 

to a User exclusively for lawn and garden irrigation.  Said meters shall only be 

installed on water service lines serving property situated within the District 

boundary.  Further, said meters shall either be installed on separate, independent 

water service lines or else be installed on branch water service lines which are 

connected to the User’s main water service lines at a point located downstream of 

the regular District water meters.  If the deduct meter is not located inside a 

heated building it must be installed either in an approved, engineered meter pit, a 

location that protects it from freezing and/or tampering, or the meter shall be 

removed from service seasonally. 
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IX. Water Well Restrictions and Regulations 
1. Water Well Prohibition 

A. No new wells may be drilled within the District boundary for supplying water for 

domestic or commercial use including but not limited to drinking water, irrigation, 

manufacturing, or industrial uses without the written permission of the District Board 

of Commissioners.  A waiver request may be submitted if: 

i. The building is greater than 250 feet away from a District water main;  

ii. The service elevation is greater than 630 feet USGS in the low-pressure service 

zone; and  

iii. The service elevation is greater than 725 feet USGS in the high-pressure service 

zone. 
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X.  Use of Water Service 

1. Waste of Water 
A. Waste of water is prohibited.  Users shall keep all water fixtures closed when not in 

use.  Further, Users must keep water service lines, valves, fixtures, appliances, and 

other equipment in good order at all times and at their own expense.  Leaking water 

service lines, valves, fixtures, appliances, and other equipment shall be repaired at 

once by the User without waiting for notice from the District.   
i. Under the Safe Drinking Water Act of 1974, and New Hampshire RSA 485, and 

the NHDES Env-Dw 505, Backflow Prevention, the District shall have primary 

responsibility for preventing water from unapproved sources, or any other 

substances, from entering the public potable water system.  The Superintendent 

will determine, as part of granting a water service, those sites which will require a 

backflow prevention device.  This regulation will apply to all District water Users 

(new and/or existing), with the level of hazard established by the Superintendent. 

ii. No cross connection between the public water supply system and any other supply 

will be allowed.  In addition, no connection capable of causing backflow between 

the public water supply system and any plumbing fixture, device or appliance, or 

waste drains will be permitted.  If the owner of such a connection fails to or refuses 

to break the connection within a time limit specified by the Superintendent, service 

will be shutoff or terminated.  The Superintendent reserves the right to make 

periodic inspections of any backflow devices at the User’s expense.  For further 

information see Appendix J Cross Connections.  
iii. Safe Guarding Direct Pressure Water Devices and Systems Supplied by Automatic 

Feed Valves:  All Users having direct pressure water devices, including but not 

limited to, hot water tanks or secondary system supplied by automatic feed valves, 

shall have installed and maintained in operating condition appropriate vacuum, 

temperature, and pressure relief valves or cutouts in the water system and/or 

secondary system to prevent damage to the water device or secondary system or 

their appurtenances should it become necessary to shut off the water main or 

service or should a pressure failure occurs for any other reason.  Water service 

supplied to any User not providing such protection devices will be strictly at the 

risk of the User, and the District will not be held liable for damage resulting from 

the lack or failure of such protective devices.   
iv. Fluctuation of Pressures by User’s Apparatus:  No User shall install or use water 

consumption apparatus which will affect the District’s pressure or operation 

conditions to interfere with the service of another User.  Where a User has or 

proposes to install apparatus which requires water in sudden quantities, impairing 

the pressure to the detriment, damage, or disadvantage of other User, the District 

reserves the right to require such User to install devices or apparatus which will 

confine such fluctuation of demand or reduction of pressure within reasonable 

limits determined by the Superintendent.  If the User, after receiving written notice 

from the District, fails to present an acceptable remedial plan within the limit set 

by the Superintendent, service will be shutoff or terminated. 

v. Backflow and Back Siphonage:  Furnishing of water service to any User or 

prospective User shall be contingent upon the User furnishing a type of connection 

which is approved by the District.  When required by the District, the connection 
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must be capable of protecting the District’s water supply from contamination due 

to backflow and back siphonage.  It shall be prohibited for the Owner or occupant 

of any premise using water supplied by the District to cross-connect such water 

supply with a foreign source of water or with any appliance, appurtenance, hose, 

pipe, or other fixture in such a manner that there is a possibility that water or other 

substances from such foreign source may flow, be siphoned, or be forced into the 

District water system.  If contamination of the District water supply occurs, the 

District, or a plumber hired by the District, shall be allowed to inspect the User’s 

premises to determine the cause and source of contamination.  All costs associated 

with the inspection and corrective measures to remove contamination from the 

system shall be charged to the Owner of the property which is determined to be the 

source of said contamination. 

2. Resale of Water   

A. The District’s water rate schedules cover the sale of water for the sole and exclusive 

use of the User.  User shall use water service only for the purposes specified in the 

service agreement, contract, applicable rate schedules and these Regulations.  User 

shall not re-meter, sell, or permit any other individual to use such service or to secure 

water through User’s service line by hose or other devices for supplying water to the 

individual’s property without first obtaining written permission to do so from the 

District. 

3. Water Use Restrictions 

A. The District Superintendent is authorized and empowered to determine and establish 

the times and hours when water may be used for general outdoor use purposes, such 

as irrigating, car washing, air conditioning, or filling of pools in periods of drought or 

emergency and may set and fix times when no water may be used for such purposes.  

Further, the District Superintendent may make such rules and regulations regarding 

the use of water as necessary to maintain an adequate supply of water for fire 

protection or for other public health and safety reasons.  

4. Unlawful Watering and Sprinkling of Lawns and Gardens 

A. Any person using water for watering and sprinkling of any lawn and/or garden at a 

time prohibited by these Regulations shall be subject to shutoff or termination of 

water and/or sewer service as well as any penalties available under law. 
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XI. Use of Sewer Service 
1.  General Sewer Use Requirements – Use of Public Sewers 

A.  It shall be unlawful for any person to place, deposit, or allow to be deposited any 

human or animal excrement, garbage, or objectionable waste in any unsanitary 

manner on public or private property within the Plymouth Village Water & Sewer 

District, the Town of Plymouth, or in any area under the jurisdiction of the Plymouth 

Village Water & Sewer District. 

B. It shall be unlawful to discharge to any Natural Outlet within the District, or in any 

area under the jurisdiction of the District, any sewer, or other polluted waters, except 

where suitable treatment has been provided in accordance with subsequent 

provisions of these Regulations and with state and federal laws and regulations. 

C. Sewers for Intended Uses Only:  No person shall discharge into any public sewer of 

the District, or into any fixture that thereafter discharges into public sewer, any waste 

or substance other than for which the particular sewer is intended, designed, or 

provided. 

D. Use of Sanitary Sewers:  Except as specifically provided with reference to some 

particular sewer, sanitary sewers shall be used only for the conveyance and disposal 

of sanitary sewage or domestic wastewater, and for industrial wastewater that is not 

objectionable as hereinafter provided.  No sanitary sewer shall be used to receive and 

convey or dispose of any storm or surface water, roof drainage, subsoil drainage, or 

Unpolluted Water.  

E. Use of Storm Drains:  Storm Water, roof drainage, subsoil and all other unpolluted 

drainage shall NOT be the responsibility of the District.  A NPDES permit is 

required prior to discharging industrial cooling water, process waters, or Storm 

Water runoff generated in areas of industrial activity (as defined in 40 CFR Part 122) 

to a Storm Drain or Natural Outlet.  Permits and legal compliance with this 

regulation is the responsibility of the User. 

F. Use Designation:  If the intended or designated use of any particular sewer or drain 

and allowable discharge thereto is unclear, the Superintendent will consider the 

pertinent facts and decide.  Said determination will be final and binding. 

G. Except as hereinafter provided, it shall be unlawful to construct or maintain any 

privy, privy vault, septic tank, cesspool, or other facility intended or used for the 

disposal of sewer in any area where a public sewer is available, as described in 

paragraph H, below.  The use of portable chemical toilets is allowed at construction 

sites and for other temporary purposes provided the wastes are properly disposed off-

site. 
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H. The Owner(s) of all houses, buildings, or properties used for human occupancy, 

employment, recreation, or other purposes situated within the District and abutting 

on any street, alley, or right-of-way in which there is now located or may in the 

future be located a public sanitary sewer of the District, is hereby required at the 

Owner(s)’ expense to install suitable toilet facilities therein, and to connect such 

facilities directly with the proper public sewer in accordance with the provisions of 

these Regulations, within sixty (60) days subsequent to the date of official notice to 

do so, provided that said gravity public sewer is within two hundred and fifty (250) 

feet of the building.  This requirement for connection may be waived when permitted 

by the Board of Commissioners, if the household is already connected to a properly 

functioning, State-approved septic system built after January 1, 1985, as provided in 

RSA 147:8. 

I. Where a public sanitary sewer is not available under the provisions of paragraph 1.H. 

above, the building lateral shall be connected to a private wastewater disposal system 

complying with the provisions of RSA 485-A:29-44 or revisions thereto, of the State 

of New Hampshire and rules, regulations, standards, and procedures promulgated 

thereto.  The Owner(s) shall operate and maintain the private wastewater disposal 

facilities in a sanitary manner at all time, at no expense to the District.  At no time 

shall any quantity of industrial waste be discharged to a private or domestic 

wastewater disposal facility. 

J. When a public sewer becomes available to a property serviced by a private 

wastewater disposal system, the Owner shall connect to the public system, as 

provided in paragraph 1.H. above.  Any septic tanks, cesspools, and similar private 

wastewater disposal facilities shall be cleaned of sludge and filled with clean soils 

and their use shall be discontinued. 

K. All sanitary sewage and industrial wastewater from any building, subsequent to 

connection of such building with a public sanitary sewer as required under Paragraph 

1.H. of this Section, shall be subject to limitations and restrictions as shall be 

established herein or otherwise shall be established by the Town, from time to time. 

L. No statement contained in the preceding paragraphs of this Section shall be 

construed to interfere with any additional requirements that may be imposed by the 

District. 

M. No person shall make connection of roof downspouts, interior or exterior foundation 

drains, areaway drains, or other sources of surface runoff or groundwater to a 

building sewer or building lateral which in turn is connected directly or indirectly to 

a public sanitary sewer. No person shall remove a cleanout cap from any drain, vent, 

waste pipe, or fixture for purposes of allowing water, surface or subsurface, by sump 

pump or by gravity flow, to enter sanitary sewer.  Existing connections of all drains 

and/or other sources of surface water to a sanitary sewer are prohibited and must be 

eliminated.  No person shall obstruct the free flow of air through any drain or soil 

pipe. 

2. Prohibited Discharge Standards 

A. The following regulations include the prohibitions required by state and EPA 

regulations.  Pollutants, substances, or wastewater prohibited by this section shall not 

be processed or stored in such a manner that they could be accidentally discharged to 

the POTW. 
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i. General Prohibitions:  No User shall discharge or cause to be discharged any 

pollutant or wastewater that causes pass-through or interference into the POTW. 

These general prohibitions apply to all Users of the POTW whether or not they 

are subject to categorical pretreatment standards or any other Federal, State, or 

local pretreatment standards or requirements. 

ii. Specific Prohibitions:  No User shall introduce or cause to be introduced into the 

POTW the following pollutants, substances, or wastewater: 

a. Any gasoline, benzene, naphtha, fuel oil, or other flammable or explosive 

liquid, solid, gas, or any substance that may generate or form any 

flammable, combustible or explosive substance, fluid, gas, vapor, or liquid 

when combined with air, water, or other substances present in sewers, 

including, but not limited to waste streams with a closed-cup flashpoint of 

less than 140ºF (60ºC) using the test methods specified in 40 CFR 261.21;    

b. Any waters or wastewaters having a pH less than 5.5 or greater than 11.0, 

as measured at the point of connection to the sanitary sewer or other 

available monitoring location, or having any other corrosive property that 

may be capable of causing damage or hazard to structures, equipment, 

and/or personnel of the POTW, or with acidity or alkalinity in such 

quantities that the District believes may cause , alone or in combination 

with other discharges, interference, pass-through or the Treatment Works 

influent pH to be less than 6.5 or greater than 8.0; 

c. Solid or viscous substances including water or wastes containing fats, 

wax, grease, or oils, whether emulsified or not, or containing substances 

that may solidify to become viscous at temperatures between thirty-two 

32º F and one hundred fifty 150º F (0º-65º C), in amounts that will cause 

obstruction of the flow in the POTW or result in interference with the 

proper operation of the POTW; 

d. Any wastes, including oxygen-demanding pollutants (BOD, COD, etc.) 

released in a discharge at a flow rate and/or pollutant concentration that, 

either singly or by interaction with other pollutants, will cause interference 

with the POTW, constitute a hazard to humans or animals, create a public 

nuisance, exceed any national categorical pretreatment standards, or cause 

Pass Through;  

e. Wastewater having a temperature greater than 150º F (65º C), or that will 

inhibit biological activity in the treatment works resulting in interference 

or damage pipes or structures; In no case shall wastewater cause the 

temperature of the waste stream entering the POTW to exceed 104º F (40º 

C); 

f. Petroleum oil, non-biodegradable cutting oil, or products of mineral oil 

origin will cause interference or pass-through or exceed the levels of 

Federal Categorical Pretreatment Standards per 40 CFR Chapter I, 

Subchapter N, Parts 405-471.  (See Appendix K)  

g. Pollutants which result in the presence of toxic gases, vapors, or fumes 

within the POTW in a quantity that may cause acute worker health and 

safety problems; 
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h. Trucked or hauled pollutants, except at discharge points designated by the 

District in accordance with Section (III)(I) Septage Disposal.  

i. Hazardous wastes including but not limited to paints, stains, thinners, 

pesticides, herbicides, anti-freeze, transmission and brake fluids, motor oil 

and battery acid, or any hazardous wastes listed under NHDES Env-Hw 

400; 

j. Any medical/infectious waste, Pharmaceutical Waste, or Radiological 

Waste except as specifically authorized in an IDP;  

k. Any wastewater that would prevent the beneficial use of sludge as defined 

by NHDES Env-Wq 800; and 

l. Wastewater causing, alone or in conjunction with other sources, the 

treatment works effluent to fail a toxicity test. 

m. Other Prohibitions:  No person shall discharge, or cause to be discharged, 

the following described substances, materials, waters, or wastes. If it 

appears likely in the opinion of the District that such wastes can harm 

either the sewers, wastewater treatment process or equipment, have an 

adverse effect on the receiving stream, or can otherwise endanger life, 

limb, public property, or constitute a nuisance, in forming an opinion as to 

the acceptability of these wastes, the District will consider such factors as 

the quantities of subject wastes in relation to flows and velocities in the 

sewers, materials of construction of the sewers, nature of the wastewater 

treatment process, capacity of the treatment works, degree of treatability 

of wastes in the treatment works, and other pertinent factors. The 

substances prohibited are: 

1. Wastewater that imparts color that may not be removed by the treatment 

process, such as, but not limited to, dye wastes and vegetable tanning 

solutions, which consequently may impart color to the treatment works 

effluent, thereby violating the District’s NPDES permit; 

2. Noxious or malodorous liquids, gases, solids, or Other Wastes that, either 

singly or by interaction with Other Wastes, are sufficient to create a public 

nuisance or a hazard to life, or to prevent entry into the sewers for 

maintenance or repair;   

3. Wastewater containing any radioactive wastes or isotopes except in 

compliance with applicable state and federal regulations; 

4. Storm Water, surface water, ground water, artesian well water, roof 

runoff, subsurface drainage, swimming pool drainage, condensate 

deionized water, non-contact cooling water, or otherwise Unpolluted 

Water; 

5. Sludges, screenings, or other residues from pretreatment of industrial 

wastes; 

6. Detergents, surface-active agents, or other substances that may cause 

excessive foaming in the POTW; 

7. Wastewater causing a reading on an explosion hazard meter at the point of 

discharge into the POTW, or at any point in the POTW, of more than 10 

percent (10%) of the Lower Explosive Limit of the meter; 
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8. Food waste from homes, hotels, institutions, restaurants, hospitals, 

catering establishments, or similar places where garbage originates from 

the preparation of food in kitchens for consumption on the premises or 

when served by the entity; 

9. Any quantities of flow, concentrations, or both that constitute a “slug” as 

defined in Appendix L of these Regulations. 

10. Waters and wastes that, by interaction with other water or wastes in the 

POTW, release dangerous or noxious gases, form suspended solids that 

affect the operation of the collection system, or create a condition harmful 

to structures and treatment processes; or 

11. Any materials that exert or cause unusual concentrations of inert 

suspended solids (such as, but not limited to, Fullers earth, lime, slurries, 

and lime residues) or dissolved solids (such as, but not limited to, sodium 

chloride and sodium sulfate). 

12. Pollutants, substances, or wastewater prohibited by this section shall not 

be processed or stored in such a manner that they could be discharged to 

the POTW. 

3. Additional Pretreatment Measures 

A. Whenever deemed necessary to protect the POTW and determine the User’s 

compliance with the requirements of these Regulations, the Superintendent may 

require Users to restrict their discharge during peak flow periods, designate that 

certain wastewater be discharged only into specific sewers, relocate and/or 

consolidate points of discharge, separate sewage waste streams from industrial 

waste streams, and such other conditions as may be necessary. 

B. The Superintendent may require any person discharging into the POTW to install 

and maintain, on their property and at their expense, a suitable storage and flow-

control facility to ensure equalization of flow.  An IDP may be issued solely for 

flow equalization. 

C. Grease, rags, oil, and sand interceptors shall be provided at the Owner’s expense 

when, in the opinion of the Superintendent, these devices are necessary for 

wastewater discharges containing excessive amounts of grease, rags, oil, and 

sand, and to meet the limitations of these Regulations.  Fat, rags, oil, & grease 

interceptors shall be required for all establishments listed in Appendix G of these 

Regulations.  Such interceptors shall not be required for residential Users.  All 

interception units shall be of a type and capacity approved by the Superintendent 

and shall be located as to be easily accessible for cleaning and inspection by the 

Owner and the District.  Such interceptors shall be inspected, cleaned, and 

repaired regularly, as needed, by the Owner or User’s expense.  The Owner shall 

be responsible for the proper removal and disposal by appropriate means of the 

captured materials and shall maintain records of the dates and means of disposal, 

which shall be subject to periodic review by the Superintendent to the extent 

required by law.  Reports shall be submitted at the discretion of the 

Superintendent indicating all maintenance activities and cleaning activities.  Any 

removal and hauling of the collected materials shall be performed by currently 

permitted waste disposal firms. 
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D. Users with the potential to discharge flammable substances shall construct 

containment facilities which will prevent a discharge to the POTW.  Users may be 

required to install and maintain an approved combustible gas detection meter and 

alarm at the discretion of the Superintendent. 

E. Where pretreatment or flow equalizing facilities are provided or required for any 

water or wastes, these devices shall be maintained continuously to ensure 

satisfactory and effective operation by the Owner(s), at the Owner’s expense. 

F. The Owner of any building serviced by a building lateral carrying industrial 

wastewater shall install a suitable control manhole together with such necessary 

meters and other appurtenances in the building lateral to facilitate observation, 

sampling, and measurement of the wastes. Such manhole shall be accessible and 

safely located and shall be constructed in accordance with plans approved by the 

District. The manhole shall be installed by the Owner, at the Owner’s expense and 

shall be maintained in a safe manner and accessible at all times.  The Owner shall 

perform such monitoring as the District may reasonably require including 

installation, use and maintenance of monitoring equipment, keeping records, and 

reporting the results of such monitoring to the District. Such records shall be 

made available upon request of the District. The Superintendent may allow 

alternate observation, sampling, and measurement location if, in his opinion, an 

access manhole may be unsafe.  Alternate access point shall be submitted to the 

Superintendent for approval 

G. A Dental practice which manages dental amalgam shall install and maintain an 

amalgam separator in accordance with federal and/or state regulations. 

4. Pretreatment Facilities  

A. The Owner/User shall provide facilities meeting the requirements set forth in 

these rules and regulations at Owner’s expense where it is necessary; in the 

opinion of the District Superintendent, to provide preliminary treatment of any 

waters or wastes to: 

i. Reduce the 5-day biochemical oxygen demand in such waters or wastes to less 

than or equal to 250 milligrams per liter; 

ii. Reduce the total suspended solids in such waters or wastes to less than or equal to 

250 milligrams per liter; 

iii. Reduce objectionable characteristics or constituents in such waters or wastes to 

within the maximum limits provided by this section; and/or 

iv. Control the quantities and rates of discharge of such waters or wastes. 

v. Plans, specifications, and other pertinent information concerning the proposed 

facilities shall be submitted for the approval of the District Superintendent and 

the NHDES.  No construction or discharges shall be commenced until such 

approvals are obtained in writing. 

B. Maintenance of Pretreatment Facilities:  Where pretreatment facilities are 

provided for any waters or wastes, it shall be maintained continuously in 

satisfactory and effective operation by the Owner/User at their expense. 

C. Manholes and Sampling Locations:  When required by the District 

Superintendent, the Owner/User of any property served by a building sewer shall 

install a suitable manhole or other suitable sampling point, with measuring and 

sampling devices included, in the building sewer to facilitate observation, 
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sampling, and measurement of the waters or wastes. Such sampling point and 

appurtenances, when required, shall be readily accessible and safely located and 

shall be constructed in accordance with plans engineered and stamped by a 

licensed New Hampshire Professional Engineer and approved by the District 

Superintendent. The sampling point and appurtenances shall be installed by the 

Owner/User at the Owner’s expense and shall be maintained by the Owner to be 

readily and safely accessible at all times, with all equipment maintained in 

continuously satisfactory and accurate operational condition. 

D. No user shall ever increase the use of process water, or in any way attempt to dilute a 

discharge, as a partial or complete substitute for adequate treatment to achieve 

compliance with a discharge limitation unless expressly authorized by an applicable 

pretreatment standard or requirement.  The District may impose mass limitations on 

users who are using dilution to meet applicable pretreatment standards or 

requirements, or in other cases when the imposition of mass limitations is 

appropriate. 

5. Wastewater Testing and Analyses 

A. All measurements, tests, and analyses of the characteristics of the waters and 

wastewaters to which reference is made in this section shall be determined in 

accordance with 40 CFR Part 136, “Guidelines Establishing Test Procedures for 

the Analysis of Pollutants”, unless otherwise specified, and shall be determined at 

a sampling point along the building lateral prior to connection with the public 

sewer, and upon suitable samples taken at such sampling point.  If no sampling 

point has been required, the sampling point shall be considered to be the nearest 

manhole downstream to a point in the public sewer at which the building sewer is 

connected. 
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6. Accidental Discharge/Slug Control Plans 

A. Each User shall provide protection from accidental discharge of prohibited 

materials or their wastes regulated by these Regulations.  Facilities to prevent 

accidental discharge of prohibited materials shall be provided and maintained at 

the User’s expense. 

B. The Superintendent shall evaluate, at least once, whether each Significant 

Industrial User must develop an accidental discharge/slug control plan and 

conduct follow up evaluations as required for all other Users during routine 

inspections and permitting.   

C. The Superintendent may require any User to develop, submit for approval, and 

implement an Accidental Discharge/Slug Control Plan.  Alternatively, the 

Superintendent may develop and require the implementation of a Slug Control Plan 

as part of an enforcement action or permit revision for any User.  An accidental 

discharge/slug control plan shall address, at a minimum, the following: 

i. Description of discharge practices, including non-routine batch discharges; 

ii. Description of stored chemicals and SDS sheets; 

iii. Procedures for immediately notifying the Superintendent of any accidental or 

slug discharge; and 

iv. Procedures to prevent adverse impact from any accidental or slug discharge.  

Such procedures include, but are not limited to, inspection and maintenance of 

storage areas, handling and transfer of materials, loading and unloading 

operations, control of plant site runoff, worker training, building containment 

structures or equipment, measures for containing toxic pollutants, including 

solvents, and/or measures, and equipment for emergency response. 

D. The Superintendent may require any User to develop, submit for approval, and 

implement an Accidental Discharge/Slug Control Plan.  Alternatively, the 

Superintendent may develop and require the implementation of a Slug Control 

Plan as part of an enforcement action or permit revision for any User.  An 

accidental discharge/slug control plan shall address, at a minimum, the following: 

i. Description of discharge practices, including non-routine batch discharges; 

ii. Description of stored chemicals and SDS sheets; 

iii. Procedures for immediately notifying the Superintendent of any accidental or 

slug discharge; and 

iv. Procedures to prevent adverse impact from any accidental or slug discharge.  

Such procedures include, but are not limited to, inspection and maintenance of 

storage areas, handling and transfer of materials, loading and unloading 

operations, control of plant site runoff, worker training, building containment 

structures or equipment, measures for containing toxic pollutants, including 

solvents, and/or measures, and equipment for emergency response. 

7.  Best Management Plans (BMP)  
A. The Superintendent may require any User discharging wastewater into the POTW to 

develop and implement, at the User’s expense, a BMP (also referenced as a pollution 

prevention plan).  The Superintendent may require Users to submit as part of the 

BMP information that demonstrates adherence to the following elements: 
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i. Management Support:  For changes to be effective, the visible support of top 

management is required.  Management’s support should be explicitly stated and 

include designation of a pollution prevention coordinator, goals, and time frames 

for reductions in volume and toxicity of waste streams, and procedures for 

employee training and involvement. 
 

ii. Process Characterization:  A detailed process waste diagram shall be developed 

that identifies and characterizes the input of raw materials, the outflow of 

products, and the generation of wastes. 

iii. Waste Assessment:  Estimates shall be developed for the amount of wastes 

generated by each process.  This may include establishing and maintaining waste 

accounting systems to track sources, the rates and dates of generation, and the 

presence of hazardous constituents. 

iv. Analysis of Waste Management Economics:  Waste management economic 

returns shall be determined based on the consideration of: 

a. Reduced raw material purchases; 

b. Avoidance of waste treatment, monitoring, and disposal costs; 

c. Operations and maintenance expenses; 

d. Elimination of permitting fees and compliance costs; and 

e. Reduced liabilities for employee/public exposure to hazardous chemicals 

and cleanup of waste disposal sites. 

v. Development of BMP Alternatives:  Current and past pollution prevention 

activities should be assessed, including estimates of the reduction in the amount 

and toxicity of waste achieved by the identified actions.  Opportunities for 

pollution prevention must then be assessed for identified processes where raw 

materials become or generate wastes.  Technical information on pollution 

prevention should be solicited and exchanged, both from inside the organization 

and out. 

vi. Evaluation and Implementation.  Technically and economically feasible pollution 

prevention opportunities shall be identified and an implementation timetable with 

interim and final milestones shall be developed.  The recommendations shall be 

periodically reviewed for effectiveness. 

vii. The review and approval of such BMP Plans by the District shall in no way 

relieve the User from the responsibilities of modifying facilities as necessary to 

produce a discharge acceptable to the District in accordance with the provisions 

of these Regulations. 

8. Hauled Wastewater Permits 

A. Septage may be introduced into the POTW only at locations designated by the 

Superintendent, and at such times as are established by the Superintendent.  

Transport and discharge of such waste shall comply with state and federal Rules 

and Regulations. 
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B. The Superintendent may require generators of hauled industrial waste to obtain 

IDP.  The Superintendent may require haulers of industrial waste to obtain IDP.  

The Superintendent may also prohibit the disposal of hauled industrial waste to 

the POTW.  All other requirements of these Regulations shall apply to the 

discharge of hauled industrial waste.  

C. Industrial waste haulers may discharge loads only at locations designated by the 

Superintendent.  No load may be discharged without prior consent of the 

Superintendent.  The Superintendent may collect samples of each hauled load to 

ensure compliance with applicable standards.  The Superintendent may require 

the industrial waste hauler to provide a waste analysis of any load prior to 

discharge. 

D. Industrial waste haulers shall provide a waste-tracking form for each load.  This 

form shall include, at a minimum, the name and address of the industrial waste 

hauler, permit number, truck identification, names and addresses of sources of 

waste, and volume and characteristics of waste.  The form shall identify the type 

of industry, known or suspected waste constituents, and a certification that the 

wastes are not hazardous wastes as defined in the State’s Hazardous Waste Rules 

(Env-Wm 400). 

9. Regulation of Waste Received from Other Jurisdictions 

A. Prior to entering into an agreement as required by the State, the District shall 

request the following information from the contributing municipality: 

i. A description of the quality and volume of wastewater discharged to the POTW 

by the contributing municipality; 

ii. An inventory of all Users located within the contributing municipality that are 

discharging to the POTW; and 

iii. Such other information as the District may deem necessary. 

B. An IMA, as required, shall contain the following conditions: 

i. A requirement for the contributing municipality to adopt a sewer use ordinance 

that is at least as stringent as these Regulations; and Local Limits that ensure that 

the pollutant loadings allocated to the contributing municipality are not exceeded.   

ii. The requirement shall specify that such Regulations and Local Limits shall be 

revised as necessary to reflect changes made to the District’s Regulations or 

revisions to the loadings allocated to the contributing municipality; 

iii. A requirement for the contributing municipality to submit a revised User 

inventory on at least an annual basis; 

iv. A provision specifying which pretreatment implementation activities, including 

IDP issuance, inspection and sampling, and enforcement will be conducted by the 

contributing municipality; which of these activities will be conducted by the 

District; and which of these activities will be conducted jointly by the 

contributing municipality and the District; 

v. A requirement for the contributing municipality to provide the District with 

access to all information that the contributing municipality obtains as part of its 

pretreatment activities; 

vi. Limitations on the nature, quality, and volume of the contributing municipality’s 

wastewater at the point where it discharges to the POTW; 

vii. Requirements for monitoring the contributing municipality’s discharge;  
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viii. Requirements for the contributing municipality to adopt water meter testing 

program and certify compliance with AWWA C700 requirements. Annually, the 

contributing municipality shall submit third party testing and calibration results 

of all tested meters, meter locations, and size; 

ix. A provision ensuring the District’s agent access to the facilities of Users located 

within the contributing municipality’s jurisdictional boundaries for inspection, 

sampling, and any other duties deemed necessary by the District’s agent; and 

x. A provision specifying remedies available for breach of the terms contained 

within the inter-municipal agreement. 

C. Inter-municipal agreements must receive NHDES and NH Attorney General 

approval. 

10. Reporting Requirements 

A. Periodic Compliance Reports 

i. All Significant Industrial Users shall, at a frequency determined by the 

Superintendent, but in no case less than twice a year (in June and December), 

submit a report indicating the nature and concentration of pollutants in the 

discharge that are limited by pretreatment standards and the measured or 

estimated average and maximum daily flows for the reporting period.  All 

periodic compliance reports shall be signed and certified in accordance with these 

Regulations. 

ii. All wastewater samples must be representative of the User’s discharge.  

Wastewater monitoring and flow measurement facilities shall be properly 

operated, kept clean, and maintained in good working order at all times.  The 

failure of a User to maintain its monitoring facility in satisfactory working 

condition shall not be grounds for the User to claim that sample results are 

unrepresentative of its discharge. 

iii. If a User subject to the reporting requirement in this section monitors any 

pollutants more frequently than required by the District, using the procedures 

prescribed in these Regulations, the results of this monitoring shall be included in 

the report. 

B. Reports of Changed Conditions 

i. Each Industrial User must notify the Superintendent of any planned significant 

changes to the User’s operations or system that might alter the nature, quality, or 

volume of its wastewater at least ninety (90) days before the change. Regarding 

this change: 

a. The Superintendent may require the User to submit such information as 

may be deemed necessary to evaluate the changed condition, including the 

submittal of an IDP application under these Regulations.  

b. Upon approval of the request by the District, an Indirect Discharge 

Request (IDR) will be submitted by the District to NHDES on behalf of 

the User.  All applicable NHDES review fees shall be paid by the User. 

c. Upon approval of the IDR by NHDES, the Superintendent may issue an 

IDP or modify an existing IDP in response to changed or anticipated 

changed conditions pursuant to these Regulations. 
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d. For purposes of this requirement, significant changes include, but are not 

limited to; flow increases above the permit limit and the discharge of any 

previously unreported pollutants. 

C. Reports of Slug/Potentially Adverse Discharges  

i. In the case of any discharge, including, but not limited to, accidental discharges, 

discharges of a non-routine or episodic nature, a non-customary batch discharge, 

or a slug load that may cause adverse impacts to the POTW, the User shall 

immediately notify the Superintendent and other District personnel of the 

incident.  This notification shall include identifying the location of the discharge, 

type of waste, concentration and volume, if known, and corrective actions 

conducted by the User. 

ii. Within five (5) days following such discharge, the User shall, unless waived by 

the Superintendent, submit a detailed written report describing the cause(s) of the 

discharge and the measures to be conducted by the User to prevent similar 

occurrences in the future.  Such notification shall not relieve the User of any 

expense, loss, damage, or other liability that may be incurred as a result of 

damage to the POTW, natural resources, or any other damage to person or 

property; nor shall such notification relieve the User of any fines, penalties, or 

other liability that may be imposed pursuant to these Regulations.  This report 

must be signed and certified in accordance these Regulations. 

iii. A notice shall be permanently posted on the User’s bulletin board or other 

prominent place informing employees of proper contact information in the event 

of a discharge.  Employers shall ensure that all employees who may cause a 

discharge to occur are advised of the emergency notification procedure. 

iv. The permittee shall notify the District immediately of any changes at its facility 

that may affect the potential for a slug discharge. The District may require the 

permittee to develop or modify a Slug Control Plan or take other actions to 

control slug discharges. 

D. Reports from Unpermitted Users 

i. All Users not required to obtain an IDP shall provide appropriate reports to the 

Superintendent as required. 

E. Notice of Violation/Repeat Sampling and Reporting 

i. If the results of sampling performed by a User indicate a violation, the User shall 

notify the Superintendent within twenty-four (24) hours of becoming aware of 

the violation.  The User shall also repeat the sampling and analysis and submit 

the results of the repeat analysis to the Superintendent within thirty (30) days 

subsequent to becoming aware of the violation.  The User is not required to 

resample if the Superintendent monitors at the User’s facility at least once a 

month or if the Superintendent samples between the User’s initial sampling and 

when the User receives the results of this sampling. 

F. Best Management Practices Reports 

i. Permitted industrial Users when required shall report on Best Management 

Practices activities undertaken to reduce or minimize their industrial wastewater 

discharges.   
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G. Analytical Requirements 

i. All pollutant analyses, including sampling techniques, to be submitted as part of a 

wastewater discharge permit application or report shall be performed in 

accordance with the techniques prescribed in 40 CFR Part 136, unless otherwise 

specified in an applicable categorical pretreatment standard.  If 40 CFR Part 136 

does not contain sampling or analytical techniques for the pollutant in question, 

sampling and analyses shall be performed in accordance with procedures 

approved by the District. 

H. Sample Collection 

i. Except as indicated below, the User shall collect wastewater samples using flow 

proportional composite collection techniques.  In the event flow proportional 

sampling is not feasible, the Superintendent may authorize the use of time 

proportional sampling or a minimum of four (4) grab samples where the User 

demonstrates that this will provide a representative sample of the effluent 

discharged.  In addition, grab samples may be required to demonstrate 

compliance with Instantaneous Maximum Allowable Discharge Limitations (e.g., 

screening levels established to protect worker health and safety).  A single grab 

sample may also be used in place of a composite sample with approval of the 

Superintendent when: 

a. The effluent is not discharged on a continuous basis (i.e., batch discharges 

of short duration) and only when the batch exhibits homogeneous 

characteristics (i.e., completely mixed) and the pollutant can be safely 

assumed to be uniformly dispersed; 

b. Sampling a facility where a statistical relationship can be established 

between previous grab samples and composite data;  

c. The waste conditions are relatively constant (i.e., are completely mixed 

and homogeneous) over the period of the discharge. 

ii. Samples for temperature, pH, cyanide, oil & grease, phenols, sulfides, and 

volatile organic compounds and all other pollutants as specified by 40 CFR Part 

136 must be obtained using grab collection techniques. 

iii. Using protocols (including appropriate preservation) specified in 40 CFR Part 

136 and appropriate EPA guidance, multiple grab samples collected during a 24-

hour period may be composited prior to the analysis as follows: for cyanide, total 

phenols, and sulfides the samples may be composited in the laboratory or in the 

field; for volatile organics and oil and grease, the samples may be composited in 

the laboratory. 

I. Timing 

i. Written reports will be deemed to have been submitted on the date postmarked.  

For reports that are not mailed by post, the date of receipt of the report shall 

govern. 
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J. Record Keeping 

i. Users subject to the reporting requirements of these Regulations shall retain and 

make available to the District or state officials for inspection and copying all 

records of information obtained pursuant to any monitoring activities, including 

documentation associated with Best Management Practices, required by these 

Regulations or an IDP. Said Users shall also retain and make available for 

inspection and copying any additional records of information obtained pursuant 

to monitoring activities undertaken independent of such requirements.  Records 

shall include the date, exact location, method, time of sampling, and the name of 

the person(s) obtaining the samples; the dates analyses were performed; who 

performed the analyses; the analytical techniques or methods used; and the 

results of such analyses.  These records shall remain available for a period of at 

least five (5) years, in accordance with Env-Wq 305.  This period shall be 

automatically extended for the duration of any litigation concerning the User or 

the District, or where the Superintendent has specifically notified the User to 

retain the records for a longer period.  Before destroying the records, the 

industrial User shall request and receive permission from the District. 
K. Any person proposing a change in the volume or character of pollutants that are 

being discharged into the sewer system shall notify the District at least thirty (30) 

days prior to the proposed change.  

11. Septage Disposal 

A. State Requirements:  NH RSA 485-A, or revisions thereto, and the State rules, 

regulations, standards, and procedures promulgated thereupon require that "any 

person, firm, corporation, municipal subdivision or institution who removes, 

transports, or disposes, or intends to remove, transport or dispose of any human 

excrement or other putrescible material by portable or mobile container shall hold 

an unrevoked permit for that purpose from the NHDES.” Therefore, the holding 

of such a permit shall be a condition precedent to the privileges to dispose such 

material at the District's wastewater treatment works.  Such permit, as required by 

NH RSA 485-A, shall be on file with the District. Upon renewal or revocation of 

such permit, the hauler shall be responsible for notification of such renewal or 

revocation to the District. 
B. Inter-municipal Agreements:  Towns of the State of New Hampshire are required to 

execute an annual or 5-year agreement for the disposal of septage generated within said 

town in accordance with RSA 53-A.  The District accepts inter-municipal agreements 

from any town within the State of New Hampshire with the payment of an annual fee per 

Appendix A.  

C. Septage Hauler Requirements:  Only haulers registered with the District will be 

allowed to discharge septage into the treatment works.  Such hauler may 

discharge septage to the facilities provided at the District's wastewater treatment 

works only after paying the charges as set forth in Appendix A. No person, firm, 

corporation, municipal subdivision, or institution shall discharge any toxic, 

poisonous, radioactive solids, liquids or gases, or the contents of grease, gas, oil 

and/or sand interceptors into the District’s wastewater treatment works. 
D. Septage Permits:  Any person, firm, corporation, municipal subdivision, institution, or 

hauler who conforms to RSA 485-A and intends to dispose of septage, human excrement 
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or other putrescible material within the limits of the POTW shall first obtain a permit 

from the District.   

i. Such permit issued by the District shall identify: 

a. The motor vehicle; 

b. The capacity of the tank; 

c. The NHDES permit number;  

d. Insurance carrier; and 

e. Any other details of compliance with the regulations of the NHDES. 

ii. The following conditions shall constitute conditions primary to the issuance of 

each permit by the District: 

a. Each septic tank truck shall be equipped with either a sight level by which 

the quantity of the contents of each tank may be ascertained by sight or an 

access port through which the quantity of the contents of each truck may 

be ascertained by depth measurements. 

iii. Prior to discharging the load, the hauler shall record the following information:  

a. Hauler’s name; 

b. Date of disposal; 

c. Time of disposal; 

d. Date and time pumped 

e. Volume disposed; 

f. Origin of load (property Owner’s name, address, and telephone number); 

and 

g. Nature of waste (i.e. grease or septage) being disposed. 

iv. Owners of “RVs” who intend to discharge the contents of holding tanks are 

exempt from the permitting process. 

v. Such record as described in Appendix I – Hauler’s Guide shall be located at the 

POTW. 
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XII. Water and Sewer Service Lines, Private Fire Protection 

Lines, Main Line Extensions, and Connections 
2. Installation, Ownership, and Maintenance 

A. The Owner of the property served shall own water and/or sewer service lines, 

appurtenances, and private fire protection lines.  The Owner is responsible for a 

water service line from the curb stop (or shutoff) to the building and a sewer 

service line from the public main to the building.  Said Owner shall keep service 

lines, private fire protection lines, and appurtenances in good repair and condition 

at all times. In addition to any other penalties, if not repaired within 10 days after 

receipt of notice by the District to do so, service to the property involved may be 

shutoff or terminated as provided in Section II(8)(A)(iii) above.   

B. The District has the right to work on a User’s service without permission if an 

emergency exists and in no event will the District be liable for any damages 

resulting there from.  The Owner shall indemnify the District from any loss or 

damage that may directly or indirectly be occasioned by a service installation 

and/or repair.   

C. Except as otherwise provided herein these Regulations, all costs and expenses 

incidental to the installation of service lines, appurtenances, private fire protection 

lines, or making connections of same with the public water and/or sewer, or 

making repairs, alterations, or extensions to such facilities, shall be borne by the 

Owners/Users of said facilities.  Any work completed by the District to a User’s 

service shall be at the discretion of the Superintendent and billed to the User, 

including a service surcharge of 15% for labor and materials.  All work to a 

service line whether it is completed by a User or the District staff shall have 

oversight or supervision by the Superintendent.  Service lines, private fire 

protection lines, and appurtenances are nontransferable and shall run with the 

property originally served by said facilities.  

3. Underground District Information 

A. NH RSA 374, as amended, sets forth certain procedures for obtaining information 

concerning underground utilities prior to making or beginning any excavation in 

any public street, alley, District easement, or right-of-way dedicated to the public 

use. Said sections also set forth penalties for failure to comply with the provisions 

of the statute when making connections to the water and/or the sewer system or 

installing service lines, appurtenances, private fire protection lines or making 

repairs, alterations, or extensions to such facilities. All persons who contract to 

make connections to the water and/or the sewer system, or install service lines and 

main lines, fire lines, appurtenances, or combination thereof, or to make repairs, 

alterations or extensions to sewer facilities shall comply with this statute. 
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i. Persons opening up, digging into, excavating, or tunneling in any public right-

of-way or District easement for the purpose of making connections to the water 

and/or the sewer system, or to install service lines, private fire protection lines, 

or appurtenances, or to make repairs, alterations, or extensions to such facilities 

shall first obtain in writing at the Owner/Applicants expense, necessary 

approvals, permits, licenses, surety bonds, and/or public liability insurance 

certificates that may be required by the agency or person having jurisdiction and 

control over such public rights-of-way, or District easements.   

ii. Permits for excavating within public rights-of-way and easements under the 

jurisdiction and control of the District may be obtained from the District.  

Information concerning permits for excavating within public rights-of-way 

under the jurisdiction and control of Town and the State may be obtained by 

contacting the Town of Plymouth Highway Department and the NHDOT 

respectively.  Streets, sidewalks, parkways, and any other public property 

disturbed during the work shall be restored in a manner satisfactory to the public 

authority having jurisdiction and control over such public property. 

4. Traffic Control and Construction Signing 

A. When working within public rights-of-way or District easements, persons making 

connections to the water and/or sewer systems, or installing service lines, private 

fire protection lines, or appurtenances, or making repairs, alterations, or 

extensions to such facilities shall comply with the traffic control and construction 

signing standards of the agency having jurisdiction and control over the rights-of-

way and District easements involved.  In any case, all excavations shall be 

adequately guarded with barricades and lights to protect the public from hazard. 

5. Arrangement and Location 

A. Separate and independent water and sewer service lines shall be provided for each 

individual building or living unit under separate ownership.  Water and/or sewer 

service lines shall be connected to the water and/or the sewer system located 

within the public right-of-way abutting and fronting the property to be served and 

within the limits of the property frontage on the right-of-way involved.  In 

addition, whenever possible, the service lines shall be installed perpendicular to 

the public right-of-way containing the water and/or the sewer system with at least 

ten (10) feet horizontal separation, and at least eighteen (18) inches vertical 

separation (water above sewer).  The District shall approve the location and 

arrangement of all service lines prior to construction of such facilities.  

B. A separate and independent building lateral shall be provided for every building, 

except where one building stands at the rear of another on an interior lot and no 

private sewer is available or can be constructed to the rear building through an 

adjoining alley, court, yard, or driveway.  In such cases, the front building lateral 

may extend to the rear building and the whole considered as one building lateral, 

but the District does not and will not assume any obligation or responsibility for 

damage caused by or resulting from any such single connection. 
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6. Multiple Building Service Agreements 

A. When it is determined by the District that it is impractical to construct an 

independent and separate service line, or private fire protection line to serve each 

building, or a group of buildings, such as mobile home courts, planned unit 

developments, and large commercial or industrial establishments, which are 

located on a single parcel of land under ownership by a single entity, the District 

may allow more than one separate building to be served by a single service line or 

a Main Line extension. 

7. Minimum Diameter of Water Service Lines 

A. The minimum diameter of water service lines to be installed to serve any property 

shall be three quarter (¾) inch and the minimum diameter of fire lines shall be six 

(6) inches.  In new development with Main Line Extensions, however, the 

minimum diameter for water service lines shall be one (1) inch.   The 

Superintendent shall determine the size and material of pipe in accordance with 

conditions surrounding the extension including the possibility of future extensions 

or additions of the Fire Protection Service.  Typically, all Main Line Extensions 

will be a minimum size of eight (8) inches in residential areas, and a minimum 

size of twelve (12) inches in commercial or industrial areas.  Water service lines 

shall be installed with a minimum number of joints and be of uniform diameter 

from the public water main in the public right- of-way to the District water meter.  

Private fire protection lines shall be of the same diameter from the public water 

main in the public right-of-way to the building to be saved. In any case, the 

diameter of water service lines, private fire protection lines, or combinations 

thereof shall be subject to the approval of the District Superintendent and shall be 

based on the criteria stated in Appendix E of the International Plumbing Code. 

8. Size and Slope of Sewer Services 

A. The size and slope of the sewer service lines shall be subject to the approval of the 

District, but in no event shall the diameter be less than four (4) inches for 

residential services and six (6) inches for commercial services.  The slope of the 

sewer service line shall not be less than 1/8 inch per foot and, whenever possible 

1/4 inch per foot minimum must be maintained.  

B. Existing building laterals may be used in connection with new buildings only 

when they are found, on examination and test by the Superintendent, to meet all 

requirements of these Regulations.  The minimum size for commercial services 

shall be six (6) inches regardless of the condition of the existing service. 

Commercial services shall only be reused if they are ductile iron, HDPE or PVC 

and found to be in good condition, alignment and of proper size.  Other pipe types 

shall only be reused if they are slip-lined with an approved material, provide they 

are found to be in other wise good condition, alignment and of proper size.   

C. The size, slope, alignment, materials of construction of a building lateral, and the 

methods to be used in excavating, placing of the pipe, jointing, testing, and 

backfilling the trench, shall all conform to the Districts Construction and 

Materials Specifications (see Appendix D), the requirements of the International 

Plumbing Code, NHDES rules, or other applicable rules and regulations of the 

District.   
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D. During construction of a new sanitary sewer main, the District may construct the 

service connections for existing buildings to the curb, the property line, or the 

edge of the right-of-way.  Construction of the building lateral, including 

connection to the structures served, shall be the responsibility of the Owner of the 

improved property to be connected; and such Owner shall indemnify and hold 

harmless the District, its officers, and agents from all loss or damage as a result, 

directly or indirectly due to the construction of a building lateral on the Owners 

premises or its connection to the service.  The Owner shall thereafter be obligated 

to pay all costs and expenses of operation, repair and maintenance, and of 

reconstruction (if needed) of the building lateral and service connection beginning 

at the public sewer and ending at the building. 

E. In all buildings in which any building sewer is too low to permit gravity flow to 

the public sewer, sanitary sewage conveyed by such building sewer shall be lifted 

by an approved means and discharged to the building lateral at the Owner's 

expense.  Pumping systems shall provide adequate storage for a minimum 24-

hour power outage and a minimum of one pump run per day. 

i. All sewer services where the basement floor is below the sewer main shall have 

a check valve installed in the service line to prevent backflow into the building. 

9. Depth of Sewer Services 

A. Whenever possible, the building sewer shall be connected to the building at an 

elevation below the basement floor.  No building sewer line shall be laid parallel 

to within three feet (3’) of a weight bearing wall.  In all buildings in which any 

building drain is too low to permit gravity flow to the public sanitary sewer, 

wastewater carried by such building drain shall be lifted by an approved means 

and discharge to the building sewer.  In cases where the building sewer is 

installed less than five (5) feet below grade a minimum of two (2) inches of rigid 

foam insulation is required above of the sewer service to prevent freezing.   

10. Materials and Methods of Construction 

A. The materials and methods of construction used in the installation of water and 

sewer service lines, private fire protection lines, and appurtenances; their 

connection with the water and/or the sewer system; and the repair, alteration, or 

extension of such facilities shall all conform to the requirements of the 2009 

International Plumbing Code, Env-Wq 700 Standards, ASTM, and ANSI/AWWA 

standards. In addition, all joints and connections to the water service line or 

private fire protection line, including connection with the public water main, shall 

be watertight and sustain a pressure of not less than one hundred fifty (150) 

pounds or one and a half (1.5) times the static pressure of more than one hundred 

(100) PSI, not to exceed two hundred (200) PSI for a duration of one (1) hour.  

All joints and connections to the sewer service line must be gas tight, watertight 

and must hold a positive pressure of four (4) PSI over a period of five (5) minutes 

with a maximum pressure loss of one (1) PSI.  Traffic control and construction 

signing, trench excavation, backfilling, compaction, and surface restoration shall 

all comply with the requirements of the NHDOT and the agency having 

jurisdiction and control over the rights-of-way and District easements affected by 

such work. 
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B. All services with a Food Service Facility shall provide a grease removal system 

sized pursuant to Appendix G.  

C. Suitable provisions shall be made at the industrial User’s connection for sampling, 

which responsibility shall rest with the Owner and User.  Sewer manholes are 

required at the connection of any commercial or industrial establishment and the 

District’s sewer main. 

D. The Superintendent shall maintain a record of all connections made to public 

sewers under these Regulations and all repairs and alterations made to building 

connections connected to or discharging into public sewers and of the District or 

intended to discharge.  Whenever a connection is made or repair performed, it is 

the Owner(s) or User(s) responsibility to provide such technical information to the 

District for such records.   

E. Every building sewer shall be maintained in a sanitary and safe operating 

condition by the Owner. 

F. When a building is demolished and not immediately replaced, the Owner shall 

notify the District and provide plans to adequately seal off the building sewer 

where it connects to the public sewer.  Water shall be disconnected at the 

corporation with the main. 

G. These Regulations prohibit garbage grinding or shredding devices and they shall 

not be connected to any sanitary sewer. 

11. Curb Valve 

A. A separate and easily accessible curb valve and cast-iron curb box meeting the 

requirements of the AWWA shall be installed at or near the property line on each 

water service line, or combination thereof at the expense of the User requesting 

such water service line, fire line, or combination thereof.  The specific location 

and arrangement of the curb valve and curb box on the water service line, private 

fire protection line, or combination thereof shall be as designated and approved by 

the District.   

B. The District shall always maintain the curb valves and curb boxes in good repair 

and condition. If it is found that a curb valve and curb box is damaged and/or 

tampered with in any way (other than normal wear and tear), the Owner/User is 

responsible for the repair and/or replacement of the curb valve and curb box.  

After being given 30 days written notice of its damage, the District may repair the 

curb valve and curb box at the User’s expense. 

12. Point of Connection to Water System 

A. The point of connection of a water service line, private fire protection line, or 

combination thereof with the water system shall be determined and approved by 

the District prior to making such connection.  Where a water service line, private 

fire protection line, or combination thereof has previously been stubbed to the 

property line of the property to be served, the connection shall be made to the 

stubbed-out water service line, private fire protection line, or combination thereof 

to provide the required service to said property.  

13. Booster Stations and High Service Areas: 

A. When a new service(s) or main extension results in pressure variations exceeding 

the limits of sound engineering practice, the District shall require any of the 

following at its discretion:  
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i. Booster station, booster pump(s) or pressure reducing devices. 

a. Booster stations shall be constructed in accordance with the District 

specifications and shall be paid for by the User unless otherwise approved 

by the District. These shall be inspected, approved, and owned by the 

District. 

b. Booster pumps and pressure reducing devices shall be installed by a 

plumber according to the International Plumbing Code 2009, at the 

Applicant’s expense, and inspected by the District. 

14. Point of Connection to Sewer System 

A. The connection of the sewer service line with the sewer system shall be made at 

the wye or tee branch installed to serve the property involved.   In the event there 

is no record on file at the District of a “Y” or “T” branch for the property to be 

served, or if there is no “Y” or “T” branch available within five (5) feet from 

either side of the location given by the District for said “Y” or “T” branch, the 

person installing the wastewater service line may be permitted by the District to 

tap the public sanitary sewer and install an approved sewer pipe saddle or install a 

new manhole.  The tapping of the public sanitary sewer and the installation of the 

sewer pipe saddle, or installation of a new manhole as well as any work 

appurtenant thereto, shall be subject to the approval of the District Superintendent 

and shall be at the expense of the Owner/User.  The tapping of any public sanitary 

sewer shall be only after receiving permit approval from the District 

Superintendent, and then only in full compliance with such methods, procedures, 

and conditions the District Superintendent may prescribe.  

15. Inspection and Tapping Notification 

A. Owner/Users for water and sewer service line connection permits shall notify the 

District forty-eight (48) hours in advance of when the facilities authorized to be 

installed by the permit are ready for inspection and/or connection to the District 

systems.  If tapping is necessary, the Owner/User shall hire a contractor, at the 

Owner/User’s expense, to conduct the tapping during the inspection.  Upon such 

notification, the District shall, whenever possible, schedule the inspection on or 

before the next regular working day for the District immediately following such 

notification.  No inspections or taps will be made after Regular Working Hours, 

on Saturdays, Sundays, or District holidays.  Persons requesting an inspection 

shall be ready to have the inspection at the time designated by the District. 

B. Suitable provisions shall be made at the point of connection for testing according 

to Appendix D the responsibility of which shall rest with the holder of the water 

and/or sewer connection permit.  The connection and testing shall be made under 

the oversight of the District’s representative.  This requirement shall also apply to 

repairs or alterations to building connections, drains, or pipes thereto.  No 

building lateral or water service shall be covered until it has been inspected and 

approved by the District.  If any part of a building lateral or water service is 

covered before being inspected and approved, it shall be uncovered at the cost and 

expense of the Owner of the property to be connected to the water and/or sewer. 
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16. Damage to Water and/or Sewer System 

A. The person installing water or sewer service lines, fire lines, or appurtenances, or 

making connections to the water and/or the sewer System, or making repairs, 

alterations, or extensions to such facilities shall cause to be immediately repaired 

at their expense any damage to the water and/or the sewer system public water 

main occasioned by their operations. 

B. Keeping Sewers Clean 

i. During a contractor’s operation, a person installing sewer service lines and 

appurtenances, or making connections to the sewer system, or making repairs, 

alterations or extensions to such facilities shall not allow any ground water, 

surface water, mud, gravel, sand, rock, septage, or other similar type materials 

to enter the sewer system.  Any foreign material which accidentally enters the 

sewer system shall be immediately removed by such person at their expense.  

In addition, said persons shall become liable to the District for any expense, 

loss or damage occasioned to the District because of their failure to prevent 

foreign material from entering the sewer system. 

17. Protective Devices for Water System 

A. When it is deemed by the District Superintendent that such protective devices are 

necessary to protect another User’s facilities and/or the water system, the District 

may require a User to install, as a condition of continued water service and at the 

User’s expense an approved expansion tank, pressure reducing valve, backflow 

prevention device, pressure relief valve, or any other similar type device on 

User’s water service line at a location designated by the District Superintendent.  

The User shall be responsible for keeping such protective devices in good repair 

and effective operating condition at all times, and failure to do so shall be just 

cause to shutoff or terminate water service to the property involved. 

18. Private Fire Protection Lines 

A. Private fire protection lines shall be applied for and installed in compliance with 

the appropriate requirements of this section, and, in addition, shall comply with 

the District’s standards of design and construction for private fire protection lines.   

B. A private fire protection line shall not be interconnected with domestic service 

pipes downstream of the curb valve, and each private fire protection line shall 

have its own independent curb valve, which is located at or near the water main in 

the street at a point designated by the District.   

C. Users shall only draw water from private fire protection lines for fire protection 

purposes only.  Users found by the District to be using water from private fire 

protection lines for other than fire protection purposes may have water service 

immediately shutoff or terminated by the District.  If the District turns off a 

User’s private fire protection line because of non-payment or non-compliance 

with these regulations, the District shall immediately notify the Plymouth Fire 

Department of said turnoff.   
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D. All private fire protection lines which connect to the District water supply system 

shall have approved backflow prevention devices installed on same to prevent 

backflow into such system.  In addition, private fire protection line loops 

connecting with the District water supply system at more than one location shall 

have approved check valves installed on the private fire protection line loops to 

prevent circulation of water through User’s private fire protection lines into the 

District water supply system.  

E. Private fire protection includes fire hydrants and sprinkler systems.  Users must 

apply for these services on forms provided by the District with engineered plans 

attached.  All sprinkler system plans and permits must be reviewed and approved 

by the Plymouth Fire Chief before submitting to the District for final permit 

approval.   

F. The entire cost of installing a private fire service from the main to the property 

line will be paid by the User.  The User will bear all risk and costs for 

replacement of services.  All work on the User’s premises will be performed by 

the User or agent of the User.  Charges for hydrants and sprinkler systems shall be 

billed on quarterly basis.  See Rate Schedule, Appendix B. 

G. A gate valve controlling the entire supply will be placed on the fire service at a 

location accessible to the District. 

H. The private fire service will be subject to a sprinkler inspection, test, and approval 

of the Plymouth Fire Department before the service is made effective. 

I. The User will notify the District and the Plymouth Fire Department prior to 

routine flushing and immediately after any use of a sprinkler system.   

J. A detector check valve with a by-pass, along with an approved backflow 

prevention device will be furnished and installed by the User in accordance with 

District requirements just inside the building wall or other convenient location on 

the User’s premises as designated by the District. 

K. No pipe or fixture connected with a private fire service connection served by the 

District will be connected with pipes or fixtures supplied with water from any 

other source. 

L. Fire pumps and booster pumps of any nature may be connected only after 

notification to the District and will be constructed in such manner to prevent cross 

connections and vacuum.  Owners and operators of such equipment are liable for 

any and all damages to District or other Users’ property during such operations.  

A low-pressure cut-off device approved by the District and Plymouth Fire 

Department will be installed at the User’s expense and risk. 

M. The User or an insurance inspector may test private fire service, provided the 

District is given adequate notice of the test date and time and the testing is 

conducted in the presence of a District agent to cause the least possible 

inconvenience to the District’s other Users. The User shall maintain all fire 

service appurtenances located on his premise in good repair. 
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XIII. Fire Hydrants  
1. Public Fire Hydrants 

A. Hydrants are used to extinguish fires, for training, or for such other purposes as may be 

approved by the Superintendent and as may be agreed to by the District and the 

Plymouth or Holderness Fire Departments.  In no case shall hydrants be opened by any 

person other than District staff, members of the Plymouth or Holderness Fire 

Departments, or duly authorized representative of the District.  

B. A public fire hydrant is defined as one located on a street, highway, right of way, or 

municipal property with the approval of the Plymouth or Holderness Fire Departments 

and the District. 

C. If the Fire Departments require any User/developer to provide and install a new public 

fire hydrant on existing or new water main the installation will be constructed at the 

expense and risk of the User/developer. 

D.  New fire hydrants will be requested by the District or Plymouth or Holderness Fire 

Departments and approved by the District after review of sound engineering principles 

and as recommended by the District. 

2. Operation of Public Fire Hydrants 

A. No person, other than authorized District employees, shall open or operate any public 

fire hydrant without permission of the District.  A member of the Plymouth or 

Holderness Fire Departments shall only operate public fire hydrants during an 

emergency or an authorized training exercise.  The District will make inspections and 

tests of public hydrants upon approval by the Plymouth or Holderness Fire Departments 

at convenient times and reasonable intervals.  

B. The District shall be notified after any hydrant has been opened by the Plymouth or 

Holderness Fire Departments. 

3. Relocation of Public Fire Hydrants 

A. Fire hydrant installations shall be deemed permanent once installed.  Requests for the 

District to relocate fire hydrants shall be considered only in the event the expenses of 

relocating the fire hydrant will be borne by the individual or entity requesting the 

relocation.  

4. Obstructing Public Fire Hydrants 

A. No person shall obstruct access to public fire hydrants by constructing fences or other 

structures or by piling snow within fifteen (15) feet of a hydrant in such a manner as to 

prevent ready access to the public fire hydrants.  In addition, no person shall plant trees, 

shrubs, bushes, or other plantings in such a manner as to prevent ready access to the 

public fire hydrants.  Further, no person shall change the ground surface level in and 

around a public fire hydrant to render the hydrant inaccessible and/or inoperable.  Any 

person found in violation of this Regulation shall be given written notice to remove such 

obstruction at the Users expense and if such violation is not corrected by the person 

involved within 10 days from receipt of written notice, the water supply to said person’s 

property shall be turned off by the District, in accordance with RSA 38:31. 
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5. Damages to Public Fire Hydrants 

A. Any person damaging or defacing a public fire hydrant shall be responsible to the 

District for the repair of such damage.  The District will replace obsolete or worn public 

fire hydrants at its expense. 

6. Painting of Public Fire Hydrants 

A. The painting of public fire hydrants shall be accomplished only by employees of the 

District or individuals authorized to do so by the District.  All public fire hydrants shall 

be painted using the District’s standard color scheme. 

7. Private Fire Hydrants 

A. The User owns private fire hydrants. The costs of installing, operating, maintaining, and 

replacing such hydrants shall be at the expense of the User.  The User shall pay to the 

District the rates in accordance with the District’s approved rate schedules in Appendix 

B. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



66 
 

Appendices  

I. Appendix A Sewer Rates and Schedule ……………………………………………………..67 

II. Appendix B Water Rates and Schedule ………………………………………………………69 

III. Appendix C Daily Flow Volume Estimation ……………………………………..…………71 

IV. Appendix D Construction and Material Specifications ……………………………..……….76 

V. Appendix E Industrial Users ……………………………………………………………..…..84 

VI. Appendix F Applications ……………………………………………………………..……...92 

VII. Appendix G Fats, Oil, and Grease Control …………………………………………………..99 

VIII. Appendix H Map of Territory ………………………………………………….……………105 

IX. Appendix I Hauler’s Guide for the Current Method of Septage Disposal …………………106 

X. Appendix J Cross-Connections ……………………………………………………………..107 

XI. Appendix K Pretreatment of Industrial Wastes ……………………………………………..110 

XII. Appendix L Abbreviations and Definitions …………………………………………………114 

 
 

 



67 
 

Appendix A Sewer Rates and Schedule 

Description Effective 08/01/18 

 

Application/Inspection Fee: 

 

    New Service, residential $250.00 

    New Service, commercial/industrial $500.00 

    Sewer Main Extension, application only $500.00 

Engineering Review Deposit1 $500.00 minimum 

Legal Review Deposit1 $500.00 minimum 

 

Access Fee (one-time fee with application) 

 

    Single Family Residence (up to 4 bedrooms) $1,500.00 

    Additional Bedrooms (each additional units) $375.00 

    Commercial/Industrial (minimum is $2000.00) Total gallons/day x $2.00 

 

User Fees (quarterly) Rates 

 

    Unmetered2 See current yearly rates 

    0 – 5,000 gallons (basic charge) See current yearly rates 

    5,001 gallons and up (per 1,000 gallons) See current yearly rates 

 

User Fees (quarterly w/ 10% senior discount) 

 

    Unmetered See current yearly rates 

    0 – 5,000 (basic charge) See current yearly rates 

    5,001 gallons and up (per 1,000 gallons) See current yearly rates 

 

Meter Charge (quarterly) 

 

      .75” meter $9.00 

    1.00” meter $13.25 

    1.50” meter $26.50 

    2.00” meter $54.25 

    3.00” meter $104.50 

    4.00” meter $185.75 

  

  

  

  

  

  

  

 

 

 

                                             Page 1 

                                                           
1 Any balance will be returned to the applicant.  Balance due for legal and/or engineer that is in excess of the 

minimum deposit, is the responsibility of the applicant and will be billed at completion of the review. 
2 Calculated by applying a 25% surcharge above annual average domestic bill. 
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Description 

Returned Check Fee $25.00 

Account Transfer Fee (billed to seller) $50.00 

 

Labor Charges (All hourly rates one hour minimum) 

 

    Per employee – regular hours $50.00/hour 

    Per employee – after hours $75.00/hour 

  

Flow & Strength Charge per 1000 gallons  

Category A BOD/TSS <250 mg/L (most residential 

accounts) 

$62.00 (basic charge <5,000 

gallons) + $11.77 per T >5,000 

gallons 

Category B BOD/TSS >250 mg/L <400 mg/L $68.20 + $12.95 per T >5,000 

gallons (10% higher than Cat. A) 

Category C BOD/TSS >400 mg/L $75.02 + $14.25 per T >5,000 

gallons (10% higher than Cat. B) 

Category C includes all facilities with BOD and/or 

TSS >400 mg/L and All Food Preparation 

Establishments without Approved Grease Removal 

Systems 

$112.53 + $21.38 per T >5,000 

gallons (50% higher than Cat. C) 

Industrial Discharge Permit Application:  

Class 1: $500.00/year 

Class 2: $250.00/year 

Class 3: $50.00/year 

 

Septage Fees 

 

    Septage Disposal (250-gallon minimum)-Towns 

     w/ agreements 

$0.07/gallon 

    Disposal for Towns with restrictions-No 

    Agreement 

$0.08/gallon 

    Holding Tanks (1,000-gallon minimum) $70.00 per 1,000 gallons 

    Recreational Vehicles (100 gallon minimum) $5.00 per 100 gallons 

 

Liquid Sludge (Municipal, Commercial, Industrial) 

 

$75.00 per 1,000 gallons 

 

Repair Parts 

 

Cost plus 15% 

 

Sewer CCTV Inspection 

 

    Use of camera  1.00 per foot (100’ minimum) 

    Labor 2 Staff minimum 

 Page 2 
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Appendix B Water Rates and Schedule  
Description Effective 08/01/18 

 

Application/inspection fee: 

 

      New Service, residential $250.00 

      New Service, commercial/industrial $500.00 

      Private Fire Protection $250.00 

      Irrigation $250.00 

      Water Main Extension, application only $500.00 

Engineering Review Deposit3 $500.00 minimum 

Legal Review Deposit1 $500.00 minimum 

Access Fee (one-time fee with application)  

       Single Family Residence (up to 4 bedrooms) $1,500.00 

       Additional Bedrooms (each additional unit)  $375.00 

       Commercial/Industrial (minimum is $2,000.00) Total gallons/day x $2.00 

       Fire Protection $500.00 

       Irrigation $500.00 

 

User Fees (quarterly) 

 

 

      Unmetered See current yearly rates 

      0 – 5,000 gallons (minimum) See current yearly rates 

      5,001 gallons and up (per 1,000 gallons) See current yearly rates 

 

User Fees (quarterly w/senior discount) 

 

      Unmetered See current yearly rates 

      0 – 5,000 gallons (basis charge) See current yearly rates 

      5,001 gallons and up (per 1,000 gallons) See current yearly rates 

 

Meter Charge (quarterly)   

 

        .75” meter $9.00 

      1.00” meter $13.25 

      1.50” meter $26.50 

      2.00” meter $54.25 

      3.00” meter $104.50 

      4.00” meter $185.75 

 

Fire Protection Charge (quarterly) 

 

      Private Hydrant $50.00 

      Sprinkler $50.00 

Hydrant Flow Test $200.00 

 

Recovery Charge:  Tenney Mountain Highway (one time) 

 

        .75” meter $290.00 

       1.00” meter $368.00 

       1.50” meter $474.00 

                                                           
3 Any balance will be returned to the applicant.  Balance due for legal and/or engineering that is in excess of the 

minimum deposit, is the responsibility of the applicant and will be billed at completion of the review. 
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       2.00” meter 

Page 1 

$763.00 

       3.00” meter $2,895.00 

       4.00” meter $3,685.00 

 

Backflow Tests 

 

      Initial test $60.00 

      Retest $60.00 

 

Returned Check Fee 

$25.00 

 

Account Transfer Fee/Final Meter Read Included 

$50.00 

 

Labor Charges4 (All hourly rates one hour minimum) 

 

       Per employee – regular hours $50.00/hour 

       Per employee - after hours $75.00/hour 

       Water on or off – regular hours $50.00 

       Water on or off – after hours $75.00 

       Water on or off – Saturday, Sunday, Holiday $100.00 

 

Field Inspections for new developments 

 

$100.00/hour 

 

Meter Accuracy Tests 

 

        First test No charge 

        Repeated tests (per test) $50.00 

 

Repair Parts 

 

Cost plus 15% 

Replace damaged meter Cost plus 15% 

 

Meter and Meter Part Charges 

 

         .75” meter and horn Cost plus 15% 

       1.00” meter and horn Cost plus 15% 

       1.50” meter and horn Cost plus 15% 

       2.00” meter and horn Cost plus 15% 

         .75” used meter for outdoor use-Deduct Meter $110.00 

         .75” meter horn Cost plus 15% 

       1.00” meter horn Cost plus 15% 

         .75” frost plate Cost plus 15% 

       1.00” frost plate Cost plus 15% 

Page 2 

 

 

 

 

 

 

 

                                                           
4 These rates apply to the wastewater division as well. 
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Appendix C Daily Flow Volume Estimation 

1. In order to determine the estimated flow in gallons per day (GPD) for a water and 

sewer connection permit application, the flow estimation shall be determined as 

specified in this section. For existing uses, flow shall be based on: 
A. Metered water readings for the use as specified in (d), below, if available; or  

B. The unit design flows listed in Table 1008-1. 

2. For new uses, flow shall be based on: 
A. The unit design flows listed in Table 1008-1; or 

B. Metered water readings for uses that are as similar as possible to the proposed use, 

taking into consideration factors such as occupancy and frequency of use, 

determined as specified in 4. below. 

3. Design flows based on metered water readings shall be calculated: 

A. By finding the average of water meter readings over a period of time that is 

representative of the volume of water used and multiplying the average by a 

minimum peaking factor of 2 for commercial light flow or a maximum peaking 

factor of 3 for commercial heavy flow; or  

B. By measuring not less than 6 months of consecutive daily meter readings, 

including the month(s) of heaviest use for uses that are seasonal in nature, and 

using the highest daily flow without application of a peaking factor; 

 

4.  The unit design flow figures referenced in 1B and 2A, above, shall be as listed in 

Table 1008-1, below, subject to (6), below:  

 

NH DES Table 1008-1: Unit Design Flow Figures   2016-19 Adopted to be effective 10-

01-16 41, as amended 

 

Use Unit       Design Flow 

AIRPORTS 5 GPD/Transient plus 

10 GPD/Employee 

APARTMENTS See Dwellings 

BARS, LOUNGES See Food Service 

BED & BREAKFAST 60 GPD/Guest, based 

on the greater of 2 

guests per room or the 

actual number of guests 

the room is designed to 

accommodate, plus 10 

GPD/Employee 

 

BUNKHOUSE      60 GPD/Person 

CAMPS:  Campground with 

Central Comfort Station 

45 GPD/site, plus 20 

GPD/Site for the dump 

station 
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Recreational Campgrounds with 3-way hookups  60 GPD/Site 

Construction Camps     50 GPD/Person 

Day Camps (not including meals)    15 GPD/Person 

Use Unit       Design Flow 

Dining Facility      3 GPD/Person/meal 

Residential Youth Recreation Camps   25 GPD/Person plus 3 

GPD/Person/meal 

CATERERS – Function Rooms    12 GPD/patron 

CHURCHES:  

Sanctuary Seating      3 GPD/Seat 

    Church Suppers      12 GPD/Seat 

COUNTRY CLUBS – PRIVATE  

Dining Room 10 GPD/Seat 

Snack Bar       10 GPD/Seat 

Locker & Showers      20 GPD/Locker 

DAY CARE CENTERS     10 GPD/Person 

DENTISTS       10 GPD/Chair plus 35 

GPD/Staff Member 

DOCTOR’S OFFICES     250 GPD/Doctor 

DOG KENNELS      50 GPD/Kennel, with 

one dog per kennel 

DWELLINGS:  

Apartment - Studio or One-Bedroom       225 GPD 

Apartment - 2 or More Bedrooms    150 GPD/Bedroom 

Residence - Single-Family     300 GPD plus 150 GPD 

for each bedroom over 

2 

Residence - Duplex   300 GPD plus 150 GPD 

for each bedroom over 

2 for each unit 

Rooming House – With Meals    60 GPD/Person 

Rooming House – Without Meals    40 GPD/Person 

Senior Housing See Senior Housing 

 

 

FACTORIES (Exclusive of Industrial Waste):  

Without Cafeteria or Showers    10 GPD/Person 

With Cafeteria, No Showers    15 GPD/Person 

With Cafeteria and Showers    20 GPD/Person 

Warehouses      10 GPD/Person 

FIRE STATIONS – Without full-time employees; without floor 

drains or food preparation  

5 GPD/Person 

FOOD SERVICE:  

Cafeteria or table service, plus toilet and kitchen waste   

  

40 GPD/Seat plus 20 

GPD/Employee 
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Cafeteria or table service, paper service, plus toilet and kitchen 

waste     

20 GPD/Seat plus 20 

GPD/Employee 

Ice cream dipper      100 GPD/dipper plus 20 

GPD/Employee 

Kitchen Waste only      3 GPD/Meal served 

plus 20 GPD/Employee 

Bars and lounges      20 GPD/Seat plus 20 

GPD/Employee 

Function Rooms      12 GPD/Seat plus 20 

GPD/Employee 

GYMS       10 GPD/participant plus 

3 GPD/Spectator seat 

HAIRDRESSERS      150 GPD/Chair plus 20 

GPD/Employee 

Use Unit       Design Flow 

HOSPITALS       200 GPD/Bed plus 20 

GPD/Employee 

HOTELS AND MOTELS     200 GPD/Room plus 10 

GPD/Employee 

INSTITUTIONS OTHER THAN HOSPITALS See Residential 

Institutions 

 

LAUNDROMATS, COIN-OPERATED   500 GPD/Machine 

LOUNGES See Food Service, Bars/Lounges  

MANUFACTURED HOUSING PARKS   

 

150 GPD/ 

Bedroom/Site with 300 

GPD/Site minimum 

MOTELS, see HOTELS  

NURSING HOMES      125 GPD/Bed plus 20 

GPD/Employee 

OFFICE BUILDINGS:  

Without Cafeteria     10 GPD/Employee 

With Cafeteria      15 GPD/ Employee 

Unspecified Office Space     5 GPD/100 ft2 

PICNIC PARKS See Recreational Facilities  

Toilet Waste Only      5 GPD/person 

RECREATIONAL FACILITIES  

With Showers and Toilets     10 GPD/person 

RESIDENTIAL INSTITUTIONS OTHER THAN HOSPITALS 

AND NURSING HOMES  

135 GPD/Bed plus 20 

GPD/Employee 

RESTAURANTS See Food Service 

SCHOOLS: 

 

Boarding       100 GPD/resident 

student or employee 

plus Day School 
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loading for non-resident 

students and employees 

Day, Without Gym, Cafeteria, or Showers   10 GPD/student or 

employee 

Day, Without Gyms or Showers, with Cafeteria  15 GPD/student or 

employee 

Day, With Gyms, Showers, and Cafeteria   25 GPD/student plus 15 

GPD/employee 

SENIOR HOUSING   

 

125 GPD/2 Bedroom 

unit, maximum 2-

person occupancy 

SERVICE STATIONS     75 GPD/Island plus 10 

GPD/Employee 

SKATING RINKS See Gyms  

SKI AREAS See Recreational Facilities  

STORES:  

Goods       5 GPD/100 ft2 plus 10 

GPD/employee 

Dry Supermarkets with Meat Dept. without  

Garbage Grinder     

7.5 GPD/100 ft2 

Supermarkets with Meat Dept. with  

Garbage Grinder     

11 GPD/100 ft2 

SWIMMING POOLS, Public See Recreational Facilities  

TENNIS COURTS See Recreational Facilities  

Use Unit       Design Flow 

THEATERS       3 GPD/Auditorium 

Seat/Show 

TOWN HALLS      5 GPD/Seat for total 

seating capacity 

TOWN OFFICES      

 

10 GPD/Office 

employee plus 5 GPD 

/Transient 

TRAVEL TRAILER PARKS See Camps  

WAREHOUSES See Factories  

   

5. For any combination of uses, such as a day camp that serves meals, a recreational 

facility with a cafeteria, a ski area that also has a day care, or a single-family 

residence with a studio or 1-bedroom apartment, the loading shall be the combined 

total of the loading for the separate uses. 

6. For any structure where the use is not listed in Table 1008-1, the permitted designer 

shall submit documentation to support the estimated maximum daily flow. 
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EXAMPLES of Water & Sewer Connection Fees for New Construction 

 

#1 Residential Connection (450 GPD) 

The owner of a residence who applies for a 5-bedroom residential water and sewer connection 

will pay a Water and Sewer application/inspection fee of $500, a Water Access Fee of $1,875 

and a Sewer Access Fee of $1,875 for a total of $4,250.  These fees are calculated as follows: 

a) Water and Sewer Application/Inspection Fee: $250 + $250= $500 

b)  Water Access Fee: 450 gpd (up to 4 bedrooms) $1,500 + $375 (1 additional bedroom) 

= $1,875 

c)  Sewer Access Fee: 450 gpd (up to 4 bedrooms) $1,500 + $375 (1 additional bedroom) 

= $1,875 

 

#2 Hotel (with 30 rooms containing 2 double beds each and 5 employees) 

The owner of a hotel who applies for a commercial water and sewer connection, private fire 

protection, and irrigation will pay a Water and Sewer application/inspection fee of $1,000, Water 

Access Fee (30 rooms x 200 gpd + 5 employees x 10 gpd) of $12,100, a Sewer Access Fee of 

$12,100, an engineering review deposit of $1,000, a private fire protection fee of $500, and an 

irrigation fee of $500 for a total of $27,200.  These fees are calculated as follows: 

a) Water and Sewer Application/Inspection Fee: $500 Water + $500 Sewer= $1,000 

b) Water Access Fee: 6050 gpd x 2= $12,100   

c) Sewer Access Fee: 6050 gpd x 2= $12,100 

d) Engineering Review Fee: $500 Water + $500 Sewer= $,1000 

e) Private Fire Protection Fee: $500 

f) Irrigation Fee: $500 

#3 Office Building (with 50 employees and cafeteria)  

 

The owner of an office building who applies for a commercial water and sewer connection will 

pay a Water and Sewer application/inspection fee of $1,000, a Water Access Fee of $2,000 (50 

employees x 20 gpd), a Sewer Access Fee of $2,000, an engineering review deposit of $1,000, a 

private fire protection fee of $500, a Water and Sewer Main Line Extension fee of $2,000 for a 

total of $8,500.  These fees are calculated as follows:  

 

a) Water and Sewer Application/Inspection Fee: $500 Water + $500 Sewer= $1,000 

b)  Water Access Fee: 1,000 gpd x 2=$2,000 (minimum) 

c)  Sewer Investment Fee: 1,000 gpd x 2=$2,000 (minimum) 

g) Engineering Review Fee: $500 Water + $500 Sewer= $,1000 

h) Water & Sewer Main Line Extension Fee: $500 Water + $500 Sewer= $1,000 

i) Legal Review Fee (Main Line Extensions): $500 Water + $500 Sewer= $1,000 

j) Private Fire Protection Fee: 
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Appendix D Construction and Material Specifications 

WATER 

1. Water Distribution Pipe 

A. Ductile iron pipe shall conform to ANSI A21.51/AWWA C151, Class 52 Ductile iron 

pipe, and shall have push-on joints.  Pipe shall be double cement-lined with seal coat 

inside and out in accordance with ANSI A 21.2/AWWA C104.  Pipe shall have a 

corrosion resistant coating on the outside. 

2. Water Service Lines 

A. All newly constructed service lines shall be made of high density polyethylene 

(HDPE) copper tube size (CTS) tubing with a working pressure rating of 200 PSI and 

shall conform to AWWA C901, ASTM D3350 and ASTM D2737 or District 

approved equal.  All service lines between the curb stop and the building wall shall be 

no less than a ¾ inch nominal diameter and shall have a minimum cover of 5 feet and 

6 inches.  Service lines are NOT to be used for electrical grounding purposes.  Sweat 

fittings are not to be buried.  Flared fittings are not acceptable on new installations.  

Only AWWA approved compression or flanged fittings of appropriate specification 

shall be used on all connections. 

B. Only the District or its duly authorized agents shall connect any service line to a Main 

Line. 

C. The District reserves the right to assign the size and location for the water service, the 

size and type of water meter and the type of valve and/or valve arrangement desired. 

D. Two (2) first grade ball valves shall be installed on each side of the water meter in all 

new installations.  Meter bypass arrangements must have a lockable valve. 

E. All internal plumbing using copper tubing for potable water lines shall use lead-free 

solder. 

3. Pipe Fittings 

A. All distribution pipe fittings shall be mechanical joint with retainer glands with a 

working pressure rating of 350 psi, in accordance with ANSI 21.10/AWWA C110 or 

ANSI A21.53/AWWA C153.  Joints and gaskets shall conform to ANSI 

A21.11/AWWA C104.  Fittings shall be double cement lined with seal coat inside 

and out in conformance with ANSI A21.4/AWWA C104.  Fittings shall have a 

corrosion resistant coating on the outside. 

4. Gate Valves 

A. Shall conform to AWWA Specification C-509 and shall include: 

i. Parallel seated double bronze disc or resilient wedge 

ii. Cast iron or ductile iron body 

iii. Bronze seat 

iv. Open left 

v. A 2” square operating nut 

vi. Mechanical joint connections 

vii. “O” ring type stuffing box 

Acceptable manufacturers are Waterous or American Darling. 

5. Tapping Sleeves 
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A. Shall be stainless steel with ductile iron flange, meet ASTM A536-80 Grade 65-45-12 

or ductile iron mechanical joint, meeting ASTM Grade 65-45-12.  Sleeve shall be 

coated with a corrosion resistant coating meeting NSF-61.  Sleeve shall be M&H or 

American Flow Control or equivalent.  Carbon steel sleeves shall not be acceptable. 

6. Fire Hydrants 

A. Shall be Kennedy or American Darling B-84-B traffic type with a six (6) foot bury 

length.  Each hydrant shall have two (2) 2-1/2” National Standard Thread outlets and 

one (1) 4-1/2” NST pumper port.  Outlet caps are to be attached to the barrel with 

chains.  The valve is to be 5-1/4” opening, open left direction and a mechanical joint 

base, without drain ports in areas of high groundwater.   

B. No hydrant shall be backfilled until the contractor is directed to do so by the 

Superintendent or designee. 

C. Each hydrant shall be set in true vertical alignment and properly braced.  Thrust 

blocks shall be placed between the back of the hydrant inlet and undisturbed soil at 

the end of the trench.  Minimum bearing area shall be shown on the as-built drawings. 

7. Gate Valve Boxes 

A. Shall be two-piece slip type with a 5-1/4” shaft and sized for a 5’6” bury.  The top 

shall have a flange rim and the cover marked “WATER”. 

8. Curb Boxes 

A. For all services 1” or smaller the box will be the Erie Slide type for 6’ bury, plug 

cover with bronze nut and 30” rod.  2” services will have a 2-1/2” diameter Buffalo 

slide type box, 6” bury, 36” heavy duty rod and centering rings.  

9. Brass Fittings 

A. Acceptable manufacturers are Ford, Mueller, or equivalent with compression type 

connections. 

i. Corporation Stops – Inlet threads are to be “CC” type. 

ii. Curb Stops – Shall be quarter turn type with a positive stop, without a drain 

port, with compression fitting. 

iii. Couplings – Shall be three-part compression type.  No flared fittings are 

accepted on new construction. 

10. Before Connecting to Main 

A. All water mains and appurtenances shall be installed, hydrostatically tested according 

to Section XII, and disinfected in accordance with the latest AWWA C651 standard 

specifications prior to connection to District mains. 
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B. Disinfection – The general procedure for chlorination is as follows: all pipes, 

hydrants, and laterals shall be flushed of sediment, dirty and discolored water from 

the lines.  A chlorine solution shall be pumped into one end while water is being 

withdrawn at the other end of the line.  The chlorine/water solution at the end of the 

line shall have a free chlorine residual of 50 mg/L initially, remain in the line for 

about 24 hours, and have a free chlorine residual of 20 mg/L at the end of the test.  If 

it is less than 20 mg/L at the end of the test, the disinfection procedure may be 

repeated at the discretion of the Superintendent.  At the completion of the disinfection 

process the main shall be flushed until the chlorine residual is 1 mg/L or below.  

Bacteriological sampling and analysis of the replacement water shall be made in full 

accordance with AWWA C651.  The contractor or owners agent will be required to 

re-chlorinate at no cost to the District, if the test fails to achieve satisfactory results.  

The line shall not be placed into service until the requirements of the District and the 

NHDES are met.    

Water Reference Standards 

ANSI A21.4/AWWA C104 – Cement Mortar Lining for Ductile Iron Pipe and Fittings for 

Water 

ANSI A21.10/AWWA C110 – Gray Iron and Ductile Iron Fittings 3” through 48”, for 

Water and Other Liquids 

ANSI A21.11/AWWA C111 – Rubber Gasket Joints for Ductile Iron and Gray Iron 

Pressure Pipe and Fittings 

ANSI A21.51/AWWA C151 – Ductile Iron Pipe, Centrifugally Cast-In-Metal Molds or 

Sand Lined Molds, for Water and Other Liquids 

ANSI A21.53/AWWA C153 – Ductile Iron Compact Fittings, 3” through 12” for Water 

and Other Liquids 

ASTM D 1248 – Specification for Polyethylene Plastics Molding and Extrusion Materials 

AWWA C509 – Resilient Seated Gate Valves, 3” through 48”, for Water and Other 

Liquids 

AWWA C504 – Rubber Seated Butterfly Valves, 3” through 48”, for Water and Other 

Liquids 

AWWA C502 – Dry Barrel Hydrants 

AWWA C600 – Installation of Ductile Iron Water Mains and Their Appurtenances 

AWWA C651 – Disinfecting Water Mains 

AWWA C700 – Cold Water Meters Displacement Type 

AWWA C701 – Cold Water Meters Turbine Type 

AWWA C702 – Cold Water Meters Compound Type 

AWWA C900 – PVC Pressure Pipe 4” through 12”, for Water Distribution 

AWWA C901 – Polyethylene (PE) Pressure Pipe, Tubing, and Fittings ½” through 3”, for 

Water 

AWWA C906 – Polyethylene (3408 HDPE) Pressure Pipe and Fittings 4” through 63”, for 

Water Butt Fusion Welded 
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SEWER 

1. Sewer Collection Pipe 

A. PVC sewer pipe shall be SDR-35, push on joint bell and spigot conforming to ASTM 

D 3034.  Fittings and joints shall comply with ASTM D 3139 and ASTM D 3212, 

respectively.   

B. PVC force mains shall be SDR-26 conforming to ASTM D 2241 or ASTM D 1784. 

C. PVC pipe joints shall be oil resistant compression rings of elastomeric material 

conforming to ASTM D 3212 using elastomeric seals complying with ASTM F 477. 

2. Precast Concrete Manholes  

A. All precast concrete riser sections shall conform to ASTM C 478. 

B. The barrel shall be 48” inside diameter with a minimum 5” thick wall 

C. The cone shall have a minimum wall thickness of 5” at the bottom and 8” at the top.  

The cone shall taper from a 48” inside diameter at the bottom to a 30” inside diameter 

at the top. 

D. The base shall be a 48” inside diameter with a 5” thick wall and minimum 6” thick 

floor.  The top of the base shall be suitably shaped to receive barrel sections. 

E. The precast concrete riser sections shall be constructed of reinforced concrete with a 

minimum strength of 4,000 psi at 28 days.  Type II cement shall be used.  

Reinforcement shall be designed for HS-20 loading.  Sections shall be cured as per 

ASTM C 76 and shall not be shipped until at least 7 days after being cast. 

F. No more than 2 lifting holes may be cast or drilled in each section 

G. For new construction, pre-manufactured fiberglass invert channels or precast channels 

are to be used in place of brick invert and table.  (Brick prohibited) 

H. The date of manufacturer and name or trademark of the manufacturer shall be clearly 

marked on the inside of the barrel. 

3. Manhole Joints and Pipe Seals 

A. Water tightness in the horizontal joints between sections of the precast manholes shall 

depend on a mastic like sealant such as Kent Seal No. 2 or equal. 

B. Pipe to manhole joints shall be rubber boot type; Kor-N-Seal or equal.  Water 

tightness shall depend on non-shrink mortar. 

4. Asphaltic or Waterproofing for Manholes 

A. All manholes shall be waterproofed at the factor with 2 coats of asphaltic seal coating 

applied to the exterior of the manhole in accordance with manufacturer’s 

recommendations.  Asphaltic waterproofing shall be masonry seal MSP-1 

waterproofing material as made by the Masonry Seal Corporation or approved equal. 

B. Exterior joints shall be coated with asphaltic waterproofing after setting. 

5. Bricks & Barrel Blocks are strictly prohibited 

6. Mortar 

A. Masonry cement: ASTM C91 

B. Aggregate for masonry mortar: ASTM C 144 

C. Hydrated lime for masonry purposes: ASTM C 207 

D. Mortar for unit masonry: ASTM C270, Type S 
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E. Portland cement: ASTM C 150, Type II 

F. Premixed materials: ASTM C 387 

7. Castings  

A. All castings shall be gray cast iron which meets or exceeds ASTM Grade 30.  

Castings shall be fully machined and coal tar or corrosion resistant coated and shall 

be heavy-duty designed for H-20 loading. 

B. Sewer manhole covers and frames shall be E.L. LeBaron Model No. LA-326, Neenah 

or approved equal.  Manhole frames and covers shall have a 30” clear opening and be 

marked “SEWER” in 3” letters.  Must use standard 6” frame rise. 

C. Frames in paved areas shall be set upon high density polyethylene (HDPE) riser rings.  

The top riser shall be tapered to conform to the final roadway cross slope and limited 

to a 6” maximum. 

D. Manhole steps are prohibited.  If the precast concrete manholes come with ladder 

rungs they must be removed and the holes filled with non-shrink mortar. 

8. On all new sewer building laterals provisions for an outside cleanout shall be made no 

further than 5ft from the building.  Building laterals shall be aligned in a straight line from 

the building to the sewer main, one 22 ½ degree elbow will be allowed, a second 22 ½ 

degree elbow may be allowed with prior approval of the Superintendent.  In the absence of 

code provisions, or in amplification thereof, the materials and procedures set forth in 

appropriate specifications of the American Society for Testing and Materials (ASTM) and 

Water Environment Federation (WEF) Manual Practice No. FD -–5 shall apply.   

 

General Specifications  

1. Trench & Backfill 

A. The trench for water mains shall be dug to a depth that will provide for a 6’ cover 

over the crown of the pipe.  The trench width shall provide at least 8’ on either side of 

the pipe.  Bury depth shall generally not exceed 7’ to finish grade.  In areas where 

ledge is encountered, the trench depth shall be over dug by 12” to provide additional 

bedding capacity.  Backfill material is to be placed in layers no exceeding 2’ in depth 

then compacted by an approved mechanical method.  All backfill is to be free from 

large boulders, rocks, fractured ledge and asphalt. 

B. The trench for sewer mains shall be dug to a depth that will provide for a 5’ cover 

over the crown of the pipe.  Screened gravel and/or crushed stone shall be free from 

clay, loam, organic matter and meeting ASTM C 33 stone size No. 67.  Where needed 

to stabilize the trench base, graded screened gravel or crushed stone ½” to 1-1/2” 

shall be used.  Miraft N-140 Geotextile fabric shall be placed over the stone.  A clean 

sand blanket, free from organic matter so graded that 50-100% passes a ½ sieve and 

not more than 15% will pass a #200 sieve.  No stone larger than 2” shall be in contact 

with the pipe. 

C. Underground plastic marking tape: Standard permanent, bright colored continuous 

marking tape, intended for direct burial service, not less than 6” wide and 4 mils 

thick.  Provide green tape with black lettering reading “CAUTION SEWER LINE 

BURIED BELOW” for sewer and blue tape with black lettering reading “CAUTION 

WATER LINE BURIED BELOW” for water. 
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D. Suitable material for trench backfill shall be natural material excavated during the 

course of construction, but shall exclude debris, pieces of pavement, organic matter, 

top soil, all wet or soft muck, peat, or clay. 

2. Winter Construction 

E. Ordinarily, no new service lines or extensions of mains will be installed during winter 

conditions (when frost is in the ground).  Winter installation is subject to approval by 

the Superintendent. 

3. Joint Use of Pipe Trench 

A. No service lines shall be laid in the same trench with electrical conduits, gas/steam 

pipe, sewer pipe or any other facility of a municipal or public utility, nor within three 

(3) feet of any open excavation or vault. Sewer pipes shall have a minimum horizontal 

separation of 10 feet. If it is not possible to maintain the required 10 feet of 

separation, the water service line shall be placed as far from the sewer line as possible 

and a minimum of 18 inches above the sewer line.  Gas/steam pipes shall have a 

minimum horizontal separation of 5 feet and a minimum of 24 inches vertical 

separation. 

B. All excavations for the building lateral installation shall be adequately guarded with 

barricades and lights so as to protect the public from hazard.  Streets, sidewalks, 

parkways, and other public property disturbed in the course of the work shall be 

restored in a manner satisfactory to the District at the owner’s expense.  No 

excavations within the traveled portion of any road shall remain open overnight.  All 

excavations within the traveled portion of any pavement shall be patched with new 

asphalt, cold patch or steel plate as approved by the Superintendent or Plymouth 

Highway Dept. or NHDOT at the end of each day. 

4. Sewer Testing 

A. Leakage tests shall be conducted on all pipes.  The Superintendent or designee shall 

witness all tests.  The contractor shall supply all plugs, pumps, weirs, water trucks, 

mandrels, etc., necessary to conduct the tests.  Should the work fail the leakage tests, 

corrective action shall be taken by the contractor in a manner approved by the 

Superintendent and/or District engineer, and if directed, the contractor shall dig up 

and re-lay the failed section. 

i. The use of sealants, applied from the inside of the pipe will not be approved. 

ii. Jet rod, with vactor retrieval all piping systems with water prior to testing. 

iii. T.V. inspection is required.  Video record must be submitted to the District. 

iv. Testing documentation shall be submitted to the Superintendent for review 

and approval. 

B. Gravity Sewer Pipe Air Test: Leakage testing by means of low-pressure air will be 

permitted in accordance with the procedures described in ASTM C 828.  

i. For making low pressure air tests, the contractor shall use equipment 

specifically designed and manufactured for the purpose of testing sewer 

pipelines using low pressure air.  

ii. The leakage test using low pressure air shall be made on each manhole-to-

manhole section of pipe.  All air used shall pass through a single control 

panel. 
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iii. Low pressure air shall be introduced into the sealed line until the internal air 

pressure reaches 4 PSIG greater than the maximum pressure exerted by 

groundwater that may be above the invert of the pipe at the time of the test.  

However, the internal air pressure in the sealed line shall not be allowed to 

exceed 8 PSIG. 

iv. At least 2 minutes shall be allowed for the air pressure to stabilize in the 

section under test.  After the stabilization period, the low pressure air supply 

hose shall be quickly disconnected from the pressure control panel.  The time 

required in minutes for the pressure in the section under test to decrease from 

3.5 to 2.5 PSIG (greater than the maximum pressure exerted by groundwater 

that may be above the invert of the pipe) shall not be less than that shown on 

the following table. 

Pipe Diameter in Inches Minutes 

6 4.0 

8 5.0 

10 6.5 

12 7.5 

14 9.0 

15 9.5 

18 11.5 

 

v. When the sewer section to be tested contains more than one size of pipe, the 

minimum allowable time shall be based on the largest diameter pipe in the 

section. 

C. Precast Concrete Manhole Leak Test 

i. A Vacuum Test will be performed on manholes, completely 

constructed, with inlet and outlet pipes in place.  The test shall 

generally be conducted before any backfilling begins.  Any materials 

around the base section shall be removed to expose the entire side of 

the manhole.  Plug pinholes and horizontal seams with a non-shrinking 

mortar. 

ii. Brace inlet and outlet pipes to prevent movement during the test.  Use 

inflated plugs that are in good condition. 

iii. The vacuum test will be performed using equipment approved by the 

District.  The equipment will be in good condition.  All gauges will not 

have any broken glass or other visible abnormalities.  The test will be 

performed by trained personnel familiar with the equipment and the 

test.  

iv. The test will have a minimum duration of 2 minutes.  The vacuum will 

be pumped down to 10” of mercury on an approved gauge, and held.  

At the time of removal of air is stopped, the test time will begin.  Any 

manhole that has a vacuum drop to 9” of mercury or less, (a 1” drop 

from 10”) within the following time intervals, will result in failure of 

the test: 
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Manhole Depth (feet) Minutes 

0-10 < 2 

10-15 <2.5 

15-20 <3 

 

Sewer Reference Standards 

ASTM D 2241 – Polyvinyl Chloride (PVC) Plastic Pipe (SDR-26) 

ASTM D 2321 – Underground Installation of Flexible Thermoplastic Sewer Pipe 

ASTM D 3034 – Type PSM Polyvinyl Chloride (PVC) Sewer Pipe and Fittings (SDR-35) 

ASTM D 3139 – Fittings for Plastic Pressure Pipes using Flexible Elastomeric Seals 

ASTM D 3213 – Joints for Drain and Sewer Plastic Pipes Using Flexible Elastomeric 

Seals 

ASTM F 477 – Elastomeric Seals (gaskets) for joining Plastic Pipe 

UNI-B-79 – Recommended Practice for Low-Pressure Air Testing of Installed Sewer Pipe 

AWWA C906 – Polyethylene (3408 HDPE) Pressure Pipe and Fittings, 4” through 63”, 

butt fusion welded.  
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Appendix E Industrial Users 

1. Industrial Discharge Permit Application 

A. Wastewater Characterization 

1. When requested by the Superintendent, a User must submit information on the nature 

and characteristics of its wastewater within sixty (60) days of the request on a form 

provided by the District.  The District may periodically require Users to update this 

information. 

B. Industrial Discharge Permit Requirement 

1. No Significant Industrial User shall discharge wastewater into the POTW without 

first obtaining an IDP from the Superintendent, except that a Significant Industrial 

User that has filed a timely and complete application may continue to discharge for 

the time period specified therein. 

2. The Superintendent may require other Users to obtain IDP’s, or submit an 

application for an IDP, as necessary to execute the purposes of these Regulations. 

3. Any violation of the terms and conditions of an IDP shall be deemed a violation of 

these Regulations and shall subject the industrial discharge permittee to the 

enforcement actions set out in Sections I of these Regulations.  Obtaining an IDP 

does not relieve a permittee of its obligation to comply with all Federal and State 

pretreatment standards or requirements or with any other requirements of Federal, 

state, and local law. 

C. Discharge Permit Request Requirement 

1. All industrial Users classified as class 1 or 2 industrial Users shall receive NHDES 

approval for any new industrial discharge, or any significant alteration in either flow 

or waste characteristics, in accordance with the District’s NPDES permit.  For the 

purposes of this Section, the District defines significant as any increase greater than 

20 percent and the discharge of any previously unreported pollutant.  The District 

and the NHDES may require any other User including hauled wastewater Users to 

receive NHDES approval through submission of an Indirect Discharge Request 

Form.  Such approvals shall be obtained. 

D. Industrial Discharge Permitting: Existing Conditions 

1. Any User required to obtain an IDP who was discharging wastewater into the POTW 

prior to the effective date of these Regulations, and is not currently covered by a 

valid IDP, and who wishes to continue such discharges in the future, shall, within 

sixty (60) days after said date, apply to the Superintendent for an IDP, and shall not 

cause or allow discharges to the POTW to continue after one hundred twenty (120) 

days of the effective date of these Regulations except in accordance with an IDP 

issued by the Superintendent. 

E. Industrial Discharge Permitting: New Connections  

1. Any User required to obtain an IDP who proposes to begin or recommence 

discharging into the POTW shall obtain an IDP prior to the beginning or 

recommencing of such discharge.  An application for this IDP shall be filed at least 

ninety (90) days prior to the date upon which any discharge will begin or 

recommence. 
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F. Industrial Discharge Permitting: Categorical Standards 

1. Within one hundred twenty 120 days subsequent to the effective date of a Federal 

Categorical Pretreatment Standard, an Industrial User subject to such standards shall 

submit an application for an IDP amendment.   

G. Industrial Discharge Permitting: Permit Application Contents 

1. All Users required to obtain an IDP, and other Users subject to these rules, as 

required by the Superintendent, must submit a permit application. Incomplete or 

inaccurate applications will not be processed and will be returned to the User for 

revision. The Superintendent may require all Users to submit as part of an application 

the following information: 

2. Description of activities, facilities, and production processes on the premises, 

including a list of all raw materials and chemicals used or stored at the facility that 

are, or could accidentally be, discharged to the POTW; 

a. Number and type of employees, hours of operation, and proposed or actual 

hours of operation; 

b. A list of all environmental permits held by or for the facility; 

c. Each product produced by type, amount, process or processes, and rate of 

production;   

d. Type and amount of raw materials processed (average and maximum per 

day); 

e. Site plans, floor plans, mechanical and plumbing plans, and details to show all 

sewers, floor drains, and appurtenances by size, location, and elevation, and 

all points of discharge and sampling locations; 

f. The estimated average, maximum, and total daily flow for each discharge and 

the time and duration of discharges; 

g. Copies of existing Best Management Practices Plans, Slug Control Plans or 

other similar plans that describe all known pollution prevention activities that 

may exist at the facility; 

h. An indication of whether the conditions referenced in the application are 

existing or proposed; and 

i. Any other information as may be deemed necessary by the Superintendent to 

evaluate the IDP application. 

H. Signatories and Certification 

1. All IDP applications and User reports shall be signed by an Authorized 

Representative of the User and shall contain the following certification statement: 

a. “I certify under penalty of law that this document and all attachments were 

prepared under my direction or supervision in accordance with a system 

designed to assure that qualified personnel properly gather and evaluate the 

information submitted.  Based on my inquiry of the person or persons who 

manage the system, or those persons directly responsible for gathering the 

information, the information submitted is, to the best of my knowledge and 

belief, true, accurate, and complete.  I am aware that there are significant 

penalties for submitting false information, including the possibility of fine and 

imprisonment for knowing violations.”  
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I. Affirmative Defenses to Discharge Violations 

1. Upset 

A. For purposes of this section “Upset” means an exceptional incident in which 

there is unintentional and temporary noncompliance with pretreatment 

standards due to factors beyond the reasonable control of the User.  An Upset 

does not include noncompliance to the extent caused by operational error, 

improperly designed treatment facilities, inadequate treatment facilities, lack of 

preventive maintenance, or careless or improper operation. 

B. An Upset shall constitute an affirmative defense to an action brought for 

noncompliance with pretreatment standards if the requirements of paragraph 

(C) below are met. 

C. A User who intends to establish the affirmative defense of Upset shall 

demonstrate, through properly signed, contemporaneous operating logs or other 

relevant evidence, that: 

1. An Upset occurred and the User can identify the cause(s) of the Upset; 

2. At the time of the Upset the facility was operated in compliance with 

applicable operation and maintenance procedures; and 

3. The User has submitted the following information to the Superintendent 

within twenty-four (24) hours of becoming aware of the Upset [if this 

information is provided orally, a written submission must be provided 

within five (5) days]: 

a. A description of the discharge and cause of noncompliance; 

b. The period of noncompliance, including exact dates and times or, if not 

corrected, the amount of time the noncompliance is expected to continue; 

and  

c. Action being implemented and/or planned to reduce, eliminate, and 

prevent recurrence of the noncompliance. 

d. In any enforcement proceeding, the User claiming an Upset shall have the 

burden of proof. 

e. Users will have the opportunity for a judicial determination on any claim 

of Upset only in an enforcement action brought for noncompliance with 

pretreatment standards. 

f. Users shall control all discharges to the extent necessary to maintain 

compliance with pretreatment standards upon reduction, loss, or failure of 

its treatment facility until the facility is restored or an alternative method 

of treatment is provided.  This requirement applies in the situation where, 

among other things, the primary source of power of the treatment facility 

is reduced, lost, or fails. 
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2. Prohibited Discharge Standards 

A. A User shall have an affirmative defense to an enforcement action brought against it for 

noncompliance with the general and specific prohibitions of these Regulations if it can 

prove that it did not know, or have reason to know, that its discharge, alone or in 

conjunction with discharges from other sources, would cause Pass Through or 

interference and that either: 

B. A local limit exists for each pollutant discharged and the User was in compliance with 

each limit directly prior to and during the Pass Through or interference; or 

C. No local limit exists, but the discharge did not change substantially in nature or 

constituents from the User’s prior discharge when the District was regularly in 

compliance with its NPDES permit, and in the case of interference, was in compliance 

with applicable sludge use or disposal requirements. 

3. Bypass 

A. For the purposes of this Section: 

1. “Bypass” means the intentional diversion of waste streams from any portion of a 

User’s treatment facility. 

2. “Severe property damage” means substantial physical damage to property, damage to 

the treatment facilities that causes them to become inoperable, or substantial and 

permanent loss of natural resources that can reasonably be expected to occur in the 

absence of a bypass.  Severe property damage does not mean economic loss caused 

by delays in production. 

B. A User may allow any bypass to occur that does not cause pretreatment standards and 

requirements to be violated, but only if it also is for essential maintenance to assure 

efficient operation.  These bypasses are not subject to the provision of this Section. 

C. If a User knows in advance of the need for a bypass, it shall submit prior notice to the 

Superintendent, at least ten (10) days before the date of the bypass, if possible. A User 

shall submit oral notice to the Superintendent and the District of an unanticipated bypass 

that exceeds applicable pretreatment standards within twenty-four (24) hours from the 

time it becomes aware of the bypass.  A written submission shall also be provided within 

five (5) days of the time the User becomes aware of the bypass.  The written submission 

shall contain a description of the bypass and its cause; the duration of the bypass, 

including exact dates and times, and, if the bypass has not been corrected, the amount of 

time it is expected to continue; and steps implemented or planned to reduce, eliminate, 

and prevent reoccurrence of the bypass.   

D. Bypass is prohibited and the Superintendent may initiate enforcement action against a 

User for a bypass, unless: 

1. Bypass was unavoidable to prevent loss of life, personal injury, or severe property 

damage; 

2. There were no feasible alternatives to the bypass, such as the use of auxiliary 

treatment facilities, retention of untreated wastes, or maintenance during normal 

periods of equipment downtime.  This condition is not satisfied if adequate back-up 

equipment should have been installed in the exercise of reasonable engineering 

judgement to prevent a bypass that occurred during normal periods of equipment 

downtime or preventive maintenance; and 

3. The User submitted notices. 
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E. The Superintendent may approve an anticipated bypass, subsequent to considering its 

adverse effects, if the Superintendent determines that it will satisfy the three conditions 

listed above. 

2. Industrial Discharge Permit Issuance Process 

A. Industrial Discharge Permit Decisions 

1. The Superintendent will evaluate the data provided by the industrial User and may 

require additional information.  Within thirty (30) days of receipt of a complete IDP 

application for a new, existing or increased discharge, or ninety (90) days in the case of 

applications for a new or increased discharge requiring review and approval by 

NHDES, the Superintendent will determine whether or not to accept the wastewater 

and issue an IDP.  The Superintendent may deny any application for an IDP, with just 

cause. 

B. Industrial Discharge Permit Duration  

1. An IDP shall be issued for a specified time period, not to exceed five (5) years or three 

(3) years in the case of a Significant Industrial User from the effective date of the 

permit.  An IDP may be issued for a period less than these intervals at the discretion of 

the Superintendent.  Each Industrial Discharge Permit will indicate a specific date upon 

which it will expire. 

C. Industrial Discharge Permit Contents 

1. An Industrial Discharge Permit shall include such conditions as are deemed reasonably 

necessary by the Superintendent to prevent Pass Through or interference, protect the 

quality of the water body receiving the treatment works effluent, protect worker health 

and safety, facilitate sludge management and disposal, and protect against damage to 

the POTW. 

2. IDP’s shall contain: 

a. A statement that indicates IDP duration, which in no event shall exceed five (5) 

years; 

b. A statement that the IDP is nontransferable without prior notification to the 

District and provisions for providing the new owner or operator with a copy of 

the existing IDP; 

c. Effluent limits, including Best Management Practices, based on applicable 

pretreatment standards and requirements; 

d. Identification of applicable Federal categorical pretreatment standards; 

e. Self-monitoring, sampling, reporting, notification, and record-keeping 

requirements.  These requirements shall include an identification of pollutants 

requiring pollution prevention reports and, for pollutants to be monitored:  

sampling location, sampling frequency, and sample type based on this 

Ordinance, and state and federal laws, rules and regulations; 

f. For Users with reporting requirements, such reports at a minimum shall require: 

g. Periodic monitoring results indicating the nature and concentration of pollutants 

in the discharge from the regulated processes governed by pretreatment 

requirements and the average and maximum daily flow for these process units; 
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h. A statement as to whether the applicable pretreatment standards and 

requirements are being met on a consistent basis and, if not, then what 

additional operation and maintenance practices and/or pretreatment systems are 

necessary; and  

i. Submittal of any monitoring results performed in addition to the requirements 

of the IDP using procedures prescribed in the permit. 

j. A description of identified pollution prevention opportunities at the facility; 

k. A statement of applicable civil and criminal penalties for violation of 

pretreatment standards and requirements, and any applicable compliance 

schedule.  This schedule may not extend the time for compliance beyond that 

required by this Ordinance, applicable state and federal laws, rules and 

regulations; and 

l. A statement that compliance with the IDP does not relieve the permittee of 

responsibility for compliance with all applicable Federal and State pretreatment 

standards, including those that become effective during the term of the 

Industrial Discharge Permit.  

m. A statement allowing authorization of District personnel to enter the permittees’ 

premises and have access to the permittees’ records. 

n. IDP’s may contain, but need not be limited to, the following conditions: 

o. Limitations on the average and/or maximum rate of discharge, time of 

discharge, and/or requirements for flow regulation and equalization; 

p. Requirements for the installation of pretreatment technology, pollution control, 

or construction of appropriate containment devices, designed to reduce, 

eliminate, or prevent the introduction of pollutants into the POTW; 

q. Requirements for the development and implementation of spill control plans or 

other special conditions including management practices necessary to 

adequately prevent accidental, unanticipated, or non-routine discharges; 

r. Development and implementation of pollution prevention plans to reduce the 

amount of pollutants discharged to the POTW; 

s. The unit charge or schedule of User Charges and fees for the management of 

the wastewater discharge to the POTW; 

t. Requirements for installation and maintenance of inspection and sampling 

facilities and equipment; and 

u. A statement that compliance with the IDP does not relieve the permittee of 

responsibility for compliance with all applicable Federal and State pretreatment 

standards, including those that become effective during the term of the IDP; and 

v. Other conditions as deemed appropriate by the Superintendent to ensure 

compliance with these Regulations, state and federal laws, rules and 

regulations. 

D. Industrial Discharge Permit Appeals 

1. Any person, including User, may petition the Superintendent to reconsider the terms of 

an IDP within thirty (30) days of its issuance. 

2. Failure to submit a timely petition for review shall be deemed to be a waiver of the 

administrative appeal. 
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3. In its petition, the appealing User must indicate the IDP provisions objected to, the 

reasons for the objection, and the alternative condition, if any, it seeks to place in the 

IDP. 

4. The effectiveness of the IDP shall not be stayed pending the appeal. 

5. Aggrieved parties may appeal the conditions of the IDP in accordance with Section 

I.19 of these Regulations. 

E. Industrial Discharge Permit Modifications 

1. The Superintendent may modify an IDP for good cause, including, but not limited to, 

the following reasons: 

a. To incorporate any new or revised Federal, State, or local pretreatment 

standards or requirements; 

b. To address significant alterations or additions to the User’s operation, 

processes, or wastewater volume or character since the time of IDP issuance; 

c. A change in the POTW that requires either a temporary or permanent reduction 

or elimination of the authorized discharge; 

d. Information indicating that the permitted discharge poses a threat to the 

District’s POTW, District personnel, or the water quality in the receiving 

waters; 

e. Violation of any terms or conditions of the IDP; 

f. Misrepresentations or failure to fully disclose all relevant facts in the IDP 

application or in any required reporting; 

g. Revision of or a grant of variance from categorical pretreatment standards 

pursuant to 40 CFR 403.13; 

h. To correct typographical or other errors in the IDP; or 

i. To reflect a transfer of the facility ownership or operation to a new owner or 

operator. 

F. Industrial Discharge Permit Transfer 

1. Industrial Discharge Permits may be transferred to a new owner or operator only if the 

permittee provides at least sixty (60) days advance notice to the District and the 

Superintendent approves the IDP transfer.  The notice to the District shall include a 

written certification by the new owner or operator that: 

a. States that the new owner and/or operator has no immediate intent to change the 

facility’s operations and processes that generate wastewater to be discharged to 

the POTW; 

b. Identifies the specific date on which the transfer is to occur; and  

c. Acknowledges full responsibility for complying with the existing IDP. 

d. Failure to provide advance notice of a transfer shall render the IDP void as of 

the date of facility transfer. 
 



91 
 

G. Industrial Discharge Permit Reissuance 

1. A User with an expiring IDP shall apply for reissuance of the IDP by submitting a 

complete permit application, a minimum of sixty (60) days prior to the expiration of 

the User’s existing IDP.  Under no circumstances shall the permittee continue to 

discharge without an effective permit.  An expired permit will continue to be effective 

and enforceable until the permit is reissued if: 

a. The industrial User has submitted a complete permit application at least sixty 

(60) days prior to the expiration date of the User's existing permit; and 

b. The failure to reissue the permit, prior to expiration of the previous permit, is 

not due to any act or failure to act on the part of the industrial User. 

H. IDP Termination 

1. Any industrial User, who violates the following conditions of these Regulations or an 

IDP or order, or any applicable state or federal law, is subject to permit termination: 

a. Failure to notify the District of significant changes to the wastewater prior to 

the changed discharge; 

b. Failure to provide prior notification to the District of changed conditions. 

c. Misrepresentation or failure to fully disclose all relevant facts in the IDP 

application; 

d. Falsifying self-monitoring reports; 

e. Tampering with monitoring equipment; 

f. Refusing to allow the Inspector(s) or duly authorized employee(s) of the 

District timely access to the facility premises and records; 

g. Failure to meet effluent limitations; 

h. Failure to pay fines; 

i. Failure to pay sewer charges or surcharges; 

j. Failure to meet compliance schedules; 

k. Failure to complete a wastewater survey or the IDP application; 

l. Failure to provide advance notice of the transfer of business ownership of a 

permitted facility; 

2. An IDP shall be voided upon cessation of operations or transfer of business ownership 

(except for as allowed in Section 2.F above in this Appendix E). All IDPs issued to a 

particular User are void upon the issuance of a new IDP to that User. 
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Appendix F Applications 
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Water and Sewer Main Extension Application  

 

Owner: _______________________________________ Date Submitted: _________________ 

Mailing address: ________________________________Tax map number: _____-_____-_____ 

Telephone: ______________________ E-mail address: _________________________________        

Street address of property: 

________________________________________________________________ 

Owner’s signature: 

______________________________________________________________________ 

 

1. Plans and specifications covering any work proposed to be performed under this permit are to 

be attached.  Please submit an electronic copy by email AND a paper copy.  

2. The name and address of person or firm who will perform the work covered by this permit is  

__________________________________________________________________________. 

 

Sewer Main Extension, check all that apply: 

❑ $500.00 Sewer Application Fee 

 

Other Permits (if required): 

❑ NHDES Sewer Connection Permit  

 

Water Main Extension 

❑ $500.00 Water Application Fee 

 

Legal & Engineering Review 

❑  Legal Review $500.00 minimum deposit 

❑  Engineering Review $500.00 minimum deposit  

(Applicant is responsible for all costs associated w/Legal & Engineering Review.) 

 

 

Estimated Average Daily Flow _____________ (GPD) (See Appendix C Daily Flow 

Estimations, 1008-Unit Design Flow Figures table)  

 

 

 

Total Due:    $___________________ Date Paid _______________ Check # ______________  

 

 

IN CONSIDERATION OF THE GRANTING OF THIS PERMIT THE UNDERSIGNED 

AGREES: 

 

1. To furnish any additional information relating to the installation or use of the water for which 

this permit is sought as may be requested by the Superintendent. 



94 
 

2. To accept and abide by all provisions of the regulations adopted by the Plymouth Village 

Water &  

Sewer District and all other pertinent regulations that may be adopted in the future. 

3. To notify the business office at least 48 hours before the water line is ready for inspection 

and connection to the municipal water system.  No section of the work is to be covered prior 

to the inspection. 

4. To cooperate at all times with the Superintendent and his representatives in their inspection. 

5. Refer to part XII, Section 13 and Appendix D of the Rules and Regulations for materials and 

construction reference. 

 

 

 

Approved by Board of Commissioners: ___________________________________ 

                  Chairman 

 

   ___________________________________ 

   Commissioner 

 

       ___________________________________ 

        Commissioner 
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Water and Sewer Residential Connection Application 

 
Owner: ________________________________________________ Date Submitted: 

_______________ 

Mailing address: ________________________________________  Tax map number: _____-_____-

_____ 

Telephone: _______________________ E-mail address: 

________________________________________         

Street address of property: 

________________________________________________________________ 

Owner’s signature: 

______________________________________________________________________ 

3. Plans and specifications covering any work proposed to be performed under this permit are to be 
attached.  Please submit an electronic by email AND a paper copy.  

4. The name and address of person or firm who will perform the work covered by this permit is 
__________________________________________________________________________________
. 

 
Application Fees:  

❑ $250.00 Sewer connection  

❑ $250.00 Water connection  

❑ $250.00 Irrigation (additional meter required) 

❑ $250.00 Fire protection (Plymouth Fire Dept. approval is required if fire protection is requested) 
 

Number of Hydrants: ____________   Number of Sprinkler Systems: ____________ 
 
Fire Chief’s Signature: ____________________________________    Date: ________________ 
   

Access Fees: 

❑ $1,500.00 Single Family Residence Water Connection 

❑ Additional Living Unit(s)  _______ (number of units)  x  $375.00 = ________________________   

❑ $1,500.00 Single Family Residence Sewer Connection 

❑ Additional Living Unit(s)  _______ (number of units)  x  $375.00 = ________________________ 

❑ $500.00 Fire Protection Access Fee 

❑ $500.00 Irrigation Access Fee 
 

Recovery Charge: 

❑ Tenney Mountain Highway $____________ (See Appendix A, Rates and Fee Schedule for cost.) 
 
  



96 
 

Meter Charge: 

❑ Main Meter: $_______________(Cost determined by size of meter (s) at the time of purchase.)  

❑ Additional Meter: $_____________ (if required) 
 

Legal & Engineering Review (Applicant is responsible for all costs associated w/Legal & Engineering 
Review.) 

❑ Minimum $500.00 deposit for Legal review 

❑ Minimum $500.00 deposit for Engineering review 
 
 

Total Due: $_________________  Date Paid__________________ Check # ______________ 
                  
 
IN CONSIDERATION OF THE GRANTING OF THIS PERMIT THE UNDERSIGNED AGREES: 
 
6. To furnish any additional information relating to the installation or use of the water for which this 

permit is sought as may be requested by the Superintendent. 
 

7. To accept and abide by all provisions of the regulations adopted by the Plymouth Village Water &  
Sewer District and all other pertinent regulations that may be adopted in the future. 
 

8. To notify the business office at least 48 hours before the water line is ready for inspection and 
connection to the municipal water system.  No section of the work is to be covered prior to the 
inspection. 

 
9. To cooperate at all times with the Superintendent and his representatives in their inspection. 

 
10. Refer to part XII, Section 13 and Appendix D of the Rules and Regulations for materials and 

construction reference. 
 

 
Application approved: 
 
_____________________________________________          Date: _______________ 
  District Superintendent 
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Commercial/Industrial Water and Sewer Connection Application 

 

 

Owner: ________________________________________ Date Submitted: _______________ 

Mailing address: ________________________________ Tax map number: _____-_____-_____ 

Telephone: _______________ E-mail address: ________________________________________         

Street address of property: ________________________________________________________ 

Owner’s signature: ______________________________________________________________ 

5. Plans and specifications covering any work proposed to be performed under this permit are to 

be attached.  Please submit an electronic by email AND a paper copy.  

6. The name and address of person or firm who will perform the work covered by this permit is 

___________________________________________________________________________ 

 

Application Fees:  

❑ $250.00 Sewer connection  

❑ $250.00 Water connection  

❑ $250.00 Irrigation (additional meter required) 

❑ $250.00 Fire protection (Plymouth Fire Dept. approval is required if fire protection is 

requested) 

 

Number of Hydrants: ____________   Number of Sprinkler Systems: ____________ 

 

Fire Chief’s Signature: _____________________________    Date: ________________ 

   

Access Fees: 

❑ $1,500.00 Single Family Residence Water Connection 

❑ Additional Living Unit(s)  _______ (number of units)  x  $375.00 = 

________________________   

❑ $1,500.00 Single Family Residence Sewer Connection 

❑ Additional Living Unit(s)  _______ (number of units)  x  $375.00 = _________________ 

 

Recovery Charge: 

❑ Tenney Mountain Highway $_______ (See Appendix B Rates and Fee Schedule for cost.) 

  

Meter Charge: 

❑ Main Meter: $_________ (Cost determined by size of meter (s) at the time of purchase.)  

❑ Additional Meter: $____________ (if required) 
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Legal & Engineering Review (Applicant is responsible for all costs associated w/Legal & 

Engineering Review.) 

❑ Minimum $500.00 deposit for Legal review 

❑ Minimum $500.00 deposit for Engineering review 

 

Total Due: $_________________ Date Paid__________________ Check # _____________  

               

IN CONSIDERATION OF THE GRANTING OF THIS PERMIT THE UNDERSIGNED 

AGREES: 

1. To furnish any additional information relating to the installation or use of the water for which 

this permit is sought as may be requested by the Superintendent. 

2. To accept and abide by all provisions of the regulations adopted by the Plymouth Village 

Water & Sewer District and all other pertinent regulations that may be adopted in the future. 

3. To notify the business office at least 48 hours before the water line is ready for inspection 

and connection to the municipal water system.  No section of the work is to be covered prior 

to the inspection. 

4. To cooperate at all times with the Superintendent and his representatives in their inspection. 

5. Refer to part XII, Section 13 and Appendix D of the Rules and Regulations for materials and 

construction reference. 

Application approved: 

 

_____________________________________________          Date: _______________ 

  District Superintendent 
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Appendix G Fats, Oil, and Grease Control 

1. Purpose 

A.  The PVWSD often deals with sewer blockages caused by the accumulation of Fats Oil & 

Grease (FOG). In addition, the Wastewater Treatment Plant (WWTP) receives excessive 

amounts of FOG which may cause foaming, bulking, and high organic loading if bypassed 

to the biological process. Although FOG wastewater is discharged to the sewer system 

from several sources, a significant source originates from food preparation establishments 

which are any non-single family residential discharge that performs food preparation as 

part of their functions. 

B. To reduce problems associated with FOG, food preparation establishments 

connected to the District sewer service area that discharge wastewater containing FOG 

must install and properly operate and maintain a grease interceptor. 

C. This appendix provides guidelines and procedures to ensure compliance with the District 

Sewer Regulations, and is intended to prevent sanitary sewer blockages, obstructions and 

WWTP sludge bulking and loading problems associated with the accumulation of FOG. 

2. Applicability 

A. Grease interceptors shall be provided at the owner's expense when, in the opinion 

of the Superintendent, they are necessary for wastewater discharges to meet the 

limitations of these Regulations. Grease interceptors shall be required for all 

establishments listed in this section. All interception units shall be of a type and 

capacity approved by the Superintendent and shall be so located as to be easily 

accessible for cleaning and inspection by the owner and the District. Maintenance 

of these interceptors requires that the owner be responsible for the proper removal 

and disposal by appropriate means of the captured materials and shall maintain 

records of the dates and means of disposal, which shall be subject to periodic 

review by the Superintendent. Reports shall be submitted at the discretion of the 

Superintendent indicating all maintenance and cleaning activities. 

B. The following food preparation establishments shall have a properly sized and 

functioning grease interceptor: 

i. Restaurants 

ii. Schools 

iii. Hospitals 

iv. Nursing or Retirement Homes 

v. Catering Services 

vi. Supermarkets 

vii. Any other facility that handles FOG and which discharges wastewater containing FOG 

into the District sewer collection system or otherwise as required by the 

Superintendent. 

3. Food Preparation Establishment Pre-Treatment Policy 

A. All new food preparation establishments shall install and maintain an internal grease 

interceptor to limit FOG. External FOG interceptors may not substitute an internal 

grease interceptor. External FOG interceptors may be required in addition to and internal 

grease interceptor to meet the limitations contained in these Regulations. 

i. Wastewater generated from garbage grinders, pulpers or any other devices used to 

breakdown food waste is prohibited from being discharged to the sewer unless 

specifically authorized by an industrial discharge permit issued by the District. 
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ii. An effluent sample may be required for analyses to determine if discharges meet the 

oil and grease limitations contained in these Regulations. Samples shall be collected 

when the facility is in operation and be representative of a normal discharge day. The 

District may inspect and sample oil and grease interceptors to determine compliance 

with these Regulations. 

iii. All grease interceptors requiring manual removal of accumulated grease shall be 

serviced on a schedule to assure the amount of accumulated grease never exceeds the 

rated storage capacity of the interceptor. 

B. Existing food preparation establishments without any grease interception systems, if 

required by the Superintendent shall install an approved grease interceptor. 

C. The Superintendent may require food preparation establishments to obtain industrial 

discharge permits or apply for an industrial discharge permit, as 

necessary to execute installation of a grease interceptor. 

 

D. When requested by the Superintendent, a User must submit the Industrial 

Discharge Permit application within thirty (30) days of the request. Existing food 

preparation establishments with a traditional manually cleaned internal grease trap or an 

external FOG interceptor are required to install a grease interceptor: 

i. When improvements are made to a food preparation establishment and a 

plumbing permit is required. 

ii. When analyses indicate an existing system exceeds the oil and grease levels 

contained in these Regulations. 

iii.  When blockages occur as a result of inadequate existing grease removal 

equipment. 

iv.  As required by the issuance of an industrial discharge permit. 

4. Design Specifications for Internal and External FOG Interceptors 

A. Internal Grease Interceptors 

i. Internal grease interceptors shall be installed on a building sewer line servicing 

kitchen flows only and shall be connected to those fixtures or drains where 

detergents are not utilized which would allow FOG to be discharged. The following 

stations may apply: 

a. Pot sinks; 

b. Pre-rinse sinks; 

c. Any sink into which FOG are likely to be introduced; 

d. Soup kettles or similar devices 

e.  Wok stations; 

f. Automatic hood wash units; 

g. Any other fixtures or drains likely to allow FOG to be discharged. 

ii. Internal grease interceptors shall be installed in accordance with the New Hampshire 

State Plumbing Code and shall meet the following requirements. 

a. Grease interceptors shall be certified under ASME A112.14.3 or PDI G101 

and sized to properly pretreat the measured or calculated flows using 

methods approved by the Superintendent. 

b. Grease interceptors shall be constructed of corrosion-resistant material 

such as stainless steel or plastic. 
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c. Solids shall be intercepted and separated from the effluent flow using a 

strainer mechanism that is integral to the unit. 

d. Automatic or gravity grease interceptors may operate using a skimming 

device, draw-off, or other mechanical/hard wired electrical means to 

remove separated FOG. This skimming device shall be controlled using a 

timer, level control, or manual control. The operation of the skimming 

device shall be field adjustable. If so equipped, the FOG Recovery Unit 

timer shall be set to operate the unit no less than once per day. If equipped, 

all electrical devices required for proper operation of the Grease interceptor 

shall be maintained in working order and operation. 

e. Grease interceptor shall be fitted with an internal or external flow control 

device to prevent exceeding the manufacturer's recommended design flow. 

f. Grease interceptor shall be located to permit unencumbered access for 

maintenance, and inspection. 

g. Grease interceptor discharge drains shall be fitted with a sampling port to 

allow for monitoring of the grease removal system effluent. 

B. External FOG Interceptors 

i. An external FOG interceptor may be required in addition to a grease interceptor 

when in the opinion of the Director of Public Works it is needed to meet the 

limitations contained in in these Regulations. 

ii. When required, an external FOG interceptor shall be installed on a separate 

building sewer line servicing food preparation establishment flows and shall be 

connected only to those fixtures or drains which would allow FOG to be 

discharged. Domestic wastewater or wastewater known to inhibit grease removal 

performance shall not be conveyed through an External FOG Interceptor. 

iii. An external FOG interceptor shall have a minimum depth of four (4) feet and a 

minimum detention time of: 

a. At least twenty-four (24) hours of the maximum daily flow from food 

preparation establishment flows based on water meter records or other 

methods of calculation as approved by the Superintendent, or; 

b.  1,000 gallons, whichever is greater. 

iv. External FOG interceptors shall be watertight and constructed of a durable 

corrosion resistant material. It shall be located so as to be accessible for 

convenient inspection and maintenance. No permanent or temporary structures or 

containers shall be placed directly over the external FOG interceptor. External 

FOG interceptors installed in areas subject to traffic shall be designed to 

accommodate traffic loading. 

v. External FOG interceptors shall meet the following requirements: 

a. All external FOG interceptors shall be fabricated from plastic or other 

approved corrosion resistant material.  

b. The external FOG interceptor shall have a minimum liquid depth of thirty-

six (36) inches, measured from the bottom of the tank to the outlet invert. 

c. The air space provided between the liquid height and the underside of the 

tank top shall be a minimum of eight (8) inches. 

d. All manhole extensions to grade shall be water tight. 
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e. The manhole cover shall be placarded with the warning "Entrance into the 

tank could be fatal". 

f. Penetrations between the external FOG interceptors wall and inlet and 

outlet piping shall be watertight. 

g. The liquid capacity of the tank shall be marked on the top of the tank 

between the outlet access hole and the outlet wall or on the vertical wall 

between the top of the tank and the top of the outlet opening. 

h. The invert elevation of the inlet shall be between three (3) inches and six 

(6) inches above the invert elevation of the outlet. 

vi. Separate cleanout covers shall be provided over the inlet and outlet of the external 

FOG interceptor to provide easy access for inspection and cleaning. Cleanout 

ports shall be fitted with manhole extensions to grade. The manholes, extensions, 

and inlet and outlet access holes to the external FOG interceptor shall have a 

minimum inside diameter of seventeen (17) inches. 

vii. The inlet and outlet piping shall be PVC meeting ASTM D 1785 Schedule 40 with 

rubber compression gaskets or solvent weld couplings. The joints must meet 

ASTM D 3212 specifications. The Superintendent may approve other piping 

materials for use. The minimum diameter of the inlet and outlet piping shall be six 

(6) inches. The inlet and outlet shall utilize a tee-pipe fitting on the interior of the 

external FOG interceptor. No caps or plugs shall be installed on the tee-pipes. The 

tee-pipe on the inlet and outlet shall extend to within twelve (12) inches of the 

bottom of the tank and at least five (5) inches above the static liquid level of the 

tank. 

viii. The external FOG interceptor shall be set level of a consolidated, stable base that 

has been mechanically compacted, with a minimum of twelve (12) inches of ¾” 

crushed stone so that no settling or tipping of the external FOG interceptor can 

occur. Select backfill shall be placed and compacted around the external FOG 

interceptor in a manner to prevent damage to the tank and to prevent movement 

caused by frost action. The outlet discharge line from the external FOG interceptor 

shall be connected to the municipal sanitary sewer through a manhole structure 

and shall be located to allow for sample collection and routine visual inspection. 

ix. The external FOG interceptor shall be located to maintain the separating distances 

from well water supplies set forth in these Regulations. The following minimum-

separating distances shall be maintained between the external FOG interceptor and 

the items listed below: 

a. Property line 10 ft. 

b. Building served (no footing drains) 15 ft. 

c. Ground water intercepting drains, footing drains and storm 25 ft. drainage 

systems.  

d. Open watercourse 50 ft. 

x. When necessary due to installation concerns, testing for leakage will be performed 

using either a vacuum test or water-pressure test. 

a. Vacuum test - Seal the empty tank and apply a vacuum to two (2) inches of 

mercury. The tank is approved if 90 percent of the vacuum is held for two 

(2) minutes. 
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b. Water-pressure test - Seal the tank, fill with water, and let stand for twenty-

four hours. Refill the tank. The tank is approved if the water level is held 

for one (1) hour. 

6. Permitting 

A. Food preparation establishments may be required to obtain an industrial discharge permit 

as specified by the District’s industrial pretreatment program. 

i. Food preparation establishments are required to possess a permit when regulated 

flows exceed 2,500 GPD. 

ii. Food preparation establishments are required to obtain a permit on the basis that the 

facility has a reasonable potential for adversely affecting the POTW’s operation or for 

violating any pretreatment standard or requirement. 

iii. Facilities causing blockages or obstructions in the District sewer or who violate any 

other term or condition of these Regulations may be required to obtain an industrial 

discharge permit at the discretion of the Superintendent. 

7. Waiver 

A. Under certain circumstances the interceptor type, size and location may require special 

exceptions to these Regulations. If an exception to these Regulations is requested, the 

user shall demonstrate that the size, type and location will not cause the facility to exceed 

the local discharge restrictions contained these Regulations. 

B. Any facility with an existing grease removal system which does not meet the grease 

interceptor requirements contained in this appendix shall be required to demonstrate that 

effluent oil and grease concentrations meet the levels contained in these Regulations. 

Existing grease removal systems which do not meet these levels shall install a grease 

removal system as required by this appendix. 

C. The Superintendent reserves the right to make determinations of grease interceptor 

adequacy and need, based on review of all relevant information (including analytical 

results) regarding grease interceptor performance, facility site and building plan review, 

and to require repairs to, or modification or replacement of such removal systems. 

8. Enforcement 

A. If an obstruction of a District sewer line occurs that causes a sewer overflow and such an 

overflow can be attributed in part or in whole to an accumulation of FOG in the District 

sewer main(s), the District will take appropriate enforcement actions, as stipulated in the 

District Regulations, against the generator or contributor of FOG. These actions may 

include fines, civil penalties or a termination of sewer service as specified in these 

Regulations. 

9. Best Management Practices (BMP) 

C. FOG can be managed effectively in food preparation establishments to minimize its 

discharge to the sewer system and decrease the required maintenance of grease 

interceptors. By preventing the introduction of grease into the wastewater treatment 

system you reduce the burden on the grease interceptor and thus reduce maintenance 

time, costs and disposal fees. The best management practices offered here are 

techniques used throughout the industry and have proven effective when implemented 

properly and consistently. The following BMP’s may be required for food preparation 

establishments: 

i. Train Kitchen Staff: Train kitchen staff in management practices and methods to reduce 

the volume of FOG discharged to the sanitary sewer system. Train them to be aware of 
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problems created by FOG in the sewers system, possible violations and fines and the 

cost of cleaning clogged pipes. Even a small amount of grease on each pot, pan or plate 

can be substantial when you serve hundreds of meals per day. 
ii. Post NO GREASE Signs: By posting "No Grease" signs above sinks, on dishwashers 

and near other grease discharge points, it serves as a constant reminder to keep grease 

out of the system. 

iii. Dry Wipe Pots, Pans and Dishware prior to Dishwashing: Food, fats, cooking oil and 

grease remaining in pots and pans should be dry wiped or scraped out into the trash 

prior to wet washing. In some establishments this can substantially reduce FOG 

discharged to your grease interceptors. Disposing of grease by recycling or garbage is 

less expensive than pumping out and hauling away FOG from a grease interceptor. 

iv. Garbage Grinders and Pulpers are Prohibited: Ground up food scraps will settle in the 

grease interceptor and take up valuable space lowering the detention time in the grease 

interceptor and result in reduced efficiency. Pulper wastewater binds with grease and 

will fowl an interceptor making it ineffective. Instead, recycle or dispose food scraps as 

a solid waste. This will also help reduce the frequency of grease interceptor cleanings. 

v. Clean Grease Interceptor Routinely and Maintain Records: Routine cleanings and 

inspections will ensure proper operation of the interceptor. Make note of the grease 

level and record it in maintenance log. If the grease level is at its maximum, the 

cleaning frequency should be increased. Conversely, if best management practices are 

being implemented effectively and the grease in the unit is minimal, then the cleaning 

frequency may be reduced. Maintenance records may be requested during inspections. 

vi. Witness Cleaning, Disposal and Maintenance Events: The on duty manager should 

witness cleaning events to ensure they are performed completely and properly. This 

will ensure that pumpers/haulers or maintenance workers do not take any shortcuts. To 

properly clean the interceptor the entire contents must be removed, including grease 

cap (floating grease) and sludge pocket (settled solids). Failure to remove the slug 

pocket (settled solids) in the bottom will result in lowered total capacity and reduced 

detention time. The manager should also be sure removable baffles and screens are 

replaced after cleaning. Insure that the grease is disposed of properly either as a solid 

waste or recycled that it is not dumped in another drain at the facility. 

vii. Inspect the Grease Interceptor During Maintenance: The design of most grease 

interceptors is very simple, but each part serves an essential function. The baffles must 

be in place and properly positioned to be effective. Covers must fit properly so they do 

not leak. In-ground interceptors should be examined for cracks, which could allow 

wastewater to leak out or ground water to leak in. 

viii. Grease Interceptors Require Maintenance: Grease interceptors must be maintained to 

be effective. Solids strainers and the outside grease cup may need to be emptied daily. 

Wiper blades and the grease outlet trough must be cleaned weekly. Clean the entire 

unit including sediment at the bottom monthly. Replace wiper blades every 6 months 

and most importantly, if equipped, make sure your unit is plugged in and the auto timer 

is set properly. 
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                         Plymouth Village Water & Sewer District Boundary Map 
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            Appendix I Hauler’s Guide for the Current Method of Septage Disposal 

1. Septage Disposal Procedures 

A. Advance notice of twenty-four (24) hours may be required to allow operations staff to 

schedule receipt of the material. 

B. Loads after Regular Working Hours will be accepted only in an emergency.  There will 

be an additional charge for emergency disposal as denoted in the Rate/Fee Schedule of 

Appendix A. 

C. Split Loads (a combination of septage and holding tank waste) will be charged at the 

septage rate. 

D. Individual haulers may be limited to fifty (50) percent of the daily receiving allowance.  

This will be based on a first come, first serve basis, with proper approval and advance 

notification. 

E. The characteristics of all septage to be disposed of must meet the current quality and 

quantity limitations in these Regulations as they relate to toxicity and detrimental 

effects. 

F. No grease pits, manure ponds, solvent tanks, industrial wastes, oils and grease, plastics, 

or any other non-biodegradable substance may be disposed of at the POTW. 

G. The hauler is responsible for attaching all hoses, pipes, valves, etc., necessary to off 

load the material.  Upon completion, the hauler will rinse down the receiving pit and 

area of any spillage.  Failure to follow these procedures may result in suspension of 

privileges. 

H. The receiving operator of the load may require the hauler to provide a sample of the 

material for laboratory testing.  This may require the hauler to interrupt the off-loading 

so that the operator may obtain adequate samples. 

I. The receiving operator has the authority to halt an off loading, if in his opinion, the 

material fails to conform to the District’s standards. 

J. Acceptance of septage and holding tank loads may be suspended for, but not limited to, 

periods of very high or very low flows, floods, facility Upsets, machinery failure, or any 

other reason established by the Superintendent. 

K. Disposal of septage or holding tank waste in a manhole or tank not so designated is 

strictly prohibited and will cause the following actions: 

i. District Disposal Permit will be terminated immediately; 

ii. NHDES will be notified; and 

iii. Prosecution may be pursued under all applicable laws. 
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                            Appendix J Cross Connections 

1. The purpose of the cross-connection regulation is to protect the public potable water supply 

of the area served by the District from the possibility of contamination or pollution which 

could backflow or back-siphon into the public water supply system.  The District promotes 

the elimination or control of existing cross connections, actual or potential, between its 

User’s in-plant potable water system(s) and non-potable systems, plumbing fixtures and 

industrial piping systems.  The District is responsible to maintain a cross connection control 

program which will systematically and effectively prevent the contamination or pollution of 

all potable water systems by cross-connections. 

A. The District will not permit any water connections to its system that have the potential 

for backflow contamination without an approved backflow prevention device. 

B. If in the judgment of the Superintendent an approved backflow prevention     device is 

required, the District shall give notice to User to install such an approved backflow 

prevention device at each service connection to the premises. The District will specify 

the location and “type” of device to be installed in each location. The User shall, within 

30 days, install such approved device or devices at their own expense. Failure, refusal, or 

inability on the part of the User to install said device or devices within 30 days shall 

constitute a ground for terminating water service to the premises until such device or 

devices have been properly installed and tested. 

C. The District will ensure that the backflow prevention devices are installed where 

required, tested for proper functioning upon completion of the installation, and will 

provide testing of the device per this schedule:  

i. High Hazard location – semi-annually;  

ii. Low Hazard location – annually;  

iii. Special application – as necessary. 

D. It is the District’s responsibility to determine that the devices meet applicable 

performance standards. 

E. Water System: 

i. The water system shall be considered as made up of two parts: the District’s public 

water system and the User’s system. 

ii. The District’s public water system shall consist of the source facilities and the 

distribution system, and shall include all those facilities of the water system under 

the complete control of the District, to the curb stop. 

iii. The User’s system shall include those parts of the facilities beyond the curb stop 

which are utilized in conveying delivered domestic water to points of use, except the 

meter and remote reader which shall remain the property of the District. 

iv. No water service connection to any premises shall be installed or maintained by the 

District unless the water supply is protected as required by New Hampshire Revised 

Statutes Annotated, NHDES Administrative Rules and this Regulation. 

v. No cross connection between the water system and any potable or non-potable 

supply shall be allowed unless protected by a system designed for this purpose. 

Design and installation will be at the User’s expense. Any such connection must be 

approved by the District. 
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vi. No connection capable of causing back-flow between the water supply system and 

any plumbing fixture, device, or appliance or between any waste outlet and pipe 

having direct connection to waste drains will be permitted. If the District discovers 

such a connection, service will be shutoff or terminated immediately 

vii. An approved protective device shall be installed, at the User’s expense, wherever an 

approved cross-connection of water systems exists and/or where, in the opinion of 

the District, a potential threat to the portability of the water system can be shown to 

exist. 

viii. No interconnection with other systems or wells shall be made. 

ix. Service of water to any premises shall be terminated immediately by the District if a 

Backflow Prevention Device required by this Regulation is not installed, tested and 

maintained, or if it is found that a Backflow Prevention Device has been removed, 

bypassed, or if an unprotected cross-connection exists on the premises. Service will 

not be restored until such conditions or defects are connected. 

x. The system must be accessible for inspection at all reasonable times to authorized 

representatives of the District to determine whether cross-connections or other 

structural or sanitary hazards, including violations of this regulation exist. When 

such a condition becomes known, the District may deny or immediately terminate 

service to the premises by providing for a physical break in the service line until the 

User has corrected the condition(s) in conformance with all statutes and regulations 

relating to plumbing and water supplies and the Regulations adopted pursuant 

thereto. All expenses relating to the disconnection and reconnection shall be at the 

User’s expense. 

xi. An approved Backflow Prevention Device where required shall be installed at the 

User’s expense on each service line to a User’s water system at or near the property 

line or immediately inside the building being served; but, in all cases, before the first 

branch line leading off the service line. 

xii. The type of protective device required under these rules and regulations will depend 

upon the degree of hazard, which exist as follows: 

a. Where there are “uncontrolled” cross-connections, either actual or potential, 

the public water system shall be protected by an approved air-gap separation 

or an approved reduced pressure principal Backflow Prevention Device. 

b. Where there is water or a substance that would be objectionable but not 

hazardous to health, if introduced into the public water system, an approved 

double check valve assembly shall protect the public water system. 

c. In the case of any premises where, because of security requirements or other 

prohibitions or restrictions it is impossible or impractical to make a complete 

in plant cross connections survey, the public water system shall be protected 

against backflow or back-siphonage from the premises by the installation of a 

Backflow Prevention Device in the service line. In this case, maximum 

protection will be required; that is, an approved air-gap separation or an 

approved reduced pressure principal Backflow Prevention Device shall be 

installed in each service to the premises. 
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d. Any Backflow Prevention Device required herein shall be of a model and size 

approved by the District. The term “approved Backflow Prevention Device” 

shall mean a device that is approved and acceptable to the NHDES. 

e. It shall be the duty of the User at any premise where Backflow Prevention 

Devices are installed to have certified inspections and operational tests made 

at least once per year as required under these Regulations. Where the District 

deems the hazard to be great enough that it may require certified inspections 

at more frequent intervals. These inspections and tests shall be at the expense 

of the User and shall be performed by the District’s certified personnel or by a 

certified tester approved by the District and approved by the State of New 

Hampshire. These devices shall be repaired, overhauled, or replaced 

whenever said devices are found to be defective at the expense of the User. 

f. All industrial, commercial and agricultural establishments attached to the 

water system shall install at the service entrance and immediately downstream 

of the meter a Reduced Pressure Backflow Device. 

g. All decisions relating to determination of Backflow Prevention Devices will 

be made by the District. Failure to comply with any directive from the District 

will result in termination of service. 

h. All testing and/or maintenance performed on Backflow Prevention Devices by 

the District’s certified personnel or its agent will be charged to the owner of 

the device. 

i. The District will maintain permanent records of inspection, tests, repairs, and 

overhauling of the backflow prevention devices for a period of at least five (5) 

years. 

j. New water service turn-on will not be permitted without an approved device 

installed, and the appropriate permit issued. 

k. There will be a testing fee schedule implemented and updated as necessary. 

l. Where water service must be continuous, an approved bypass arrangement 

will be installed. 

m. The User will apply to the District at least 30 days prior to the permit 

expiration for renewal.   

n. The inspection/renewal fee(s) must be paid at this time.  
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Appendix K Pretreatment of Industrial Wastes 

1. Federal Categorical Pretreatment Standards 

A. The categorical pretreatment standards are found at 40 CFR Chapter I, Subchapter N, Parts 

405-471. EPA shall be the Control Authority for industrial Users subject to categorical 

pretreatment standards.  As the Control Authority, industrial Users are responsible to the 

EPA for compliance with categorical pretreatment standards and the requirements of 40 

CFR Part 403.  Categorical industrial Users shall provide the District with copies of any 

reports to, or correspondence with EPA relative to compliance with the categorical 

pretreatment standards. The industrial User is responsible for determining the applicability 

of categorical pretreatment standards.  The User may request that EPA provide written 

certification on whether the User is subject to the requirements of a particular category. 

B. Methodology 

All persons discharging industrial process wastes into public or private sewers connected to 

the District’s POTW shall comply with applicable Federal requirements and State standards 

for pretreatment of wastes as they may be amended from time to time in addition to the 

requirements of this Ordinance. 

2. Local Discharge Restrictions 

A. Local numerical discharge limitations established by the District as set forth herein 

(referred to as “Local Limits”), and all state and federal pretreatment standards shall apply, 

whichever is most stringent.  Fume toxicity, explosivity, and ignitibility screening levels 

will be enforced for the protection of personnel or POTW structures. 

i. Pollutants of concern are those for which regulatory controls will be administered by 

the District.  These include pollutants that might reasonably be expected to be 

discharged to the POTW in quantities that may Pass Through or interfere with the 

POTW, contaminate sludge, or adversely impact worker health or safety.  The District 

has calculated allowable headworks loading limits for all metals for which there are 

applicable restrictions placed on the POTW.  Pollutants that exceed fifty percent 

(50%) of their allowable headworks loading at the treatment works are considered to 

be of concern and have resulted in development of Local Limits.  Pollutants that 

exceed twenty percent (20%) of their allowable headworks loading at the treatment 

works are targeted for mandatory pollution prevention action.   

ii. If any waters or wastes are discharged or are proposed to be discharged to the POTW 

that exceed the standards or restrictions established in these Regulations, which in the 

judgement of the Superintendent may have a harmful effect upon the POTW, 

processes, equipment, or receiving waters, or that otherwise create a hazard to worker 

safety or health, or constitute a public nuisance, the Superintendent may: 

a. Reject or prevent any discharge to the POTW after notice has been served to 

the discharger. The discharger shall respond within 15 days with a corrective 

action plan; 
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b. Require pretreatment prior to discharge to the POTW  

c. Require control (e.g., equalization) over the quantities and rates of discharge; 

and/or 

d. Require payment to cover additional cost of handling and treating the wastes. 

iii. If the Superintendent allows the pretreatment or equalization of waste flows, the 

design and installation of the systems and equipment shall be subject to the review 

and approval of the Superintendent and the State. 

B. Maximum Allowable POTW Headworks Loadings Limitations   

i. The following numerical pollutant loading limitations are established to protect 

against pass-through and interference: 

a. The Superintendent shall calculate and administer daily concentration limits 

(i.e., Local Limits) when required as described below to ensure that the 

combined industrial pollutant discharge loading does not cause or contribute to 

exceedances of these limitations.  For industrial discharge applications, the 

Local Limits shall apply at the end of the process train prior to dilution with 

non-industrial wastewaters. 

b. Daily concentrations are the concentration of a pollutant discharged, 

determined from the analysis of a flow-composited sample (or other sampling 

procedure approved by the Superintendent) representative of the discharge 

over the duration of a 24-hour day or industrial operating schedule of less than 

24 hours. 

c. All mass loading limitations for metals represent “total” metals, regardless of 

the valance state, or the physical or chemical form of the metal.  To administer 

these allowable loadings through IDP’s, the Superintendent may impose 

concentration-based limitations, mass limitations or both in addition to Local 

Limits.  For industrial Users, the values written into IDP’s for the above 

pollutants shall control the industrial waste way stream and may be adjusted to 

account for non-industrial wastewaters.   

d. Unless specifically identified in an IDP, an industrial User shall not discharge 

the locally limited pollutants at concentrations greater than normal sanitary 

wastewater (i.e background concentrations).  Authorization for discharge may 

be granted subject to the Superintendent’s administrative procedures for 

managing mass loading limitations. 

e. Pollution prevention activities that result in a decreased discharge of these 

pollutants to the POTW, such that works loading of a pollutant is less than 

forty percent (40%) of the allowable loading, may result, at the discretion of 

the Superintendent, in rescission of a local limit for that pollutant under these 

Regulations. 

C. Pollution Prevention Action   

a. Failure to control pollutants for which pollution prevention efforts are required 

of all Significant Industrial Users and other industrial and non-industrial Users 

will result in development and application of a local limit when a pollutant to 

the POTW exceeds 50% of the allowable headworks loading, at the discretion 

of the Superintendent. 
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D. Screening Levels  

i. Screening levels are numerical values, above which actions are initiated to evaluate, 

prevent, or reduce adverse impacts on the POTW, the environment, and/or human 

health and safety.  Screening levels are developed as needed using the methodology of 

the District.  (Pollutants identified in 40 CFR Parts 400-424 and 425-471 {Effluent 

Guidelines and Standards}, that are representative of concentrations above which 

pollutants shall not be discharged to the POTW without approval of the District. This 

section will come into effect when and if an Industrial User connects to the District 

sewer main.) 

ii. If any of the screening levels are exceeded, repeat analysis shall be performed to 

verify compliance or noncompliance with that screening level.  If noncompliance is 

indicated, then the industrial User may be required, at the discretion of the 

Superintendent, to conduct an appropriate engineering evaluation at the industrial 

User’s expense to determine the potential impact of the discharge of this pollutant to 

the POTW or alternatively, to develop a Pollution Prevention Plan or Best 

Management Practices Plan specifically addressing the pollutant that exceeds the 

screening level.  This study or plan shall be conducted under the supervision and 

approval of the District and in accordance with the Pollution Prevention Plan of these 

Regulations.  Should the evaluation indicate the impact to be unsatisfactory, the 

industrial User shall reduce the pollutant concentration to a satisfactory level.  If the 

evaluation supports development of an alternate site-specific limitation, then the 

screening level shall be adjusted and administered as a limit for the specific discharge. 

E. Actions of the District 

i. The District will, as necessary, sample and analyze the wastewater discharges of 

contributing Users and conduct surveillance and inspection activities to identify, 

independently of information supplied by such Users, occasional and continuing 

noncompliance with industrial pretreatment standards.  Each industrial User will be 

billed directly for costs incurred for analysis of its wastewater. 

ii. Notify or cite the Significant Industrial User in accordance with the industrial 

pretreatment standards and develop and apply specific effluent limitations and 

pretreatment requirements for the Significant Industrial User to correct the 

interference with or harm to the wastewater system. 

iii. Take any actions as deemed necessary, including immediate severance of the sewer 

connection, to prevent or minimize damage to the wastewater system and/or 

endangerment to any individuals. 

F. Preemption by National Categorical Pretreatment Standards 

i. Upon the promulgation of the National Categorical Pretreatment Standards for a 

particular industrial sub-category, the National Standards, if more stringent than 

limitations imposed under this section for sources in that sub-category, shall 

immediately supersede the limitations imposed under this section. The District 

Superintendent shall notify all affected Significant Industrial Users of the applicable 

reporting requirements under CFR Section 403.12. Failure to notify shall not relieve a 

Significant Industrial User from any requirements under the law. 

G. Modifications of National Categorical Pretreatment Standards 

i. When the District wastewater treatment plant has achieved consistent removal of 

pollutants limited by National Pretreatment Standards, the District may apply to the 
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approval authority for modification of or exemption from specific limits in the 

National Pretreatment Standards. 

H. State Requirements 

i. State requirements and limitations on discharges shall apply in any case where they are 

more stringent than local and Federal requirements and limitations, or requirements 

and limitations contained herein. 
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Appendix L Abbreviations and Definitions  

Abbreviations 

 

  The following abbreviations, when used in these Regulations, shall have the  

  following designated meanings: 

ASTM  - American Society of Testing and Materials; any ASTM specification 

incorporated by reference in these Regulations shall be deemed to refer to the most recent 

specifications or requirements 

AWWA - American Water Works Association; any ASTM specification 

incorporated by reference in these Regulations shall be deemed to refer to the most recent 

specifications or requirements 

BOD  - Biochemical Oxygen Demand 

CFR - Code of Federal Regulations 

COD - Chemical Oxygen Demand 

EPA - United States Environmental Protection Agency 

FOG - Fats, Oils & Grease 

gpd - Gallons per day 

IDP - Industrial Discharge Permit 

IMA - Inter-Municipal Agreement 

mg/l - milligrams per liter 

NHDES - New Hampshire Department of Environmental Services 

NPDES- National Pollutant Discharge Elimination System 

POTW - Publicly Owned Treatment Works 

RCRA - Resource Conservation and Recovery Act 

NH RSA - New Hampshire Revised Statute Annotated 

SIC - Standard Industrial Classification 

SDWA     -      Federal Safe Drinking Water Act, as amended, 42 U.S.C. § 300d         

TDS - Total Dissolved Solids 

TSS - Total Suspended Solids 

USC - United States Code 
 

Definitions 

Unless a provision explicitly states otherwise, the following terms and phrases as used in these 

Regulations shall have the meanings hereinafter designated: 

“Act or the Act” is the Federal Water Pollution Control Act, also known as the Clean Water Act, 

as amended, 33 U.S.C. § 1251 et seq. 

“Additional Bedroom(s)” is the 5th bedroom and each thereafter within a Single-Family 

Residence which is designed for and occupied by no more than two persons and produces up to 

70 gallons per day (gpd) per person. 

“Applicant” is the person or entity who makes a formal application for a residential, commercial, 

or industrial water and/or sewer connection and/or Main Line Extension. 

“Approval Authority” is the Regional Administrator of the EPA or his duly appointed agent. 
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“Authorized Representative of the User”  

If the User is a corporation: 

The president, secretary, treasurer, or a vice-president of a corporation or any other person in 

charge of a principal business function; or 

The manager, if authority to sign documents has been assigned or delegated to the manager in 

accordance with corporate procedures. 

If the User is a partner or sole proprietorship: a general partner or proprietor, respectively. 

If the User is a Federal, State, or local governmental facility: a director or highest official 

appointed or designated to oversee the operation and performance of the activities of the 

government facility. 

“Appurtenance” shall mean any manhole, tees, wyes, chimneys, cleanouts, siphon, culvert, 

access roadway, valve, curb stop, road box, junction box, vent, pole, tower, riser, anchor, guy 

wire, push brace, or permanent utility facility above or below ground used in conjunction with 

utility work. 

“Backflow” shall mean the flow of water or other liquids, mixtures, or substances into the 

District’s service or Main Lines from any source other than the intended service. 

“Backflow Prevention Device” shall mean a District approved device that operates as a check 

valve on the service line to prevent any material from being forced or drawn into the Main Line 

and contaminating the potable water supply. 

“Best Management Practices (BMP’s)” are schedules of activities, prohibitions of practices, 

maintenance procedures, and other management practices to implement the pollutant control 

prohibitions of the District’s Sewer Use Ordinance.  BMP’s also include treatment requirements, 

operating procedures, and practices to control plant site runoff, spillage or leaks, sludge or waste 

disposal, or drainage from raw materials storage. 

“Biochemical Oxygen Demand (BOD)” is the quantity of oxygen utilized in the biochemical 

oxidation of organic matter under standard laboratory procedure in five (5) days at 20º Celsius, 

expressed in milligrams per liter (mg/l), as prescribed in Standard Methods for the Examination 

of Water and Wastewater, latest edition. 

“Biosolids” are the nutrient-rich organic materials resulting from the treatment of sewage sludge 

(the name for the solid, semisolid, or liquid untreated residue generated during the treatment of 

domestic sewage in a treatment works).  When treated and processed, sewage sludge becomes 

biosolids which can be safely recycled and applied as fertilizer to sustainably improve and 

maintain productive soils and stimulate plant growth.  

“Board of Commissioners” or “Board” shall mean the governing body (which is also the policy 

making body) of the Plymouth Village Water & Sewer District. 

“Building Sewer” is that part of the lowest horizontal piping of a drainage system which receives 

the discharge from inside the walls of the building and conveys it to the building lateral, 

beginning five (5) feet outside the inner face of the building wall. 

“Building Lateral” is the extension from the building sewer to the sanitary sewer or other place 

of disposal, also called a building connection. 

“Bypass” is the intentional diversion of waste streams from any portion of a wastewater 

treatment works. 

“Categorical Pretreatment Standard or Categorical Standard” is any regulation containing 

pollutant discharge limitations promulgated by EPA in accordance with Sections 307(b) and (c) 

of the Clean Water Act (33 U.S.C. § 1317) that apply to a specific category of Users and that 

appear in 40 CFR Chapter I, Subchapter N, Parts 405-471. 
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“Combined Sewer” is a sewer receiving both storm- or surface water and sewage; such system as 

it exists in the District shall be separated. 

 “Commercial Use” is the premises used for financial or other gain, such as business or industrial 

use, including hospitals and schools, but excluding residential uses and related accessory uses. 

“Composite Sample” is a sample resulting from the combination of individual wastewater 

samples taken at selected intervals based on an increment of either flow or time. 

“Connection Fee” is a fee assessed to all new service connections to pay for a share of the 

existing facilities pursuant to Appendix A and B of these Regulations.  

“Contaminant” means any physical, chemical, biological, or radiological substance or matter in 

water. 

“Cross Connection” shall mean any actual or potential physical connection or arrangement 

between two (2) otherwise separate systems, one of which contains potable water and the other 

which contains water of unknown or questionable safety and/or steam, chemicals, gases, or other 

contaminants whereby there may be a flow of an unapproved water to the water supply with 

unacceptable levels of material of unknown or questionable safety, including water containing 

physical, chemical, biological, or radiological substance or matter. 

“Curb Stop” shall mean the valve owned and maintained by the District normally located at or 

adjacent to the User’s property line, which the District alone may use to turn on or shut off 

service to the Premises. 

“DES Commissioner” is the Commissioner of the New Hampshire Department of Environmental 

Services, or the commissioner’s duly appointed agent. 

“District” refers to the Plymouth Village Water & Sewer District. 

“District Regulations” is the set of ordinances, bylaws, or regulations duly adopted by the 

governing body of the municipality relating to the POTW and all appurtenant structures, 

including any pretreatment and distribution facilities as are required for the proper maintenance 

and operation of the foregoing enumerated facilities. 

“Domestic Wastewater or Sewage” is the normal water-carried household and toilet wastes or 

waste from sanitary conveniences of residences, commercial buildings, and industrial plants, 

excluding ground, surface, or Storm Water.  It contains no industrial waste; and is discharged to 

or otherwise enters a treatment works.   

“Easement” is an acquired legal right for the specific use of land owned by others. 

“EPA (Environmental Protection Agency)” is the United States Environmental Protection 

Agency or, where appropriate, the EPA Regional Water Management Division Director, or other  

“Food Service Facility” includes restaurants, schools, hospitals, nursing or retirement homes, 

catering services, supermarkets, and any other facility that handles fats, rags, oils, and grease 

(FROG) and which discharges wastewater containing fats, rags, oils, and grease (FROG) into the 

District’s collection system.  

“Force Main” is a line providing a connection from a pump station to a pump station, trunk, or 

sanitary sewer main, not accessed by individual properties, as distinct from a gravity Main  

“Garbage” is the animal and vegetable waste resulting from the handling, preparation, cooking, 

and serving of foods. 

“Grab Sample” is a sample that is taken from a waste stream without regard to the flow in the 

waste stream and over a period of time not to exceed fifteen (15) minutes. 

“Grease” is the material removed from a grease interceptor (trap) serving a restaurant or other 

facility requiring such grease interceptors.  Also means volatile and non-volatile residual fats, 

fatty acids, soaps, waxes, and other similar materials. 
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“Hauler” is those persons, firms, corporations, or entities who pump, haul, transport, or dispose 

of septage; and who are licensed and permitted by the New Hampshire Department of 

Environmental Services pursuant to RSA 485-A, or revisions thereto, and rules adopted to 

implement said section. 

“Headworks” is a portion of a Wastewater Treatment Plant which first receives the total influent 

flow for initial treatment. 

“Human Excrement and other Putrescible Material” is the liquid or solid matter discharged from 

the intestinal canal of a human, or other liquid or solid waste materials that are likely to undergo 

bacterial decomposition; provided, however, that these terms shall not include garbage as defined 

in RSA 485-A, or revisions thereto. 

“Industrial Discharge Permit or IDP” is the written permit between the District and an industrial 

User that discharges wastewater to the POTW, which outlines the conditions under which 

discharge to the POTW will be accepted. 

“Industrial User (or User)” is a source of pollutants into the POTW from any non-domestic 

source regulated under section 307(b), (c), or (d) of the Act. 

“Industrial Waste or Non-Domestic Wastewater” are the wastewater and waterborne wastes from 

any liquid, gaseous, or solid waste substance or pollutant from any process or from development 

of any natural resource by industry, manufacturing trade, business, or governmental entity; as 

distinct from domestic wastewater, sewage, or Unpolluted Water. 

“Indirect Discharge or Discharge” is the introduction of pollutants into the POTW from any non-

domestic source regulated under Section 307(b), (c), or (d) of the Act. 

“Industrial User” is regulated as a source of pollutants introduced into the POTW from any non-

domestic source regulated under Section 307 (b), (c), or (d) of the Act. 

“Inspector” an appointee of the District that ensures Regulations are complied with by 

conducting inspections and providing enforcement remedies as outlined in this document. 

“Instantaneous Maximum Allowable Discharge Limit” is the maximum concentration of a 

pollutant allowed to be discharged at any time, determined from the analysis of any discrete or 

composite sample collected, independent of the industrial flow rate and the duration of the 

sampling event. 

“Interference” is a discharge, which alone or in conjunction with a discharge or discharges from 

other sources:  

Inhibits, or disrupts the POTW, its treatment processes or operations, or its sludge process use or 

disposal in compliance with applicable statutes and rules;  

Is a cause of a violation of any requirements of the District’s Federal, state, or NPDES permit. 

Prevents sewage sludge use or disposal in compliance with any of the following 

statutory/regulatory provisions and rules or permits issued there under, or any more stringent 

State or local regulations:  

Env-Sw 100-2100 relative to solid waste management, including Title II commonly referred to 

as RCRA; 

Env-A 100-4800 relative to air pollution control; 

The General Pretreatment Regulations for Existing and New Sources of Pollution, 40 CFR 403; 

The Federal Toxic Substances Control Act; 

The Federal Marine Protection, Research, and Sanctuaries Act; 

Env- Wq 800 and 40 CFR 503 relative to use or disposal of sewage sludge; and 

RSA 485-A: 4, XVI-a. 
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“Local Limits” are enforceable numeric limitations on the types and quantities of pollutants 

discharge of pollutants established by the District, as distinct from State, or Federal limitations 

for non-domestic wastewater discharged to the POTW.  

“Main Line” shall mean the supply or collection line, generally in the public right-of-way, from 

which service connections are made to supply water to Users. 

“May” is permissive (see “Shall”). 

“Medical/Infectious Waste” is any solid waste that is generated in the diagnosis, treatment, or 

immunization of human beings or animals, in research pertaining thereto, or in the production or 

testing of biological.  Examples include isolation wastes, infectious agents, human blood and 

blood products, pathological wastes, sharps, body parts, contaminated bedding, surgical wastes, 

potentially contaminated laboratory wastes, chemotherapy wastes, and dialysis wastes. 

“National Pollutant Discharge Elimination System Permit (NPDES Permit)” is a permit issued 

pursuant to Section 402 of the Clean Water Act (33 U.S.C. 1342). 

“Natural Outlet” is any outlet, including Storm Drains and combined sewer overflows, into a 

watercourse, pond, ditch, lake, or other body of surface water or groundwater. 

“New Source” is any building, structure, facility, or installation from which there is or may be a 

discharge of pollutants, the construction of which commenced after the publication of proposed 

pretreatment standards under Section 307 (C) of the Clean Water Act that will be applicable to 

such source, if such standards are therefore promulgated in accordance with that section. 

“NHDES” is the New Hampshire Department of Environmental Services. 

“Non-Contact Cooling Water” is water used for cooling that does not directly contact with any 

raw material, intermediate product, waste product, or finished product and is not degraded in 

quality by mixing with or addition of industrial was or pollutants other than heat. 

 “Notice” is an actual notice or written notice mailed postage prepaid first-class mail to any 

Person’s last known address. 

“Other Wastes” is other wastes as defined by RSA 485-A:2, VIII, namely “garbage, municipal 

refuse, decayed wood, sawdust, shavings, bark, lime, ashes, offal, oil, tar, chemicals and other 

substances other than sewage or industrial wastes, and any other substances harmful to human, 

animal, fish, or aquatic life.” 

“Owner” is any Person vested in ownership, legal or equitable, sole or partial, or possession of 

any Improved Property. 

“Pass Through” is a discharge to a POTW in quantities or concentrations which, alone or in 

conjunction with a discharge or discharges from other sources, is a cause of a violation of any 

requirement of the District’s NPDES permit (including an increase in the magnitude or duration 

of a violation) or of applicable water quality criteria. 

“Person” is any individual, firm, company, association, society, corporation, or group, etc.; or 

their legal representatives, agents, or assigns.  This definition includes all Federal, State, and 

local governmental entities as defined by RSA 485-A:2, IX. 

“pH” is an expression of the intensity of the basic or acidic condition of a liquid.  

Mathematically, pH is the logarithm (base 10) of the reciprocal of the hydrogen ion 

concentration of a solution, expressed in Standard Units.  The pH may range from 0 to 14, where 

0 is most acidic, 14 most basic, and 7 neutral. 

“Pharmaceutical Waste” is a prescription drug, as defined by RSA 318:1, XVII, or a 

nonprescription or proprietary medicine, as defined by RSA 318:1, XVIII, which is no longer 

suitable for its intended purpose or is otherwise being discarded. 
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“Plymouth Village Water & Sewer District” is the local authority, hereinafter referred to as the 

“District”, governed by a Board of Commissioners. 

“Pollutant” refers to dredged spoil, solid waste, incinerator residue, filter backwash, septage, 

sewage, garbage, sewage sludge, munitions, medical wastes, chemical wastes, biological 

materials, radioactive materials, heat, wrecked or discarded equipment, rock, sand, cellar dirt, 

municipal, agricultural, and industrial wastes, and having certain characteristics of wastewater 

(e.g., pH, temperature, TSS, turbidity, color, BOD, COD, toxicity, or odor). 

“Pollution Prevention” is the use of processes, practices or products that reduce or eliminate the 

generation of pollutants or wastes that protect natural resources through equipment or technology 

modifications; process or procedure modifications; reformulation or redesign of products; 

substitution of raw materials; and improvements in housekeeping, maintenance, training, or 

inventory control.  It also includes practices that protect natural resources and human health 

through conservation, more efficient use, or effective release minimization.  The term “pollution 

prevention” does not include any practice that alters the physical, chemical, or biological, 

characteristics or the volume of a hazardous substance, pollutant, or contamination through a 

process or activity that itself is not integral to and necessary for the protection of a product or the 

providing of a service.   

“Potable Water Supply or Public Water Supply” shall mean water emanating from a source(s) 

that has been approved for human consumption by the N.H. Department of Environmental 

Services. 

“Premises” shall mean the User’s property or building(s) thereon to which service is provided. 

“Pretreatment” is the reduction of the amount of pollutants, the elimination of pollutants, or the 

alteration of the nature of pollutant properties in wastewater prior to, or in lieu of, discharging 

such pollutants into the POTW.  This reduction or alteration can be obtained by physical, 

chemical, or biological processes, either singly or in combination; by process changes; or by 

other means, except by diluting the concentration of the pollutants unless allowed by an 

applicable pretreatment standard. 

“Pretreatment Requirements” are any substantive or procedural requirement related to 

pretreatment imposed on a User, other than a pretreatment standard. 

“Pretreatment Standards or Standards” are pretreatment standards which shall mean prohibited 

discharge standards, categorical pretreatment standards, and Local Limits. 

“Prohibited Discharge Standards or Prohibited Discharges” are absolute prohibitions against the 

discharge of certain substances as identified in Appendix K of these Regulations 

 “Public Sewer” is a pipe or conduit that carries wastewater which is controlled by a 

governmental agency or public utility.  

“Publicly Owned Treatment Works (POTW)” is a “treatment works”, as defined by Section 212 

of the Clean Water Act (33 U.S.C. § 1292) that is owned by the District.  This definition includes 

any devices or systems used in the collection, storage, treatment, recycling, and reclamation of 

sewage or industrial wastes of a liquid nature.  It also includes sewers, pipes, and other 

conveyances only if these structures convey wastewater to a POTW wastewater treatment works.  

The term also means the municipality that has jurisdiction over discharges to and from such a 

treatment plant, and any sewer that conveys wastewater to the POTW from persons outside the 

District who are, by contract or agreement with the District, Users of the District’s POTW. 

“Public Water System” means a system for the provision to the public of water for human 

consumption through pipes or other constructed conveyances, if such system has at least fifteen 

service connections or regularly serves at least twenty-five individuals. Such term includes any 
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collection, treatment, storage, and distribution facilities under control of the operator of such 

system and used primarily in connection with such system, and any collection or pretreatment 

storage facilities not under such control which are used primarily in connection with such 

system. 

“Quarter” One-fourth (1/4) year, or a three (3) month period. 

“Radiological Waste” is radioactive waste as regulated by RSA 125-F. 

“Recreational Vehicle or RV” is a mobile vehicle or trailer used for temporary living, e.g. a 

camper or wholly self-contained transport or living unit. 

“Regular Working Hours” shall mean the hours, Monday through Friday, excluding holidays, 

during which time the District is normally open for business (operators:  7 - 3:30 and office: 8 – 

4). 

“Regulations” are the totality of this document which governs water and sewer use and is herein 

after referred to as “Regulations”. 

“Sanitary Sewer” is a sewer that carries liquid and water-carried wastes from residences, 

commercial buildings, industrial facilities, and institutions, together with minor quantities of 

ground, storm, and surface waters that are not admitted intentionally. 

“Screening Level” is that concentration of a pollutant that under baseline conditions would cause 

a threat to personnel exposed to the pollutant or would adversely impact structures of the POTW.  

To be administered as Local Limits applicable to a discharge, the screening levels must be 

adjusted to account for site-specific conditions at the point of discharge that differ from baseline 

conditions. 

“Septage” is any liquid, solid, or sludge removed from chemical toilets, vaults, septic tanks, 

cesspools, holding tanks, or similar containment area that receives only domestic wastewater. 

“Service Line” shall mean the line running from the Main Line to the premises of the User. 

“Sewage” is human excrement and gray water (household showers, dishwashing operations, etc.) 

and as defined by RSA 485-A:2, X, namely “the water carried waste products from buildings, 

public or private, together with such groundwater infiltration and surface water may be present.” 

“Sewer” is a pipe or conduit that carries wastewater, storm, subsurface, and groundwater, or 

Unpolluted Water from any source, which is controlled by a governmental agency or public 

utility. 

“Shall” is mandatory (see “May”). 

“Significant Industrial User” is an indirect discharger that meets one or more of the following 

criteria: 

A User subject to categorical pretreatment standards under 40 CFR 403.6 and 40 CFR Chapter I, 

Subchapter N; or 

A User that: 

Discharges an average of twenty-five thousand (25,000) gpd or more of process industrial 

wastewater to the POTW (excluding sanitary, non-contact cooling, and boiler blowdown 

wastewater); or 

Contributes a process waste stream that comprises five (5) percent or more of the average dry 

weather hydraulic or organic capacity of the POTW treatment plant; or 

Is designated as such by the District on the basis that it has a reasonable potential for adversely 

affecting the POTW’s operation or for violating any pretreatment standard or requirement. 

Upon determining that a User meeting the criteria in paragraph (b)(1) or (b)(2) of this Section. 

has no reasonable potential for adversely affecting the POTW’s operation or for violating any 

pretreatment standard or requirement the District may at any time, on its own initiative or in 
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response to a petition received from a User, and in accordance with procedures in 40 CFR 

403.8(f)(6), determine that such User should not be considered a Significant Industrial User. 

 “Single Family Residence” is a building that is designed for up to four (4) bedrooms and is 

occupied by nor more than two persons per bedroom and produces up to 450 gallons per day 

(gpd). 

“Sludge” as defined by RSA 485-A:2, XI-a, namely “the solid or domestic septage; provided, 

however, sludge which is disposed of at solid waste facilities permitted by the department shall 

be considered solid waste and regulated under RSA 149-M.”. 

“Slug” is an intermittent discharge of water, septage, sewage, or industrial waste: 

Of a concentration of any given constituent or in quantity of flow, exceeds for any period of 

duration longer than fifteen (15) minutes, more than five (5) times the average twenty-four (24) 

hour concentration or flows during normal operation; 

Any discharge at a flow rate or concentration that would cause a violation of the prohibited 

discharge standards in Section III(A) of these Regulations. 

Any discharge of a non-routine, episodic nature, including but not limited to an accidental spill 

or a non-customary batch discharge, which may adversely affect the collection system and/or 

performance of the POTW. 

 “Split Loads” shall mean a combination of septage and holding tank waste, which is delivered to 

the POTW by a permitted septage hauler. 

“State” refers to the State of New Hampshire. 

“Storm Drain” is a collection system that conveys Storm Water, groundwater, subsurface water, 

or Unpolluted Water from any source, but excludes sewage and industrial wastes. 

“Storm Water” is any flow occurring during or following any form of natural precipitation and 

resulting from such precipitation, including snowmelt. 

“Superintendent” is an appointee of the Plymouth Village Water & Sewer District who oversees 

the wastewater treatment plant and collection system, and who is charged with certain duties and 

responsibilities by these Regulations, or a duly authorized representative. 

“Total Suspended Solids (TSS)” is the total suspended matter that floats on the surface of, or is 

in suspended in water, wastewater, or other liquid, and that is removable by laboratory filtering. 

“Treatment Plant, Treatment Works, or Treatment Facility” is any device or system used in the 

pumping, storage, treatment, equalization, recycling or reclamation of sewage, wastewater and/or 

wastewater sludge as defined herein, including all collection sewers, interceptor sewers, pumping 

stations, treatment, and appurtenant facilities essential to the operation of an entire system. 

“Unpolluted Water” is water of quality equal to or better than the State Water Quality Standards 

(Part Env-Wq 1700) or water that would not cause a violation of receiving water quality 

standards and would not be benefited by discharge to the POTW. 

“Upset” as defined by RSA 485-A:2, XVIII, namely “an exceptional incident in which there is 

unintentional and temporary noncompliance with permit effluent limitations because of factors 

beyond the reasonable control of the permittee.” 

“User” shall mean any person or entity that discharges wastewater to and/or is supplied with 

drinking water from the District.  Generally, this is a person or entity who is responsible for 

payment of bills and who owns the property serviced by water and sewer.  

 “User Charge” is a charge levied on the User of the POTW for the cost of operations and 

maintenance of such facilities, which includes replacement. 

“Waste” as defined by RSA 485-A:2, XVI, namely “industrial waste and other wastes.” 
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“Wastewater” is any combination of liquid and water-carried industrial wastes and/or sewage 

from residential dwellings, commercial buildings, industrial and manufacturing facilities, 

governmental institutions, and institutions, whether treated or untreated, which are contributed to 

the POTW.  
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